
Site: 2005 - Brambles Primary Academy
Building: 01A - 01A Main Block Brambles Primary Academy
Total ACMs: 4

Code Room Description Position Amount Condition Asbestos Type Status Identified
Date

Removed
Date

Material
Score

Priority
Score

Overall
Risk

HAZ00324/E Insulation to
pipes in
underfloor ducts

Medium Damage CHRYSOTILE STRPRESU
MED

01/11/2004 9 3 High

HAZ00323/E 06 - Reception
Classbase

4/11/B/1/PT2.
Insulation to
large bore pipe in
underfloor duct

Medium Damage CHRYSOTILE DETECTED 01/11/2004 9 3 High

HAZ03961/E 48 - Boiler No access to live
switch gear and
limited access
into wall duct.

Low Damage CHRYSOTILE PRESUMED 20/02/2010 5 1 Low

HAZ03956/E 48 - Boiler 10/2/b/20/MV8
Gaskets to
pipework flanges

Good CHRYSOTILE DETECTED 20/02/2010 4 1 Low
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