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B0001Area Code
Area Description Boiler
Area Construction Brick floor, concrete ceiling, steel RSJS, brick walls, metal pipework and fibreglass lagging

to pipework

Type Space Area No 88 5.001

Assess No Asbestos(Y/N) Item MaterialPosition
286 Rope sealY 5.001To boiler doors
287 Loose fusesY 5.002To top of fuse boards
288 GasketsY 5.003Floor behind boiler

B0002Area Code
Area Description Boiler
Area Construction Concrete floor, brick walls, concrete ceiling, metal pipework and fibreglass lagging to

pipework

Type Space Area No 101 5.004

Assess No Asbestos(Y/N) Item MaterialPosition
290 GasketsN 5.004Loose on wooden pallet and to pipework
291 Insulation residuesY 5.005Wall behind boilers
292 Insulating boardN 5.006Loose behind boilers in void

B0003Area Code
Area Description Store
Area Construction Brick walls,concrete ceiling

Type Space Area No 380 5.007

F0001Area Code
Area Description Stairs
Area Construction Ceramic tiled floor, plaster walls, metal pipework and fibreboard ceiling panels

Type Space Area No 89 5.008

F0001AArea Code
Area Description Store
Area Construction Non Suspects: Ceiling, Walls, Floor

Type Space Area No 416 5.009

F0002Area Code
Area Description Circ
Area Construction Ceramic tiled floor, plaster walls, metal pipework and fibreboard ceiling panels

Type Space Area No 87 5.010
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F0003Area Code
Area Description Teaching
Area Construction Plaster walls, fibreboard ceiling panels and timber floor beneath carpet

Type Space Area No 94 5.011

F0004Area Code
Area Description Circ
Area Construction Ceramic tiled floor, non asbestos boarding surrounding doorway, plaster walls, metal

pipework and glazed ceiling panels

Type Space Area No 78 5.012

F0005Area Code
Area Description ICT
Area Construction Plaster walls, fibreboard ceiling panels and timber floor beneath carpet

Type Space Area No 106 5.013

F0006Area Code
Area Description ICT Server
Area Construction Wooden floor, plaster walls and fibreboard ceiling panels

Type Space Area No 92 5.014

F0006Area Code
Area Description ICT Server void
Area Construction See comments

Type Void Area No 93 5.015

Area Presumed To Contain Asbestos
Area Inaccessible:

F0007Area Code
Area Description ICT Office
Area Construction Wooden floor, plaster walls and fibreboard ceiling panels

Type Space Area No 91 5.016

F0008Area Code
Area Description Circ
Area Construction Ceramic tiled floor, plaster walls, metal pipework and glazed ceiling panels

Type Space Area No 81 5.017

F0009Area Code
Area Description ICT
Area Construction Plaster walls, fibreboard ceiling panels, metal pipework and timber floor beneath carpet

Type Space Area No 90 5.018
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F0010Area Code
Area Description Teaching
Area Construction Timber floor beneath carpet, plaster walls, fibreboard ceiling panels and metal pipework

Type Space Area No 96 5.019

F0011Area Code
Area Description Circ
Area Construction Ceramic tiled floor, plaster walls, metal pipework and fibreboard ceiling panels

Type Space Area No 82 5.020

F0012Area Code
Area Description Stairs
Area Construction Ceramic tiled floor, plaster walls, metal pipework and fibreboard ceiling panels

Type Space Area No 86 5.021

F0013Area Code
Area Description Teaching
Area Construction Plaster walls and ceiling and Concrete floor.

Type Space Area No 103 5.022

Assess No Asbestos(Y/N) Item MaterialPosition
168 Brown vinyl tile and adhesiveY 5.022Floor beneath carpet
169 Insulating board panelN 5.023Ceiling surrounding pipework

F0014Area Code
Area Description Store
Area Construction Plaster walls and ceiling and concrete floor

Type Space Area No 104 5.024

F0015Area Code
Area Description Store
Area Construction Plaster walls and ceiling and concrete floor

Type Space Area No 102 5.025

F0016Area Code
Area Description Circ external
Area Construction Brick walls, glazed ceiling panels, wooden window frames and metal/plastic guttering

Type External Area No 74 5.026

Assess No Asbestos(Y/N) Item MaterialPosition
282 Rope sealY 5.026Between glazed ceiling panels
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F0016Area Code
Area Description Circ
Area Construction Ceramic tiled floor, plaster walls, metal pipework and glazed ceiling panels

Type Space Area No 85 5.027

F0016AArea Code
Area Description Circ
Area Construction Ceramic tiled floor, plaster walls, metal pipework and glazed ceiling panels

Type Space Area No 84 5.028

F0017Area Code
Area Description Teaching
Area Construction Plaster walls, plaster ceiling, plasterboard beneath window ledges

Type Space Area No 100 5.029

Assess No Asbestos(Y/N) Item MaterialPosition
167 Brown vinyl tiles and adhesiveY 5.029Floor beneath carpet

F0018Area Code
Area Description Store
Area Construction Plaster walls and ceiling and metal pipework

Type Space Area No 107 5.030

Assess No Asbestos(Y/N) Item MaterialPosition
172 Blue vinyl tile and adhesiveY 5.030Floor beneath carpet

F0019Area Code
Area Description Teaching
Area Construction Plaster walls and ceiling

Type Space Area No 105 5.031

Assess No Asbestos(Y/N) Item MaterialPosition
170 Blue vinyl tile and adhesiveY 5.031Floor beneath carpet
171 Bituminous patch x4N 5.032Underside of sink x2

F0020Area Code
Area Description Stairs
Area Construction New vinyl floor, plaster/timber walls and non asbestos ceiling tiles

Type Space Area No 28 5.033

Assess No Asbestos(Y/N) Item MaterialPosition
138 Vinyl stripN 5.033Window ledge
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F0020Area Code
Area Description Stairs void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 29 5.034

F0021Area Code
Area Description Teaching
Area Construction Non asbestos ceiling tiles, plaster/timber walls and timber floor beneath carpet

Type Space Area No 355 5.035

Assess No Asbestos(Y/N) Item MaterialPosition
102 Vinyl stripN 5.035Upper and lower window ledges

F0021Area Code
Area Description Teaching void
Area Construction Timber ceiling, concrete walls, loose fibreglass lagging and steel RSJS

Type Void Area No 356 5.036

Assess No Asbestos(Y/N) Item MaterialPosition
103 BoardingY 5.036Between metal cladding to RSJ and col

F0022Area Code
Area Description Teaching
Area Construction Timber floor beneath carpet, plaster/timber walls and non asbestos ceiling tiles

Type Space Area No 47 5.037

Assess No Asbestos(Y/N) Item MaterialPosition
156 Vinyl stripN 5.037Window ledge

F0022Area Code
Area Description Teaching void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 48 5.038

Assess No Asbestos(Y/N) Item MaterialPosition
157 Packing boardY 5.038Between RSJ and metal column
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F0023Area Code
Area Description Teaching
Area Construction Plaster walls, non asbestos ceiling tiles and timber floor beneath carpet

Type Space Area No 45 5.039

Assess No Asbestos(Y/N) Item MaterialPosition
154 Vinyl stripN 5.039Window ledge

F0023Area Code
Area Description Teaching void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 46 5.040

Assess No Asbestos(Y/N) Item MaterialPosition
155 Packing boardY 5.040Between RSJ and metal column

F0023AArea Code
Area Description Store
Area Construction Non Suspects: Ceiling, Walls, Skirting, Floor Covering

Type Space Area No 409 5.041

F0023AArea Code
Area Description Store Void
Area Construction Non Suspects: Ceiling, Walls

Type Void Area No 410 5.042

F0025Area Code
Area Description ICT
Area Construction Plaster/timber walls, plastic panels to skylights, non asbestos ceiling tiles and timber floor

beneath carpet

Type Space Area No 363 5.043

Assess No Asbestos(Y/N) Item MaterialPosition
110 Vinyl stripN 5.043Window ledge

F0025Area Code
Area Description ICT void
Area Construction Timber ceiling, concrete walls, loose fibreglass lagging and steel RSJS

Type Void Area No 364 5.044

Assess No Asbestos(Y/N) Item MaterialPosition
111 Insulating boardY 5.044Between RSJ and metal cladding to col
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F0026Area Code
Area Description Store
Area Construction New vinyl floor, plaster walls, non asbestos ceiling tiles and metal pipework

Type Space Area No 365 5.045

F0026Area Code
Area Description Store void
Area Construction Timber ceiling, concrete walls, loose fibreglass lagging and steel RSJS

Type Void Area No 366 5.046

F0027Area Code
Area Description Cleaner
Area Construction Plaster walls, non asbestos ceiling tiles

Type Space Area No 377 5.047

Assess No Asbestos(Y/N) Item MaterialPosition
296 Woven sealY 5.047Fuses inside fuse box

F0027Area Code
Area Description Cleaner void
Area Construction Timber ceiling, plaster walls and steel RSJS

Type Void Area No 378 5.048

F0027AArea Code
Area Description WC/Dis
Area Construction Non Suspects: Ceiling, Walls, Floor Coverings

Type Space Area No 408 5.049

F0028Area Code
Area Description Teaching
Area Construction Plaster walls, timber floor beneath carpet and non asbestos ceiling tiles

Type Space Area No 51 5.050

Assess No Asbestos(Y/N) Item MaterialPosition
159 Vinyl stripN 5.050Window ledge

F0028Area Code
Area Description Teaching void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 52 5.051

Assess No Asbestos(Y/N) Item MaterialPosition
160 Packing boardY 5.051Between RSJ and metal column
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F0029Area Code
Area Description SEN Base
Area Construction Plaster walls, non asbestos ceiling tiles, plastic panels to skylights and timber floor beneath

carpet

Type Space Area No 34 5.052

Assess No Asbestos(Y/N) Item MaterialPosition
141 Vinyl stripN 5.052Window ledge

F0029Area Code
Area Description SEN Base void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 35 5.053

Assess No Asbestos(Y/N) Item MaterialPosition
142 Packing boardY 5.053Between metal column and RSJ

F0030Area Code
Area Description Small Group
Area Construction Timber floor beneath carpet, plaster/timber walls and non asbestos ceiling tiles

Type Space Area No 18 5.054

F0030Area Code
Area Description Small Group void
Area Construction Timber ceiling, plaster walls, steel RSJS and loose fibreglass insulation

Type Void Area No 19 5.055

F0031Area Code
Area Description SEN/Office
Area Construction Plaster walls and non asbestos ceiling tiles

Type Space Area No 68 5.056

Assess No Asbestos(Y/N) Item MaterialPosition
276 Brown vinylN 5.056Floor
277 Green vinyl stripN 5.057Window ledges x3 at various levels

F0031Area Code
Area Description SEN/Office void
Area Construction Timber ceiling, concrete walls, loose fibreglass lagging and steel RSJS

Type Void Area No 69 5.058

Assess No Asbestos(Y/N) Item MaterialPosition
278 Insulating boardY 5.058To metal column above doorway
279 Insulating boardY 5.059Loose between insulating board/column
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F0032Area Code
Area Description Office
Area Construction New vinyl floor, plaster walls and non asbestos ceiling tiles

Type Space Area No 20 5.060

Assess No Asbestos(Y/N) Item MaterialPosition
131 Vinyl stripN 5.060Window ledge

F0032Area Code
Area Description Office void
Area Construction Timber ceiling, concrete walls, steel RSJS and loose fibreglass insulation

Type Void Area No 21 5.061

Assess No Asbestos(Y/N) Item MaterialPosition
132 Insulating boardY 5.061Between RSJ and metal column

F0033Area Code
Area Description Teaching
Area Construction Timber/plaster walls, non asbestos ceiling tiles and timber floor beneath carpet

Type Space Area No 16 5.062

Assess No Asbestos(Y/N) Item MaterialPosition
129 Vinyl stripN 5.062Window ledge

F0033Area Code
Area Description Teaching void
Area Construction Timber ceiling, concrete walls, steel RSJS and loose fibreglass insulation

Type Void Area No 17 5.063

Assess No Asbestos(Y/N) Item MaterialPosition
130 Insulating boardY 5.063Between RSJ and metal column

F0034Area Code
Area Description Stairs
Area Construction New vinyl floor, plaster/timber walls and non asbestos ceiling tiles

Type Space Area No 22 5.064

Assess No Asbestos(Y/N) Item MaterialPosition
133 Vinyl stripN 5.064Window ledge
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F0034Area Code
Area Description Stairs void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 23 5.065

Assess No Asbestos(Y/N) Item MaterialPosition
134 Packing boardY 5.065Between RSJ and plaster wall

F0035Area Code
Area Description Store
Area Construction Timber floor beneath carpet, plaster walls and non asbestos ceiling tiles

Type Space Area No 14 5.066

Assess No Asbestos(Y/N) Item MaterialPosition
127 Vinyl stripN 5.066Window ledge

F0035Area Code
Area Description Store void
Area Construction Timber ceiling, concrete walls, steel RSJS and loose fibreglass insulation

Type Void Area No 15 5.067

Assess No Asbestos(Y/N) Item MaterialPosition
128 Insulating boardY 5.067Between RSJ and metal column

F0036Area Code
Area Description Teaching
Area Construction Plaster walls, plastic panels to skylights, non asbestos ceiling tiles and vinyl floor tiles

beneath carpet

Type Space Area No 12 5.068

Assess No Asbestos(Y/N) Item MaterialPosition
125 Vinyl stripN 5.068Window ledge

F0036Area Code
Area Description Teaching void
Area Construction Timber ceiling, concrete walls, steel RSJS and loose fibreglass insulation

Type Void Area No 13 5.069

Assess No Asbestos(Y/N) Item MaterialPosition
126 Insulating boardY 5.069Between RSJ and metal column
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F0037Area Code
Area Description Store
Area Construction New vinyl floor, plaster walls and non asbestos ceiling tiles

Type Space Area No 49 5.070

F0037Area Code
Area Description Store void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 50 5.071

Assess No Asbestos(Y/N) Item MaterialPosition
158 Packing boardY 5.071Between RSJ and metal column

F0038Area Code
Area Description Circ
Area Construction New vinyl floor, fibreboard/wooden walls and non asbestos ceiling tiles

Type Space Area No 10 5.072

Assess No Asbestos(Y/N) Item MaterialPosition
124 Green vinyl tileN 5.072Floor beneath fire extinguishers

F0038Area Code
Area Description Circ void
Area Construction Timber ceiling, concrete walls, steel RSJS and loose fibreglass insulation

Type Void Area No 11 5.073

F0039Area Code
Area Description Store
Area Construction Plaster walls, new vinyl floor and non asbestos ceiling tiles

Type Space Area No 8 5.074

F0039Area Code
Area Description Store void
Area Construction Timber ceiling, concrete walls, steel RSJS and loose fibreglass insulation

Type Void Area No 9 5.075

Assess No Asbestos(Y/N) Item MaterialPosition
123 Insulating boardY 5.075Between RSJ and metal column
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F0040Area Code
Area Description Office
Area Construction Plaster/timber walls, new vinyl floor and non asbestos ceiling tiles

Type Space Area No 6 5.076

Assess No Asbestos(Y/N) Item MaterialPosition
121 Vinyl stripN 5.076Window ledge

F0040Area Code
Area Description Office void
Area Construction Timber ceiling, concrete walls, steel RSJS and loose fibreglass insulation

Type Void Area No 7 5.077

Assess No Asbestos(Y/N) Item MaterialPosition
122 Insulating boardY 5.077Between RSJ and metal column

F0041Area Code
Area Description Teaching
Area Construction Non asbestos ceiling tiles, wooden panels to walls, plaster walls and timber floor beneath

carpet

Type Space Area No 4 5.078

Assess No Asbestos(Y/N) Item MaterialPosition
119 Vinyl stripN 5.078Window ledge

F0041Area Code
Area Description Teaching void
Area Construction Timber ceiling, concrete walls, steel RSJS and loose fibreglass insulation

Type Void Area No 5 5.079

Assess No Asbestos(Y/N) Item MaterialPosition
120 Insulating boardY 5.079Between RSJ and metal column

F0042Area Code
Area Description Teaching
Area Construction Non asbestos ceiling tiles, plastic panels to skylights, fibreboard wall tiles and timber floor

beneath carpet

Type Space Area No 1 5.080

Assess No Asbestos(Y/N) Item MaterialPosition
117 Vinyl stripN 5.080Window ledge
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F0042Area Code
Area Description Teaching void
Area Construction Timber ceiling, concrete walls, loose fibreglass insulation and steel RSJS

Type Void Area No 2 5.081

Assess No Asbestos(Y/N) Item MaterialPosition
118 Insulating boardY 5.081Between RSJ and metal column

F0043Area Code
Area Description Circ
Area Construction New vinyl floor, plaster walls, plastic panels to skylight and non asbestos ceiling tiles

Type Space Area No 373 5.082

F0043Area Code
Area Description Circ void
Area Construction Timber ceiling, concrete/plaster walls, loose fibreglass lagging and steel RSJS

Type Void Area No 374 5.083

F0044Area Code
Area Description Store
Area Construction Metal sheets to walls and ceiling  new vinyl floor

Type Space Area No 3 5.084

F0044Area Code
Area Description Store
Area Construction Metal sheet ceiling prevents access above

Type Void Area No 390 5.085

F0045Area Code
Area Description Store
Area Construction Plaster walls, new vinyl floor beneath carpet and non asbestos ceiling tiles

Type Space Area No 371 5.086

Assess No Asbestos(Y/N) Item MaterialPosition
116 Vinyl stripN 5.086Window ledge

F0045Area Code
Area Description Store void
Area Construction Timber ceiling, concrete walls, loose fibreglass lagging and steel RSJS

Type Void Area No 372 5.087
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F0046Area Code
Area Description Teaching
Area Construction New vinyl floor, plaster walls and non asbestos ceiling tiles

Type Space Area No 369 5.088

Assess No Asbestos(Y/N) Item MaterialPosition
114 Vinyl stripN 5.088Window ledge

F0046Area Code
Area Description Store void
Area Construction Timber ceiling, concrete walls, loose fibreglass lagging and steel RSJS

Type Void Area No 370 5.089

Assess No Asbestos(Y/N) Item MaterialPosition
115 BoardingY 5.089Between RSJ and metal column

F0047Area Code
Area Description Teaching
Area Construction Plaster/timber walls, non asbestos ceiling tiles and timber floor beneath carpet

Type Space Area No 367 5.090

Assess No Asbestos(Y/N) Item MaterialPosition
112 Vinyl stripN 5.090Window ledge

F0047Area Code
Area Description Teaching void
Area Construction Timber ceiling, concrete walls, loose fibreglass lagging and steel RSJS

Type Void Area No 368 5.091

Assess No Asbestos(Y/N) Item MaterialPosition
113 Insulating boardY 5.091Between RSJ and metal cladding to col

F0048Area Code
Area Description WC/G
Area Construction New vinyl floor, plaster/timber walls and boxing to cisterns

Type Space Area No 360 5.092

Assess No Asbestos(Y/N) Item MaterialPosition
108 Vinyl stripN 5.092Window ledge
109 Insulating board tilesY 5.093Ceiling
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F0048Area Code
Area Description WC/G
Area Construction See comments

Type Void Area No 362 5.094

Area Presumed To Contain Asbestos
Area Inaccessible:

F0049Area Code
Area Description WC/B
Area Construction New vinyl floor, timber/plaster walls, boxing to cisterns and metal pipework

Type Space Area No 359 5.095

Assess No Asbestos(Y/N) Item MaterialPosition
106 Vinyl stripN 5.095Window ledge
107 Insulating board tilesY 5.096Ceiling

F0049Area Code
Area Description WC/B void
Area Construction See comments

Type Void Area No 361 5.097

Area Presumed To Contain Asbestos
Area Inaccessible:

F0050Area Code
Area Description Circ
Area Construction New vinyl floor, plaster/timber walls, non asbestos ceiling tiles and metal columns

Type Space Area No 357 5.098

Assess No Asbestos(Y/N) Item MaterialPosition
104 Vinyl stripN 5.098Window ledge

F0050Area Code
Area Description Circ void
Area Construction Timber ceiling, concrete walls, loose fibreglass lagging and steel RSJS

Type Void Area No 358 5.099

Assess No Asbestos(Y/N) Item MaterialPosition
105 BoardingY 5.099Between metal cladding to RSJ and col

F0050AArea Code
Area Description Lift
Area Construction New Lift Built post 2000 No Suspect Materials 06.1.11 sc

Type Space Area No 391 5.100
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F0051Area Code
Area Description Circ
Area Construction New vinyl floor, non asbestos ceiling tiles and plaster/timber walls

Type Space Area No 353 5.101

Assess No Asbestos(Y/N) Item MaterialPosition
100 Vinyl stripN 5.101Window ledge
101 Woven sealY 5.102Fuses inside fuse box to wall

F0051Area Code
Area Description Circ void
Area Construction Timber ceiling, concrete walls, loose fibreglass lagging and steel RSJS

Type Void Area No 354 5.103

F0052Area Code
Area Description Circ
Area Construction New vinyl floor, plastic panels to skylights, plaster/timber walls and non asbestos ceiling

tiles

Type Space Area No 26 5.104

Assess No Asbestos(Y/N) Item MaterialPosition
136 Vinyl stripN 5.104Window ledge

F0052Area Code
Area Description Circ void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete/plaster walls

Type Void Area No 27 5.105

Assess No Asbestos(Y/N) Item MaterialPosition
137 Cement flue pipeY 5.105Wall above F0055 going into cavity

F0053Area Code
Area Description Head Office
Area Construction Plaster walls, timber floor beneath carpet and non asbestos ceiling tiles

Type Space Area No 58 5.106

Assess No Asbestos(Y/N) Item MaterialPosition
166 Vinyl stripN 5.106Window ledge

F0053Area Code
Area Description Head Office void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 59 5.107



Section 4: Survey Summary

00486 Main School Building
Codsall Community High School00329

20
SECTION 4.

Section

19

F0054Area Code
Area Description Careers office
Area Construction Plaster walls, non asbestos ceiling tiles and timber floor beneath carpet

Type Space Area No 30 5.108

Assess No Asbestos(Y/N) Item MaterialPosition
139 Vinyl stripN 5.108Window ledge
140 Insulating boardY 5.109Beneath window

F0054Area Code
Area Description Careers office void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 31 5.110

F0055Area Code
Area Description Asst Head
Area Construction Plaster walls, non asbestos ceiling tiles and timber floor beneath carpet

Type Space Area No 36 5.111

Assess No Asbestos(Y/N) Item MaterialPosition
143 Vinyl stripN 5.111Window ledge
144 Insulating boardY 5.112Below window

F0055Area Code
Area Description Asst Head void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and plaster/concrete walls

Type Void Area No 37 5.113

F0056Area Code
Area Description Office
Area Construction Plaster walls, non asbestos ceilings tiles, plastic panels to skylight and vinyl floor beneath

carpet

Type Space Area No 32 5.114

F0056Area Code
Area Description Office void
Area Construction Timber ceiling, loose fibreglass insulation and plaster walls

Type Void Area No 33 5.115
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F0057Area Code
Area Description Teaching
Area Construction Timber floor beneath carpet, plaster walls and non asbestos ceiling tiles

Type Space Area No 38 5.116

Assess No Asbestos(Y/N) Item MaterialPosition
145 Vinyl stripN 5.116Window ledge

F0057Area Code
Area Description Teaching void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 39 5.117

Assess No Asbestos(Y/N) Item MaterialPosition
146 Packing boardY 5.117Between RSJ and metal column

F0058Area Code
Area Description Teaching
Area Construction Timber floor beneath carpet, plaster walls and non asbestos ceiling tiles

Type Space Area No 375 5.118

Assess No Asbestos(Y/N) Item MaterialPosition
297 Vinyl stripN 5.118Window ledge

F0058Area Code
Area Description Teaching Void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 376 5.119

Assess No Asbestos(Y/N) Item MaterialPosition
210 Insulating boardY 5.119Between RSJ and metal column

F0059Area Code
Area Description Stairs
Area Construction New vinyl floor, timber/plaster walls and non asbestos ceiling tiles

Type Space Area No 351 5.120

Assess No Asbestos(Y/N) Item MaterialPosition
099 Vinyl stripN 5.120Window ledge
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F0059Area Code
Area Description Stairs void
Area Construction Timber ceiling, plaster walls, steel RSJS, loose fibreglass lagging and fibreglass lagging to

pipework

Type Void Area No 352 5.121

F0060Area Code
Area Description Office
Area Construction Plaster walls, vinyl floor next to cupboard, non asbestos ceiling tiles and timber floor

beneath carpet

Type Space Area No 53 5.122

Assess No Asbestos(Y/N) Item MaterialPosition
161 Vinyl stripN 5.122Window ledge

F0060Area Code
Area Description Office void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 54 5.123

Assess No Asbestos(Y/N) Item MaterialPosition
162 Packing boardY 5.123Between RSJ and metal column

F0061Area Code
Area Description Common Room
Area Construction New vinyl floor, non asbestos ceiling tiles and plaster/timber walls

Type Space Area No 44 5.124

Assess No Asbestos(Y/N) Item MaterialPosition
153 Vinyl stripN 5.124Window ledge
298 Insulation BoardY 5.125Panels Below External Windows

F0061Area Code
Area Description Common Room void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 55 5.126

Assess No Asbestos(Y/N) Item MaterialPosition
163 Packing boardY 5.126Between metal column and RSJ

F0061AArea Code
Area Description Store
Area Construction Non Suspects: Suspende Ceiling Tiles, Walls, Skirting, Floor Covering.

Type Space Area No 404 5.127
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F0061AArea Code
Area Description Store
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 405 5.128

Assess No Asbestos(Y/N) Item MaterialPosition
303 Packing BoardY 5.128Between Metal Column and RSJ

F0062Area Code
Area Description Careers office
Area Construction Timber floor, timber/plaster walls and non asbestos ceiling tiles

Type Space Area No 24 5.129

Assess No Asbestos(Y/N) Item MaterialPosition
135 Woven sealN 5.129Fuses in 2 fuse boxes to wall

F0062Area Code
Area Description Careers office void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and plaster walls

Type Void Area No 25 5.130

F0063Area Code
Area Description Circ
Area Construction New vinyl floor, plaster/timber walls, plastic panels to skylight and non asbestos ceiling tiles

Type Space Area No 40 5.131

F0063Area Code
Area Description Circ void
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and plaster walls

Type Void Area No 41 5.132

Assess No Asbestos(Y/N) Item MaterialPosition
147 Packing boardY 5.132Between RSj and metal column

F0064Area Code
Area Description 6th Form Study
Area Construction Plaster/timber walls, new vinyl floor and non asbestos ceiling tiles

Type Space Area No 56 5.133

Assess No Asbestos(Y/N) Item MaterialPosition
164 Insulating boardY 5.133Below windows x12
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F0064Area Code
Area Description 6th Form Study
Area Construction Timber ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 57 5.134

Assess No Asbestos(Y/N) Item MaterialPosition
165 Packing boardY 5.134Between RSJ and metal column

F0065Area Code
Area Description Office
Area Construction Plaster/timber walls, non asbestos ceiling tiles and timber floor beneath carpet

Type Space Area No 42 5.135

Assess No Asbestos(Y/N) Item MaterialPosition
148 Vinyl stripN 5.135Window ledge
149 Insulating boardY 5.136Wall behind radiator
150 Cement pipeY 5.137From ceiling to roof

F0065Area Code
Area Description Office void
Area Construction Timber/concrete ceiling, loose fibreglass insulation, steel RSJS and concrete walls

Type Void Area No 43 5.138

Assess No Asbestos(Y/N) Item MaterialPosition
151 Cement pipeY 5.138From ceiling to roof
152 Packing boardY 5.139Between RSJ and metal column

G0001Area Code
Area Description Foyer
Area Construction Fixed fibreboard ceiling tiles with plastered walls and solid floor beneath carpet

Type Space Area No 110 5.140

G0002Area Code
Area Description Office
Area Construction Fixed fibreboard ceiling tiles with plastered walls and solid floor beneath carpet, timber

panels beneath reception windows

Type Space Area No 111 5.141

G0003Area Code
Area Description Secretary
Area Construction Fixed fibreboard ceiling tiles with plastered walls and solid floor beneath carpet

Type Space Area No 113 5.142



Section 4: Survey Summary

00486 Main School Building
Codsall Community High School00329

25
SECTION 4.

Section

24

G0004Area Code
Area Description Admin
Area Construction Fixed fibreboard ceiling tiles with plastered walls and solid floor beneath carpet

Type Space Area No 114 5.143

G0005Area Code
Area Description Admin
Area Construction Fixed fibreboard ceiling tiles with plastered walls and solid floor beneath carpet

Type Space Area No 115 5.144

G0005AArea Code
Area Description Tank room
Area Construction Brick walls, metal ceiling, concrete floor and metal tank

Type Space Area No 335 5.145

Assess No Asbestos(Y/N) Item MaterialPosition
092 Insulating boardY 5.145Wall to right of door

G0006Area Code
Area Description Circ
Area Construction Fixed fibreboard ceiling tiles with plastered/timbered walls and concrete floor beneath

carpet

Type Space Area No 109 5.146

G0007Area Code
Area Description Circ
Area Construction Ceramic tiled floor, plaster walls, metal pipework and ceramic tiled floor

Type Space Area No 190 5.147

Assess No Asbestos(Y/N) Item MaterialPosition
054 Black nose stripsN 5.147Edge of stairs

G0008Area Code
Area Description Office
Area Construction Fibreboard ceiling, new vinyl floor, metal pipework, plaster and wooden panelled walls

Type Space Area No 223 5.148

G0008Area Code
Area Description Office
Area Construction Brick walls, wooden joists and non asbestos roof felt

Type Void Area No 224 5.149

Assess No Asbestos(Y/N) Item MaterialPosition
065 Lagging residuesY 5.149Wall to back wall from door
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G0009Area Code
Area Description Medical
Area Construction New vinyl floor, plaster walls, fibreboard ceiling, metal pipework and wooden panelling to

wall

Type Space Area No 221 5.150

G0010Area Code
Area Description WC/Uni
Area Construction New vinyl floor, ceramic cistern, plaster/timber walls and fibreboard ceiling

Type Space Area No 222 5.151

G0011Area Code
Area Description Office
Area Construction Plaster walls and ceiling, ceramic tiled floor beneath carpet and wooden panels to walls

Type Space Area No 238 5.152

Assess No Asbestos(Y/N) Item MaterialPosition
068 Bituminous patchN 5.152Underside of sink

G0012Area Code
Area Description Circ
Area Construction New vinyl floor, timber skylights, plaster ceiling, plaster columns, plaster/brick walls, timber

ceiling to stairs and concrete floor

Type Space Area No 192 5.153

G0013Area Code
Area Description Dis/Lift
Area Construction Concrete floor beneath carpet, timber boxing, non asbestos ceiling tiles and brick/plaster

walls

Type Space Area No 195 5.154

G0013Area Code
Area Description Lib/Store void
Area Construction Timber ceiling, brick walls and steel RSJS

Type Void Area No 196 5.155

G0014Area Code
Area Description Library
Area Construction Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor Coverings

Type Space Area No 193 5.156

G0014Area Code
Area Description Library void
Area Construction Timber ceiling, plaster walls, plastic pipework and fibreglass lagging to pipework

Type Void Area No 194 5.157
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G0015Area Code
Area Description Library
Area Construction Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor Coverings

Type Space Area No 197 5.158

G0015Area Code
Area Description Library Void
Area Construction Timber ceiling, plaster/brick walls and fibreglass lagging to pipework

Type Void Area No 198 5.159

G0016Area Code
Area Description Lib/Store
Area Construction Concrete floor beneath carpet, plaster/brick walls and non asbestos ceilings tiles

Type Space Area No 199 5.160

G0016Area Code
Area Description Lib/Store void
Area Construction Timber ceiling and brick walls

Type Void Area No 200 5.161

G0017Area Code
Area Description ICT
Area Construction Plaster walls, non asbestos ceiling tiles, timber floor beneath carpet and wooden boxing to

wall

Type Space Area No 263 5.162

G0017Area Code
Area Description ICT void
Area Construction Plaster walls, timber ceiling and fibreglass lagging to pipework

Type Void Area No 264 5.163

G0018Area Code
Area Description Tech/Graphics
Area Construction Non asbestos ceiling tiles, plasterboard walls and concrete floor beneath carpet

Type Space Area No 241 5.164

G0018Area Code
Area Description Teaching void
Area Construction Timber ceiling, brick walls and fibreglass pipework lagging

Type Void Area No 242 5.165
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G0019Area Code
Area Description Interview
Area Construction Plaster/timber walls, plaster ceiling and ceramic tiled floor beneath carpet

Type Space Area No 239 5.166

G0020Area Code
Area Description Inclusion room
Area Construction Plaster walls, fibreboard ceiling, metal pipework and ceramic tiled floor beneath carpet

Type Space Area No 240 5.167

G0021Area Code
Area Description Site Manager
Area Construction Ceramic tiled floor, steel RSJ, brick walls, metal pipework, fibreboard ceiling

Type Space Area No 237 5.168

G0022Area Code
Area Description Circ
Area Construction Ceramic tiled floor, brick/plaster walls, metal pipework and timber ceiling

Type Space Area No 227 5.169

Assess No Asbestos(Y/N) Item MaterialPosition
299 Rope SealY 5.169Glazed Roof Section

G0024Area Code
Area Description Tech/Store
Area Construction Ceramic tiled floor, timber/plaster walls and glazed ceiling panels

Type Space Area No 342 5.170

Assess No Asbestos(Y/N) Item MaterialPosition
096 Woven sealY 5.170Glazed ceiling panels

G0025Area Code
Area Description Circ
Area Construction Plaster/timber walls and ceramic tiled floor

Type Space Area No 336 5.171

Assess No Asbestos(Y/N) Item MaterialPosition
093 Woven sealY 5.171Glazed ceiling panels

G0026Area Code
Area Description Tech/Store
Area Construction Ceramic tiled floor, plaster/timber walls and fibreboard/fibreglass ceiling

Type Space Area No 339 5.172
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G0026Area Code
Area Description Tech/Store void
Area Construction Timber surround and walls, glazed and metal frame to the ceiling

Type Void Area No 340 5.173

Assess No Asbestos(Y/N) Item MaterialPosition
094 Woven sealY 5.173Glazed ceiling panels

G0027Area Code
Area Description Circ
Area Construction Non asbestos boarding/timber/plaster walls, ceramic tiled floor and glazed ceiling panels

Type Space Area No 341 5.174

Assess No Asbestos(Y/N) Item MaterialPosition
095 Woven sealY 5.174Glazed ceiling panels

G0028Area Code
Area Description Tech/MM external
Area Construction Brick walls and wooden window frames

Type External Area No 95 5.175

Assess No Asbestos(Y/N) Item MaterialPosition
289 Cement filletY 5.175Gable end to edge of roof tiles

G0028Area Code
Area Description Tech/MM
Area Construction Wooden floor, brick walls, plaster ceiling and metal pipework

Type Space Area No 345 5.176

G0028Area Code
Area Description Tech/MM void
Area Construction Non asbestos roof felt, brick walls, metal pipework and ducts and loose fibreglass

insulation

Type Void Area No 346 5.177

G0029Area Code
Area Description Tech Prep
Area Construction Concrete floor, brick walls, plaster ceiling and metal pipework

Type Space Area No 338 5.178

G0030Area Code
Area Description Tech/MM
Area Construction Brick walls, plaster ceiling, metal pipework and wooden floor

Type Space Area No 337 5.179
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G0031Area Code
Area Description K/Store
Area Construction Plaster walls and ceiling and ceramic tiled floor

Type Space Area No 274 5.180

G0032Area Code
Area Description K/Store
Area Construction Plaster walls and ceiling and ceramic tiled floor

Type Space Area No 273 5.181

G0033Area Code
Area Description K/Store
Area Construction Plaster/ceramic tiled walls, plaster ceiling and ceramic tiled floor

Type Space Area No 272 5.182

G0034Area Code
Area Description K/store
Area Construction Plaster walls and ceiling, metal pipework and ceramic tiled floor

Type Space Area No 266 5.183

G0035Area Code
Area Description Circ
Area Construction Ceramic tiled floor, plaster/ceramic tiled walls, metal pipework and plaster ceiling

Type Space Area No 267 5.184

G0036Area Code
Area Description Cleaner
Area Construction Plaster walls, fibreboard ceiling and ceramic tiled floor

Type Space Area No 269 5.185

G0037Area Code
Area Description Wash
Area Construction Plaster/ceramic tiled walls, metal tank with fibreglass insulation, plaster ceiling, metal

pipework and ceramic tiled floor

Type Space Area No 275 5.186

G0038Area Code
Area Description Office
Area Construction Plaster walls and ceiling and ceramic tiled floor

Type Space Area No 268 5.187
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G0039Area Code
Area Description Staff/Cloaks
Area Construction Plaster walls and ceiling, metal pipework and ceramic tiled floor

Type Space Area No 270 5.188

G0040Area Code
Area Description Staff WC
Area Construction Plaster/ceramic tiled walls, plaster ceiling and ceramic tiled floor

Type Space Area No 271 5.189

Assess No Asbestos(Y/N) Item MaterialPosition
071 Black toilet cisternN 5.189Wall

G0041Area Code
Area Description Kitchen
Area Construction Plaster/ceramic tiled walls, metal pipework, plaster ceiling and ceramic tiled floor

Type Space Area No 276 5.190

Assess No Asbestos(Y/N) Item MaterialPosition
072 Woven fuse clothsN 5.190Inside fuse box to wall

G0041Area Code
Area Description Kitchen void
Area Construction Brick walls, wooden joists, non asbestos roofing felt, fibreglass lagging to pipework and

loose fibreglass lagging

Type Void Area No 277 5.191

Assess No Asbestos(Y/N) Item MaterialPosition
073 Insulation residuesY 5.191Wall to right hand side of hatch

G0041AArea Code
Area Description Servery
Area Construction Non Suspects: Suspended Ceiling, Walls, Skirting, Floor Covering

Type Space Area No 382 5.192

G0041AArea Code
Area Description Servery
Area Construction New Suspended Ceiling fitted 2010, no suspect materials.

Type Void Area No 383 5.193
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G0042Area Code
Area Description Dining room external
Area Construction Brick walls, pitched tiled roof, wooden window frames and plastic guttering

Type External Area No 83 5.194

Assess No Asbestos(Y/N) Item MaterialPosition
285 Cement filletY 5.194Gable end to edge of roof tiles

G0042Area Code
Area Description Dining
Area Construction Wooden floor, plaster walls, timber panels to walls, fibreboard ceiling panels

Type Space Area No 228 5.195

Assess No Asbestos(Y/N) Item MaterialPosition
066 Hatch coverN 5.195Floor by doorway

G0042Area Code
Area Description Dining void
Area Construction Brick walls, concrete floor, timber ceiling and metal pipework

Type Void Area No 236 5.196

G0042Area Code
Area Description Dining Void
Area Construction New Suspended Ceiling fitted 2010, no suspect materials.

Type Void Area No 384 5.197

G0043Area Code
Area Description Snacks area
Area Construction New vinyl floor, plaster walls and ceiling

Type Space Area No 278 5.198

G0044Area Code
Area Description Tech/Resrc
Area Construction New vinyl floor, plaster walls, ceiling and beams

Type Space Area No 347 5.199

G0045Area Code
Area Description Office
Area Construction New vinyl floor, plaster/timber walls and fibreboard ceiling

Type Space Area No 348 5.200
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G0046Area Code
Area Description Circ
Area Construction Brick walls, ceramic tiled floor and timber panelled ceiling

Type Space Area No 235 5.201

G0046AArea Code
Area Description Dis/WC
Area Construction No suspect Materials (Newly built post 2000).

Type Duct Area No 387 5.202

G0046AArea Code
Area Description Dis/WC
Area Construction Non Suspects: Suspended Ceiling, Walls, Floor Covering (Newly built post 2000).

Type Space Area No 385 5.203

G0046AArea Code
Area Description Dis/WC
Area Construction No suspect materials (Newly built post 2000).

Type Void Area No 386 5.204

G0047Area Code
Area Description ICT Resource
Area Construction Timber floor beneath carpet, plaster walls and non asbestos ceiling tiles

Type Space Area No 233 5.205

G0047Area Code
Area Description ICT Resource void
Area Construction Fibreboard  ceiling and plaster walls

Type Void Area No 234 5.206

G0048Area Code
Area Description Tech Resrc
Area Construction Wooden floor, wooden panels to wall, plaster walls and ceiling

Type Space Area No 232 5.207

Assess No Asbestos(Y/N) Item MaterialPosition
067 Black nosingN 5.207Edge of steps

G0049Area Code
Area Description Tech/Food
Area Construction New vinyl floor, plaster walls, metal pipework and fibreboard ceiling

Type Space Area No 229 5.208
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G0049Area Code
Area Description Tech/Food void
Area Construction Brick walls, wooden joists, non asbestos roofing felt and loose fibreglass lagging

Type Void Area No 231 5.209

G0050Area Code
Area Description Tech/Store
Area Construction New vinyl floor, plaster walls and fibreglass panels to ceiling

Type Space Area No 230 5.210

G0051Area Code
Area Description Tech/Store
Area Construction New vinyl floor, plaster walls and fibreboard ceiling

Type Space Area No 70 5.211

G0051Area Code
Area Description Tech/Store void
Area Construction Non Suspects: Roof, Walls, Pipe Insulation, Blanket Insulation

Type Void Area No 71 5.212

G0052Area Code
Area Description Tech/Store
Area Construction New vinyl floor, metal pipework, plaster walls and ceiling

Type Space Area No 259 5.213

G0053Area Code
Area Description Tech/Food external
Area Construction Brick walls, glazed ceiling panels and metal/plastic guttering

Type External Area No 76 5.214

Assess No Asbestos(Y/N) Item MaterialPosition
284 Cement filletY 5.214Gable end to edge of roof tiles

G0053Area Code
Area Description Tech/Food
Area Construction New vinyl floor, metal pipework, plaster walls and ceiling

Type Space Area No 258 5.215

G0053Area Code
Area Description Tech/Food
Area Construction Non Suspects: Roof, Walls, Pipe Insulation, Blanket Insulation

Type Void Area No 406 5.216
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G0054Area Code
Area Description Circ
Area Construction New vinyl floor, timber ceiling and plaster/timber walls

Type Space Area No 260 5.217

Assess No Asbestos(Y/N) Item MaterialPosition
069 Black nosing stripN 5.217Edge of step

G0055Area Code
Area Description Cleaner
Area Construction New vinyl floor, timber/plaster walls and timber ceiling

Type Space Area No 262 5.218

G0056Area Code
Area Description Circ external
Area Construction Brick walls, glazed ceiling panels, wooden window frames and metal/plastic guttering

Type External Area No 73 5.219

Assess No Asbestos(Y/N) Item MaterialPosition
281 Rope sealY 5.219Between glazed ceiling panels

G0056Area Code
Area Description Circ
Area Construction Ceramic tiled floor, glazed ceiling and plaster walls

Type Space Area No 261 5.220

Assess No Asbestos(Y/N) Item MaterialPosition
070 Black nosing stripN 5.220Edge of step

G0057Area Code
Area Description Tech/Store
Area Construction Plaster walls, fibreboard ceiling, ceramic tiled floor beneath carpet and metal pipework

Type Space Area No 322 5.221

G0057Area Code
Area Description Tech/Store void
Area Construction See comments

Type Void Area No 323 5.222

Area Presumed To Contain Asbestos
Area Inaccessible:
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G0058Area Code
Area Description Cleaner external
Area Construction Brick walls, glazed ceiling panels, wooden window frames and lead flashing

Type External Area No 75 5.223

Assess No Asbestos(Y/N) Item MaterialPosition
283 Rope sealY 5.223Between glazed ceiling panels

G0058Area Code
Area Description Cleaner
Area Construction Ceramic tiled floor, metal pipework, fibreboard ceiling and plaster walls

Type Space Area No 324 5.224

G0059Area Code
Area Description WC/B external
Area Construction Brick walls, metal guttering, timber soffits, wooden window frames and pitched tiled roof

Type External Area No 72 5.225

Assess No Asbestos(Y/N) Item MaterialPosition
280 Cement flue pipeY 5.225To wall

G0059Area Code
Area Description WC/B
Area Construction Ceramic tiled floor, metal pipework, plastic cisterns, plaster walls and fibreboard ceiling

Type Space Area No 287 5.226

G0060Area Code
Area Description Store
Area Construction Ceramic tiled floor, plaster walls and fibreboard ceiling

Type Space Area No 285 5.227

G0060Area Code
Area Description Store void
Area Construction Brick walls, non asbestos roofing felt, wooden joists and loose fibreglass lagging

Type Void Area No 286 5.228

G0061Area Code
Area Description Electrics
Area Construction Timber floor, timber/brick walls, plaster ceiling and live electrics

Type Space Area No 284 5.229
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G0062Area Code
Area Description WC/G
Area Construction Ceramic tiled floor, plaster walls, fibreboard ceiling, wooden boxing to cisterns and metal

pipework

Type Space Area No 283 5.230

G0063Area Code
Area Description Circ
Area Construction New vinyl floor, brick walls and plaster ceiling

Type Space Area No 282 5.231

G0064Area Code
Area Description Office
Area Construction Non Suspects: Ceiling, Walls, Skirting, Floor coverings

Type Space Area No 280 5.232

G0064AArea Code
Area Description Office
Area Construction Non Suspects: Ceiling, Walls, Skirting, Floor Coverings

Type Space Area No 344 5.233

G0065Area Code
Area Description Office
Area Construction Non Suspects: Ceiling, Walls, Skirting, Floor Coverings

Type Space Area No 281 5.234

Assess No Asbestos(Y/N) Item MaterialPosition
074 Cement iron restsN 5.234Ironing boards x2

G0066Area Code
Area Description Circ
Area Construction Ceramic tiled floor, plaster walls, timber boxing and panels above windows, metal pipework

and plaster ceiling

Type Space Area No 243 5.235

G0067Area Code
Area Description Circ
Area Construction New vinyl floor, plaster walls and ceiling and metal pipework

Type Space Area No 244 5.236

G0068Area Code
Area Description Circ
Area Construction Plaster walls and ceiling and concrete floor beneath carpet

Type Space Area No 252 5.237
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G0069Area Code
Area Description Office
Area Construction Plaster walls, metal pipework, non asbestos ceiling tiles and concrete floor beneath carpet

Type Space Area No 250 5.238

G0069Area Code
Area Description Office void
Area Construction Plaster ceiling, plaster/wooden walls and fibreglass pipe lagging

Type Void Area No 251 5.239

G0070Area Code
Area Description Teaching
Area Construction Plaster walls, non asbestos ceiling tiles, metal pipework and concrete floor beneath carpet

Type Space Area No 247 5.240

G0070Area Code
Area Description Teaching void
Area Construction Plaster walls and ceiling

Type Void Area No 248 5.241

G0071Area Code
Area Description Store
Area Construction New vinyl floor, plaster walls and ceiling

Type Space Area No 249 5.242

G0072Area Code
Area Description Store
Area Construction New vinyl floor, metal pipework, plaster walls and ceiling

Type Space Area No 255 5.243

G0073Area Code
Area Description Teaching
Area Construction Plaster walls, non asbestos ceiling tiles and concrete floor beneath carpet

Type Space Area No 253 5.244

G0073Area Code
Area Description Teaching void
Area Construction Plaster/timber walls and plaster ceiling,

Type Void Area No 254 5.245
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G0074Area Code
Area Description Teaching
Area Construction Plaster walls, concrete floor beneath carpet, timber boxing to corner of room, metal

pipework and non asbestos ceiling tiles

Type Space Area No 256 5.246

G0074Area Code
Area Description Teaching void
Area Construction Plaster/timber walls and plaster ceiling

Type Void Area No 257 5.247

G0075Area Code
Area Description Stairs
Area Construction Ceramic tiled floor, plaster walls and ceiling and metal pipework

Type Space Area No 245 5.248

G0076Area Code
Area Description Exams Office
Area Construction Ceramic tiled floor beneath carpet, plaster walls and ceiling and metal pipework

Type Space Area No 246 5.249

G0077Area Code
Area Description Store
Area Construction Wooden floor, plaster walls and ceiling and steel RSJ

Type Space Area No 334 5.250

Assess No Asbestos(Y/N) Item MaterialPosition
091 Woven sealN 5.250Loose fuses on shelf below fuse box

G0078Area Code
Area Description Store
Area Construction Wooden floor, plaster walls, steel RSJS and plaster ceiling

Type Space Area No 333 5.251

G0079Area Code
Area Description Science Lab
Area Construction New vinyl floor, plaster walls and ceiling

Type Space Area No 332 5.252

G0080Area Code
Area Description Science Lab
Area Construction New vinyl floor, metal pipework, plaster RSJS and columns, plaster walls and ceiling

Type Space Area No 265 5.253
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G0080Area Code
Area Description Science Lab
Area Construction New vinyl floor, plaster walls, concrete ceiling, metal pipework and metal RSJS

Type Space Area No 279 5.254

G0081Area Code
Area Description Circ
Area Construction Ceramic tiled floor, plaster/timber walls and plaster ceiling

Type Space Area No 191 5.255

G0082Area Code
Area Description Science Lab
Area Construction New vinyl floor, metal pipework, timber panel below window, plaster columns and beams,

plaster walls and ceiling

Type Space Area No 225 5.256

G0083Area Code
Area Description Stairs
Area Construction Ceramic tiled floor, plaster walls, fibreboard ceiling and concrete stairs

Type Space Area No 226 5.257

G0084Area Code
Area Description Store
Area Construction Concrete ceiling, brick walls and timber floor

Type Space Area No 321 5.258

Assess No Asbestos(Y/N) Item MaterialPosition
090 Woven sealY 5.258Fuses in fuse box above doorway

G0084Area Code
Area Description Circulation
Area Construction Non Suspects: Ceiling, Walls, Skirting, Floor Coverings

Type Space Area No 407 5.259

G0084AArea Code
Area Description Store
Area Construction Non Suspects: Ceiling, Walls, Skirting, Floor Coverings

Type Space Area No 325 5.260

G0085Area Code
Area Description Roof access
Area Construction Concrete floor, concrete ceiling, 1x metal tank, 1x plastic tank, brick walls and metal

pipework

Type Space Area No 188 5.261
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G0085Area Code
Area Description Roof access void
Area Construction See comments

Type Void Area No 189 5.262

Area Presumed To Contain Asbestos
Area Inaccessible:

G0086Area Code
Area Description Circulation
Area Construction Non Suspects: Ceiling, Walls, Skirting, Floor Coverings

Type Space Area No 118 5.263

Assess No Asbestos(Y/N) Item MaterialPosition
004 Brown tiles and adhesiveY 5.263Floor beneath carpet

G0087Area Code
Area Description Office
Area Construction Plastered ceiling and walls with solid floor beneath carpet

Type Space Area No 119 5.264

G0088Area Code
Area Description Bursar
Area Construction Plastered ceiling and walls with solid floor beneath carpet

Type Space Area No 120 5.265

Assess No Asbestos(Y/N) Item MaterialPosition
006 Brown tiles and adhesiveY 5.265Floor

G0089Area Code
Area Description Circ
Area Construction Plastered ceiling and walls with ceramic floor tiles, timber panels to skylight

Type Space Area No 117 5.266

Assess No Asbestos(Y/N) Item MaterialPosition
002 Black treadN 5.266Stairs
003 Bitumen feltN 5.267Around skylight
005 Brown tiles and adhesiveN 5.268Floor
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G0090Area Code
Area Description Circ
Area Construction Plastered ceiling and walls with ceramic floor tiles beneath carpet

Type Space Area No 121 5.269

Assess No Asbestos(Y/N) Item MaterialPosition
007 Insulating board tilesY 5.269Ceiling

G0091Area Code
Area Description Circ
Area Construction Plastered walls with ceramic floor tiles

Type Space Area No 129 5.270

Assess No Asbestos(Y/N) Item MaterialPosition
016 Insulating board tilesY 5.270Ceiling above male WC

G0092Area Code
Area Description WC/STF/M
Area Construction Plastered walls with ceramic floor tiles and plastic cisterns

Type Space Area No 128 5.271

Assess No Asbestos(Y/N) Item MaterialPosition
015 Insulating board tilesY 5.271Ceiling

G0093Area Code
Area Description Kitchen/staff
Area Construction Non-asbestos ceiling tiles with plastered walls and new vinyl to floor, new sink unit

Type Space Area No 134 5.272

G0093Area Code
Area Description Kitchen/staff
Area Construction Strawboard ceiling panels with timber structure and loose MMMF, brick walls

Type Void Area No 135 5.273

G0094Area Code
Area Description Staffroom
Area Construction Non-asbestos ceiling tiles with plastered walls and new vinyl flooring beneath carpet

Type Space Area No 132 5.274

Assess No Asbestos(Y/N) Item MaterialPosition
017 Insulating board panelsY 5.274Boxing to skylight
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G0094Area Code
Area Description Staffroom void
Area Construction Strawboard ceiling panel with timber structure, steel RSJs, loose MMMF, brick walls

Type Void Area No 133 5.275

Assess No Asbestos(Y/N) Item MaterialPosition
018 Insulating board panelsY 5.275Boxing to skylight

G0095Area Code
Area Description STFF/Cloak
Area Construction Plastered ceiling and walls with solid floor beneath carpet

Type Space Area No 131 5.276

G0096Area Code
Area Description WC/STF/F
Area Construction Plastered ceiling and walls with new vinyl flooring, timber boxing to corner of room

Type Space Area No 130 5.277

G0097Area Code
Area Description Admin
Area Construction Plastered walls with solid floor beneath carpet

Type Space Area No 136 5.278

Assess No Asbestos(Y/N) Item MaterialPosition
019 Insulating board tilesY 5.278Ceiling

G0098Area Code
Area Description Circ
Area Construction Plaster and wood panel walls, non asbestos ceiling tiles, wooden boxing to fire

extinguisher.

Type Space Area No 137 5.279

Assess No Asbestos(Y/N) Item MaterialPosition
020 Green, brown and cream vinyl flY 5.279Floor
021 Window silN 5.280To window at low level

G0098Area Code
Area Description Circ - void
Area Construction Timber ceiling, RSJ's, plastic and metal pipework, fiberglass lagging to pipes

Type Void Area No 138 5.281
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G0099Area Code
Area Description Stairs
Area Construction New vinyl floor, timber/plaster walls, plasterboard ceiling tiles and stone staircase

Type Space Area No 304 5.282

Assess No Asbestos(Y/N) Item MaterialPosition
078 Grey vinyl stripN 5.282Low level window ledge

G0099Area Code
Area Description Stairs void
Area Construction Plaster walls, timber ceiling and steel RSJS

Type Void Area No 305 5.283

G0100Area Code
Area Description Teaching
Area Construction Non-asbestos ceiling tiles with plastered walls and solid floor beneath carpet

Type Space Area No 122 5.284

Assess No Asbestos(Y/N) Item MaterialPosition
008 Grey vinylN 5.284Ledges beneath windows

G0100Area Code
Area Description Teaching void
Area Construction Timber ceiling with metal RSJs and solid walls

Type Void Area No 123 5.285

Assess No Asbestos(Y/N) Item MaterialPosition
009 Insulating board packingY 5.285In vertical columns

G0101Area Code
Area Description Teaching
Area Construction Non-asbestos ceiling tiles with plastered walls and new vinyl floor beneath carpet

Type Space Area No 124 5.286

Assess No Asbestos(Y/N) Item MaterialPosition
010 Grey vinylN 5.286Ldeges beneath windows



Section 4: Survey Summary

00486 Main School Building
Codsall Community High School00329

45
SECTION 4.

Section

44

G0101Area Code
Area Description Teaching void
Area Construction Timber ceiling with steel RSJs and solid walls

Type Void Area No 125 5.287

Assess No Asbestos(Y/N) Item MaterialPosition
011 Insulating board packingY 5.287Vertical columns

G0102Area Code
Area Description Science lab
Area Construction Non-asbestos ceiling tiles with plastered walls and new vinyl flooring

Type Space Area No 126 5.288

Assess No Asbestos(Y/N) Item MaterialPosition
012 Grey vinylN 5.288Ledges beneath windows

G0102Area Code
Area Description Science lab void
Area Construction Timber ceiling with steel RSJs and solid walls, fibreglass fire break

Type Void Area No 127 5.289

Assess No Asbestos(Y/N) Item MaterialPosition
013 Insulating board packingY 5.289In vertical columns
014 Insulating board debrisN 5.290To RSJs

G0103Area Code
Area Description Office
Area Construction Plaster walls and non asbestos ceiling tiles

Type Space Area No 216 5.291

Assess No Asbestos(Y/N) Item MaterialPosition
062 Blue vinyl tiles and adhesiveY 5.291Floor

G0103Area Code
Area Description Office void
Area Construction Timber ceiling, plaster walls and steel RSJS

Type Void Area No 217 5.292
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G0104Area Code
Area Description Science Lab
Area Construction Wooden floor, plaster walls, metal pipework and non asbestos ceiling tiles

Type Space Area No 308 5.293

Assess No Asbestos(Y/N) Item MaterialPosition
081 Painted vinyl stripN 5.293Window ledge

G0104Area Code
Area Description Science Lab void
Area Construction Timber ceiling, concrete walls, steel RSJS and fibreglass lagging to pipework

Type Void Area No 309 5.294

Assess No Asbestos(Y/N) Item MaterialPosition
080 PackingY 5.294Between RSJ and metal cladding

G0105Area Code
Area Description Store
Area Construction Wooden floor, plaster/timber walls and non asbestos ceiling tiles

Type Space Area No 205 5.295

G0105Area Code
Area Description Science prep void
Area Construction Metal pipework, timber ceiling, steel RSJS, loose fibreglass insulation and plastic pipework

Type Void Area No 206 5.296

G0106Area Code
Area Description Science Lab
Area Construction Wooden floor, plaster walls, non asbestos ceiling tiles, wooden panels to walls and plaster

boxing

Type Space Area No 203 5.297

Assess No Asbestos(Y/N) Item MaterialPosition
057 Green vinyl stripsN 5.297To window ledges

G0106Area Code
Area Description Science Lab void
Area Construction Timber ceiling, plaster walls and steel RSJS

Type Void Area No 204 5.298

Assess No Asbestos(Y/N) Item MaterialPosition
058 PackingY 5.298Between columns and metal cladding
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G0107Area Code
Area Description Circ
Area Construction Wooden floor, plaster walls and non asbestos ceiling tiles

Type Space Area No 207 5.299

G0107Area Code
Area Description Circ void
Area Construction Timber ceiling, plaster walls and steel RSJS

Type Void Area No 208 5.300

G0108Area Code
Area Description Store
Area Construction Wooden floor, plaster walls and ceiling

Type Space Area No 209 5.301

G0108Area Code
Area Description Store void
Area Construction Timber ceiling, plaster walls and steel RSJS

Type Void Area No 210 5.302

G0109Area Code
Area Description Sci Prep
Area Construction New vinyl floor, plaster/timber walls and non asbestos ceiling tiles

Type Space Area No 211 5.303

Assess No Asbestos(Y/N) Item MaterialPosition
059 White painted vinyl stripsN 5.303To window ledges on different levels

G0109Area Code
Area Description Sci Prep void
Area Construction Timber ceiling, concrete walls, timber RSJS and loose fibreglass insulation

Type Void Area No 212 5.304

Assess No Asbestos(Y/N) Item MaterialPosition
060 PackingY 5.304Between metal cladding and RSJS

G0110Area Code
Area Description Science Lab
Area Construction New vinyl floor, plastic pipework and walls to fume cupboards, non asbestos ceiling tiles,

metal pipework and plaster walls

Type Space Area No 201 5.305

Assess No Asbestos(Y/N) Item MaterialPosition
055 White painted vinyl stripsN 5.305To window ledges on different levels
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G0110Area Code
Area Description Science Lab void
Area Construction Timber ceiling, steel RSJS, plaster walls, plastic pipework and fibreglass lagging to

pipework

Type Void Area No 202 5.306

Assess No Asbestos(Y/N) Item MaterialPosition
056 PackingY 5.306Between columns and metal cladding

G0111Area Code
Area Description Stairs external
Area Construction Timber walls, ceramic tiled floor and timber doorhead

Type External Area No 67 5.307

Assess No Asbestos(Y/N) Item MaterialPosition
275 Textured coatingN 5.307To walls and ceiling

G0111Area Code
Area Description Stairs
Area Construction Plaster/timber walls, wooden panels to walls and stone stairs

Type Space Area No 184 5.308

Assess No Asbestos(Y/N) Item MaterialPosition
052 Cream vinyl stripN 5.308Floor on low level ledge

G0111Area Code
Area Description Circ void
Area Construction Timber ceiling, plaster walls and steel RSJS

Type Void Area No 185 5.309

G0112Area Code
Area Description Store
Area Construction Wooden floor, plaster walls and non asbestos ceiling tiles

Type Space Area No 314 5.310

Assess No Asbestos(Y/N) Item MaterialPosition
087 Woven sealY 5.310Fuses in fuse box
088 Painted vinyl stripN 5.311Window ledge

G0112Area Code
Area Description Store void
Area Construction See comments

Type Void Area No 315 5.312

Area Presumed To Contain Asbestos
Area Inaccessible:
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G0113Area Code
Area Description Science Lab
Area Construction Wooden floor, plaster walls, metal pipework and non asbestos ceiling tiles

Type Space Area No 312 5.313

Assess No Asbestos(Y/N) Item MaterialPosition
084 Painted vinyl stripN 5.313Window ledge

G0113Area Code
Area Description Science Lab void
Area Construction Concrete walls, timber ceiling and steel RSJS

Type Void Area No 313 5.314

Assess No Asbestos(Y/N) Item MaterialPosition
085 PackingY 5.314Between RSJ and metal column
086 Loose cementY 5.315On board to RSJ

G0114Area Code
Area Description Chemical store
Area Construction Concrete floor, brick walls and metal pipework

Type Space Area No 215 5.316

Assess No Asbestos(Y/N) Item MaterialPosition
061 Insulating boardN 5.316Ceiling and around air vent

G0115Area Code
Area Description Store
Area Construction Wooden floor, plaster walls, metal pipework and non asbestos ceiling tiles

Type Space Area No 213 5.317

G0115Area Code
Area Description Store void
Area Construction Timber ceiling, plaster/concrete walls and steel RSJS

Type Void Area No 214 5.318

G0116Area Code
Area Description Circ
Area Construction Plaster walls, non asbestos ceiling tiles and wooden panels to walls

Type Space Area No 182 5.319

Assess No Asbestos(Y/N) Item MaterialPosition
051 Brown vinyl tiles and adhesiveN 5.319Floor
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G0116Area Code
Area Description Circ void
Area Construction Fibreglass lagging to pipework, timber ceiling, plaster walls and steel RSJS

Type Void Area No 183 5.320

G0117Area Code
Area Description Meeting Room
Area Construction Wooden floor, plaster/timber walls and non asbestos ceiling tiles

Type Space Area No 310 5.321

Assess No Asbestos(Y/N) Item MaterialPosition
082 Painted vinyl stripN 5.321Window ledge

G0117Area Code
Area Description Science Lab void
Area Construction Timber ceiling, concrete walls, metal pipework and steel RSJS

Type Void Area No 311 5.322

Assess No Asbestos(Y/N) Item MaterialPosition
083 PackingY 5.322Between RSJ and metal column

G0118Area Code
Area Description Circ
Area Construction Plasterboard walls, wooden panels to walls, non asbestos ceiling tiles and metal pipework

Type Space Area No 180 5.323

Assess No Asbestos(Y/N) Item MaterialPosition
049 Green vinyl tiles and adhesiveY 5.323Floor
050 Woven fuse clothsY 5.324Inside fuse cupboard

G0118Area Code
Area Description Circ void
Area Construction Timber ceiling, metal tank and pipework, plaster walls and steel RSJS

Type Void Area No 181 5.325

G0119Area Code
Area Description Teaching
Area Construction Plaster/timber walls, non asbestos ceiling tiles and concrete floor beneath carpet

Type Space Area No 186 5.326

Assess No Asbestos(Y/N) Item MaterialPosition
053 Cream vinyl stripN 5.326Floor on window ledge



Section 4: Survey Summary

00486 Main School Building
Codsall Community High School00329

51
SECTION 4.

Section

50

G0119Area Code
Area Description Teaching void
Area Construction Timber ceiling and steel RSJS

Type Void Area No 187 5.327

G0120Area Code
Area Description Teaching
Area Construction Plaster/timber walls, non asbestos ceiling tiles and concrete floor beneath carpet

Type Space Area No 381 5.328

G0120Area Code
Area Description Teaching
Area Construction No Suspects: Ceiling, Walls

Type Void Area No 388 5.329

G0121Area Code
Area Description WC/G
Area Construction Non asbestos flooring, plaster walls, plastic cisterns

Type Space Area No 143 5.330

Assess No Asbestos(Y/N) Item MaterialPosition
025 Insulating boardY 5.330Ceiling tiles

G0121Area Code
Area Description WC/G - void
Area Construction No access above asbestos ceiling tiles

Type Void Area No 144 5.331

Area Presumed To Contain Asbestos
Area Inaccessible:

G0122Area Code
Area Description WC/B
Area Construction Non asbestos vinyl flooring, plaster walls, plastic cisterns

Type Space Area No 141 5.332

Assess No Asbestos(Y/N) Item MaterialPosition
024 Insulating boardY 5.332Ceiling tiles

G0122Area Code
Area Description WC/B
Area Construction Non Suspects: Ceiling, Walls, Pipework

Type Void Area No 142 5.333
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G0123Area Code
Area Description Circ
Area Construction Plaster walls, non asbestos ceiling tiles, non asbestos vinyl flooring, timber paneling

Type Space Area No 139 5.334

Assess No Asbestos(Y/N) Item MaterialPosition
022 Vinyl stripN 5.334to window at high level

G0123Area Code
Area Description Circ - void
Area Construction Timber ceiling, RSJ's, concrete walls, fibreglass lagging to pipes

Type Void Area No 140 5.335

Assess No Asbestos(Y/N) Item MaterialPosition
023 Insulating board packing to coY 5.335To every column in circ

G0123AArea Code
Area Description Lift
Area Construction Non Suspects: Ceiling, Walls, Floor. Newly built area post 2000.

Type Space Area No 400 5.336

G0124Area Code
Area Description WC/G
Area Construction Non asbestos vinyl flooring, metal walls, non asbestos ceiling tiles

Type Space Area No 147 5.337

Assess No Asbestos(Y/N) Item MaterialPosition
028 Vinyl stripN 5.337To low level window

G0124Area Code
Area Description WC/G - void
Area Construction Timber ceiling, concrete walls, rsj's, metal pipework with fiberglass lagging

Type Void Area No 148 5.338

G0124AArea Code
Area Description Disabled WC
Area Construction New vinyl floor, non asbestos ceiling tiles, ceramic cistern, wooden panels to wall and

plaster walls

Type Space Area No 349 5.339



Section 4: Survey Summary

00486 Main School Building
Codsall Community High School00329

53
SECTION 4.

Section

52

G0124AArea Code
Area Description Disabled WC
Area Construction Timber ceiling, plaster/metal walls and steel RSJS

Type Void Area No 350 5.340

Assess No Asbestos(Y/N) Item MaterialPosition
098 Cement flue pipeY 5.340Wall

G0125Area Code
Area Description WC/B
Area Construction Metal walls, non asbestos vinyl flooring, non asbestos ceiling tiles, ceramic toilet cisterns

Type Space Area No 149 5.341

G0125Area Code
Area Description WC/B -  void
Area Construction Timber ceiling, metal pipework, concrete walls

Type Void Area No 150 5.342

G0126Area Code
Area Description Circ
Area Construction Non asbestos vinyl flooring, non asbestos ceiling tiles, metal, wood and plaster walls, metal

columns

Type Space Area No 145 5.343

Assess No Asbestos(Y/N) Item MaterialPosition
026 Window silN 5.343To window at low level

G0126Area Code
Area Description Circ - void
Area Construction Timber ceiling, RSJ's, concrete walls

Type Void Area No 146 5.344

Assess No Asbestos(Y/N) Item MaterialPosition
027 Insulating board packingY 5.344To every column in circ

G0127Area Code
Area Description Teaching
Area Construction Concrete floor below carpet, non asbestos ceiling tiles, timber paneling to metal walls,

timber boards below windows

Type Space Area No 155 5.345

Assess No Asbestos(Y/N) Item MaterialPosition
030 Vinyl stripN 5.345To low level window ledge
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G0127Area Code
Area Description Teaching - void
Area Construction Timber ceiling, concrete walls, RSJ's, fiberglass to metal pipes

Type Void Area No 156 5.346

G0128Area Code
Area Description Teaching
Area Construction Concrete floor below carpet, metal and timber walls, non asbestos ceiling tiles

Type Space Area No 153 5.347

Assess No Asbestos(Y/N) Item MaterialPosition
029 Vinyl stripN 5.347To low level window ledge

G0128Area Code
Area Description Teaching - void
Area Construction Timber ceiling, concrete walls, RSJ's, fibreglass to metal pipework

Type Void Area No 154 5.348

G0129Area Code
Area Description Lobby
Area Construction Brick walls, plaster ceiling, timber boxing to ceiling and concrete floor beneath carpet

Type Space Area No 170 5.349

G0130Area Code
Area Description Circ external
Area Construction Brick walls, concrete floor and metal framed window

Type External Area No 64 5.350

Assess No Asbestos(Y/N) Item MaterialPosition
272 Cement filletN 5.350Edge of roof

G0130Area Code
Area Description Circ
Area Construction Brick walls and plaster ceiling

Type Space Area No 171 5.351

Assess No Asbestos(Y/N) Item MaterialPosition
043 Grey/green vinyl tiles and adheN 5.351Floor
044 Black nose stripsN 5.352Edge of steps
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G0131Area Code
Area Description WC/STF/M
Area Construction Plaster walls and ceiling, ceramic tiled floor and ceramic cistern

Type Space Area No 176 5.353

G0132Area Code
Area Description WC/STF/F
Area Construction Plaster walls and ceiling, ceramic cistern and ceramic tiled floor

Type Space Area No 175 5.354

G0133Area Code
Area Description WC/G
Area Construction Tiled walls and floor, plaster ceiling and ceramic cisterns

Type Space Area No 174 5.355

G0134Area Code
Area Description Store
Area Construction Plaster walls and ceiling

Type Space Area No 301 5.356

Assess No Asbestos(Y/N) Item MaterialPosition
076 Green vinyl tiles and adhesiveN 5.356Floor

G0134Area Code
Area Description Store void
Area Construction Foil covered foam ceiling panels, brick walls, plastic tanks, fibreglass pipework lagging,

wooden joists,

Type Void Area No 302 5.357

Assess No Asbestos(Y/N) Item MaterialPosition
075 Insulating board panelN 5.357To rear of loft hatch

G0135Area Code
Area Description Teaching
Area Construction Plaster walls and ceiling and concrete floor beneath carpet

Type Space Area No 379 5.358

G0136Area Code
Area Description Teaching
Area Construction Plaster walls and ceiling and concrete floor beneath carpet

Type Space Area No 297 5.359
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G0137Area Code
Area Description Asst Head
Area Construction Plaster walls and ceiling and concrete floor beneath carpet

Type Space Area No 296 5.360

G0138Area Code
Area Description Office
Area Construction Plaster wals and ceiling and new vinyl floor

Type Space Area No 295 5.361

G0139Area Code
Area Description Cleaner
Area Construction Plaster walls and ceiling

Type Space Area No 303 5.362

Assess No Asbestos(Y/N) Item MaterialPosition
077 Green vinyl tiles and adhesiveN 5.362Floor

G0140Area Code
Area Description Year Head
Area Construction Plaster walls and ceiling and new vinyl floor

Type Space Area No 293 5.363

G0140Area Code
Area Description Year Head void
Area Construction Brick/plaster walls, steel RSJS, wooden joists, foil covered foam ceiling panels and

fibreglass lagging to pipework

Type Void Area No 294 5.364

G0141Area Code
Area Description ICT external
Area Construction Brick walls, timber soffits, plastic guttering and pitched tiled roof

Type External Area No 66 5.365

Assess No Asbestos(Y/N) Item MaterialPosition
274 Cement filletN 5.365Edge of roof

G0141Area Code
Area Description ICT
Area Construction Plaster walls and ceiling, metal pipework and concrete floor beneath carpet

Type Space Area No 291 5.366
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G0142Area Code
Area Description Circ
Area Construction Metal pipework and columns, brick walls, plaster ceiling, concrete floor beneath carpet and

plaster boxing to ceiling

Type Space Area No 179 5.367

G0143Area Code
Area Description Science Lab
Area Construction Brick walls, pitched tiled roof, timber soffits and plastic guttering

Type External Area No 65 5.368

Assess No Asbestos(Y/N) Item MaterialPosition
273 Cement filletN 5.368Edge of roof

G0143Area Code
Area Description Science Lab
Area Construction New vinyl floor, metal pipework, plaster walls and ceiling

Type Space Area No 292 5.369

G0144Area Code
Area Description Science Lab
Area Construction New vinyl floor, plaster walls and ceiling

Type Space Area No 343 5.370

Assess No Asbestos(Y/N) Item MaterialPosition
097 Bituminous patchN 5.370Underside of sink

G0145Area Code
Area Description Circ
Area Construction Brick walls, plaster ceiling, plastic panels to walls of skylight

Type Space Area No 178 5.371

Assess No Asbestos(Y/N) Item MaterialPosition
048 Grey/green vinyl tiles and adheN 5.371Floor

G0146Area Code
Area Description Science Lab duct
Area Construction Concrete floor and walls, metal pipework and fibreglass lagging to pipework

Type Duct Area No 290 5.372

G0146Area Code
Area Description Science Lab
Area Construction New vinyl floor, plaster walls and ceiling and metal pipework

Type Space Area No 289 5.373
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G0147Area Code
Area Description Teaching
Area Construction Concrete floor beneath carpet, plaster walls and ceiling and wooden panels to walls

Type Space Area No 298 5.374

G0147Area Code
Area Description Teaching void
Area Construction Brick walls, foil covered foam ceiling panels and loose fibreglass insulation

Type Void Area No 299 5.375

G0148Area Code
Area Description Teaching
Area Construction Plaster walls and ceiling, wooden panels to walls and concrete floor beneath carpet

Type Space Area No 288 5.376

G0149Area Code
Area Description Circ
Area Construction Brick walls and plaster ceiling

Type Space Area No 177 5.377

Assess No Asbestos(Y/N) Item MaterialPosition
047 Grey/green vinyl tiles and adheN 5.377Floor

G0150Area Code
Area Description Teaching
Area Construction Plaster walls and ceiling, wooden panels to walls, and concrete floor beneath carpet

Type Space Area No 300 5.378

G0151Area Code
Area Description Boiler room
Area Construction Brick walls, timber soffits, plastic guttering and concrete floor

Type External Area No 62 5.379

Assess No Asbestos(Y/N) Item MaterialPosition
270 Cement filletN 5.379Edge of roof

G0151Area Code
Area Description Boiler
Area Construction Concrete floor, brick walls, live electrics, plaster ceiling and metal pipework

Type Space Area No 319 5.380
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G0151Area Code
Area Description Boiler void
Area Construction Brick walls, foil covered foam ceiling panels, metal ducting and steel RSJS

Type Void Area No 320 5.381

G0152Area Code
Area Description WC/B external
Area Construction Brick walls, concrete floor and UPVC window

Type External Area No 63 5.382

Assess No Asbestos(Y/N) Item MaterialPosition
271 Cement filletN 5.382Edge of roof

G0152Area Code
Area Description WC/B
Area Construction Ceramic tiled floor, plaster walls and ceiling, ceramic tiled walls, ceramic cisterns and metal

pipework

Type Space Area No 318 5.383

G0153Area Code
Area Description Stairs external
Area Construction Ceramic tiled floor, timber walls, wooden doorway, fibreboard panel to ceiling and

Type External Area No 61 5.384

Assess No Asbestos(Y/N) Item MaterialPosition
269 Textured coatingN 5.384Ceiling and walls

G0153Area Code
Area Description Circ
Area Construction Plaster and plastic coated metal walls, concrete floor beneath carpet, wooden panels to

walls and non asbestos ceiling tiles

Type Space Area No 172 5.385

Assess No Asbestos(Y/N) Item MaterialPosition
045 Black nose stripsN 5.385Edge of steps
046 Cream vinyl stripN 5.386Floor on window ledge

G0153Area Code
Area Description Circ void
Area Construction Timber ceiling, concrete walls, steel RSJS and fibreglass lagging to pipework

Type Void Area No 173 5.387
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G0154Area Code
Area Description Teaching
Area Construction Metal walls, concrete floor below carpet, non asbestos ceiling tiles

Type Space Area No 168 5.388

Assess No Asbestos(Y/N) Item MaterialPosition
042 Vinyl stripN 5.388To window low level ledge

G0154Area Code
Area Description Teaching - void
Area Construction Timber ceiling, concrete walls, RSJ's

Type Void Area No 169 5.389

G0155Area Code
Area Description Teaching
Area Construction Non asbestos ceiling tiles, concrete floor below carpet, metal walls

Type Space Area No 166 5.390

Assess No Asbestos(Y/N) Item MaterialPosition
041 Vinyl stripN 5.390To low level window ledge

G0155Area Code
Area Description Teaching - void
Area Construction Timber ceiling, RSJ's, concrete walls, fiberglass

Type Void Area No 167 5.391

G0156Area Code
Area Description Teaching
Area Construction Timber to metal walls, carpet floor, non asbestos ceiling tiles

Type Space Area No 157 5.392

Assess No Asbestos(Y/N) Item MaterialPosition
031 Cream vinyl floor tilesY 5.392Floor below carpet
032 Vinyl stripN 5.393Low level window ledge

G0156Area Code
Area Description Teaching - void
Area Construction Timber ceiling, concrete walls, fiberglass to metal pipework

Type Void Area No 158 5.394
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G0157Area Code
Area Description Office
Area Construction Plaster walls, concrete floor below carpet, non asbestos ceiling tiles

Type Space Area No 151 5.395

G0157Area Code
Area Description Office - void
Area Construction Timber ceiling, metal pipework with fiberglass lagging, concrete walls

Type Void Area No 152 5.396

G0158Area Code
Area Description Cleaner
Area Construction Plaster walls, non asbestos ceiling tiles, live electrics

Type Space Area No 316 5.397

Assess No Asbestos(Y/N) Item MaterialPosition
089 Grey vinyl floor tiles and adhesY 5.397Floor

G0158Area Code
Area Description Cleaners void
Area Construction Fibreglass lagging to pipework, steel RSJS, timber ceiling and concrete walls

Type Void Area No 317 5.398

G0159Area Code
Area Description Office
Area Construction Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor Coverings

Type Space Area No 306 5.399

Assess No Asbestos(Y/N) Item MaterialPosition
079 Insulating board tilesY 5.399Ceiling

G0159Area Code
Area Description Office void
Area Construction Non suspects: Ceiling, Walls

Type Void Area No 307 5.400

G0160Area Code
Area Description Community
Area Construction Carpet floor, non asbestos ceiling tiles, plaster walls

Type Space Area No 159 5.401

Assess No Asbestos(Y/N) Item MaterialPosition
033 Green and cream vinyl floor tilY 5.401Floor below carpet
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G0160Area Code
Area Description Community - void
Area Construction Timber ceiling, RSJ's, concrete walls

Type Void Area No 160 5.402

G0161Area Code
Area Description Store
Area Construction Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor Covering

Type Space Area No 161 5.403

Assess No Asbestos(Y/N) Item MaterialPosition
034 Green vinyl floor tilesY 5.403Floor below carpet
035 Insulating boardY 5.404Ceiling tiles

G0161Area Code
Area Description Store - void
Area Construction Non Suspects: Ceiling, Walls

Type Void Area No 162 5.405

G0162Area Code
Area Description ICT Resource
Area Construction Carpet floor, non asbestos ceiling tiles, plaster and metal walls

Type Space Area No 164 5.406

Assess No Asbestos(Y/N) Item MaterialPosition
038 Green and cream vinyl floor tilY 5.406Floor below carpet
039 PlasticN 5.407Window sil by door at two levels

G0162Area Code
Area Description ICT Resource - void
Area Construction Timber ceiling, RSJ's, concrete walls

Type Void Area No 165 5.408

Assess No Asbestos(Y/N) Item MaterialPosition
040 Insulating boardY 5.408To 3 columns in room

G0163Area Code
Area Description Reprographics
Area Construction Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor Coverings

Type Space Area No 163 5.409

Assess No Asbestos(Y/N) Item MaterialPosition
036 Bitumen padN 5.409To underside of sink
037 Insulating boardY 5.410Ceiling tiles
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G0163Area Code
Area Description Reprographics
Area Construction Non Suspects: Ceiling, Walls

Type Void Area No 389 5.411

G0164Area Code
Area Description Careers room
Area Construction Brick walls, concrete floor and timber framed windows

Type External Area No 60 5.412

Assess No Asbestos(Y/N) Item MaterialPosition
268 Insulating board with textured Y 5.412Above windows on fascia boards

G0164Area Code
Area Description Meeting Room
Area Construction Plaster walls, non asbestos ceiling tiles and concrete floor beneath carpet

Type Space Area No 326 5.413

G0164Area Code
Area Description Meeting Room void
Area Construction Strawboard ceiling, brick/plaster walls and steel RSJS

Type Void Area No 327 5.414

G0164AArea Code
Area Description Circ
Area Construction Plaster walls, ceramic tiled floor beneath carpet and non asbestos ceiling tiles

Type Space Area No 330 5.415

G0164AArea Code
Area Description Circ void
Area Construction Steel RSJS, plaster walls and strawboard ceiling

Type Void Area No 331 5.416

G0165Area Code
Area Description Office
Area Construction Plaster walls, concrete floor beneath carpet and non asbestos ceiling tiles

Type Space Area No 328 5.417

G0165Area Code
Area Description Office void
Area Construction Strawboard ceiling, plaster walls and steel RSJS

Type Void Area No 329 5.418
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G0166Area Code
Area Description Dis/Lift
Area Construction Plaster/timber walls, wooden floor and fibreboard ceiling tiles

Type Space Area No 220 5.419

G0166AArea Code
Area Description Circulation
Area Construction Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor Covering. Newly built area

post 2000.

Type Space Area No 392 5.420

G0166AArea Code
Area Description Circulation
Area Construction Non Suspects: Ceiling, Walls. Newly built area post 2000.

Type Void Area No 393 5.421

G0166BArea Code
Area Description Pastoral Office
Area Construction Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor Coverings. Newly built area

post 2000.

Type Space Area No 394 5.422

G0166BArea Code
Area Description Pastoral Office
Area Construction Non Suspects: Ceiling, Walls. Newly built area post 2000.

Type Void Area No 395 5.423

G0166CArea Code
Area Description Office
Area Construction Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor Coverings. Newly built area

post 2000.

Type Space Area No 396 5.424

G0166CArea Code
Area Description Office
Area Construction Non Suspects: Ceiling, Walls. Newly built area post 2000.

Type Void Area No 397 5.425

G0166DArea Code
Area Description Circulation
Area Construction Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor Coverings. Newly built area

post 2000.

Type Space Area No 398 5.426
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G0166DArea Code
Area Description Circulation
Area Construction Non Suspects: Ceiling. Newly built area post 2000.

Type Void Area No 399 5.427

G0167Area Code
Area Description Stage
Area Construction Wooden floor, plaster walls, non asbestos ceiling tiles

Type Space Area No 218 5.428

G0167Area Code
Area Description Stage void
Area Construction Concrete floor and ceiling, fibreglass insulation to pipework and brick walls

Type Void Area No 219 5.429

Assess No Asbestos(Y/N) Item MaterialPosition
063 LaggingN 5.429Pipework
064 Paper liningN 5.430Concrete ceiling

G0168Area Code
Area Description Hall
Area Construction Fixed fibreboard ceiling tiles with plastered walls and columns, timber floor

Type Space Area No 108 5.431

Assess No Asbestos(Y/N) Item MaterialPosition
001 Fibreboard tilesN 5.431High level wall adjacent stage

G0169Area Code
Area Description Store
Area Construction Plastered ceiling and walls with ceramic floor tiles

Type Space Area No 116 5.432

G0170Area Code
Area Description Head office
Area Construction Plastered ceiling and walls with solid floor beneath carpet

Type Space Area No 112 5.433

R0001Area Code
Area Description Flat roof
Area Construction Felt covering, timber soffits, metal guttering, plastic skylights and brick walls

Type Roof Area No 77 5.434
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R0002Area Code
Area Description Sports hall flat roof
Area Construction Brick walls and metal guttering

Type Roof Area No 79 5.435

Area Presumed To Contain Asbestos
Area Inaccessible:

R0003Area Code
Area Description Pitched roof
Area Construction Tiled roof, brick walls and chimney, wooden soffits and metal guttering

Type Roof Area No 80 5.436

R0004Area Code
Area Description Pitched roof
Area Construction Tiled roof, metal guttering, wooden soffits and brick walls

Type Roof Area No 97 5.437

R0005Area Code
Area Description Flat roof
Area Construction Brick walls and metal guttering

Type Roof Area No 98 5.438

Area Presumed To Contain Asbestos
Area Inaccessible:

R0006Area Code
Area Description Flat roof
Area Construction Wooden/tiled walls, concrete soffits, wooden window frames and metal guttering

Type Roof Area No 99 5.439

Area Presumed To Contain Asbestos
Area Inaccessible:
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G0001Area Code
Area Description Arts circ
Area Construction Plaster walls,timber floor and non asbestos ceiling tiles

Type Space Area No 18 5.440

G0001Area Code
Area Description Arts circ void
Area Construction Plaster walls and timber ceiling

Type Void Area No 19 5.441

G0002Area Code
Area Description Kiln
Area Construction Non asbestos vinyl floor,plaster walls and plaster ceiling,Modern kilns

Type Space Area No 3 5.442

G0003Area Code
Area Description Teaching
Area Construction Plaster walls,timber framed skylight, non asbestos floor and non asbestos ceiling tiles

Type Space Area No 1 5.443

G0003Area Code
Area Description Teaching void
Area Construction Timber ceiling ,plaster walls and fibreglass lagging on pipes

Type Void Area No 2 5.444

G0004Area Code
Area Description Arts store
Area Construction Plaster walls,non asbestos floor and non asbestos ceiling tiles

Type Space Area No 16 5.445

G0004Area Code
Area Description Arts store void
Area Construction Plaster walls,timber ceiling

Type Void Area No 17 5.446

G0005Area Code
Area Description Art
Area Construction Plaster walls,timber floor and non asbestos ceiling tiles

Type Space Area No 4 5.447
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G0005Area Code
Area Description Art void
Area Construction Fibreboard ceiling and walls

Type Void Area No 5 5.448

G0006Area Code
Area Description Arts office
Area Construction Plaster ceiling,non asbestos floor and non asbestos ceilings

Type Space Area No 8 5.449

G0006Area Code
Area Description Arts office void
Area Construction Timber ceiling and plaster walls

Type Void Area No 9 5.450

G0007Area Code
Area Description Art store
Area Construction Plaster walls,non asbestos floor and non asbestos ceiling tiles

Type Space Area No 6 5.451

G0007Area Code
Area Description Arts store void
Area Construction Plaster walls and timber ceiling

Type Void Area No 7 5.452

G0008Area Code
Area Description Art
Area Construction Plaster walls,non asbestos floor and non asbestos ceiling tiles

Type Space Area No 10 5.453

G0008Area Code
Area Description Art void
Area Construction Timber ceiling,plaster walls and fibreglass lagging on pipes

Type Void Area No 11 5.454

G0009Area Code
Area Description Arts dark room
Area Construction Plaster walls,non asbestos floor and non asbestos ceiling tiles

Type Space Area No 12 5.455
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G0009Area Code
Area Description Arts darkroom void
Area Construction Timber ceiling and plaster walls

Type Void Area No 13 5.456

G0010Area Code
Area Description Arts circ
Area Construction Plaster walls,non asbestos floor and non asbestos ceiling tiles

Type Space Area No 14 5.457

G0010Area Code
Area Description Arts circ void
Area Construction Plaster walls and timber ceiling

Type Void Area No 15 5.458
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G0001Area Code
Area Description Circ
Area Construction Plaster to concrete floor,plaster walls and fixed metal ceiling

Type Space Area No 94 5.459

G0001Area Code
Area Description Circ void
Area Construction Non Suspects: Ceiling, Walls

Type Void Area No 95 5.460

G0002Area Code
Area Description Dance studio
Area Construction Brick block walls,metal ceiling tiles,RSJ's,timber floor

Type Space Area No 97 5.461

G0003Area Code
Area Description Store
Area Construction Brick block walls,plaster ceiling,timber floor and timber boxing

Type Space Area No 98 5.462

G0004Area Code
Area Description Gym
Area Construction Timber floor,plaster walls,non asbestos ceiling tiles

Type Space Area No 99 5.463

G0004Area Code
Area Description Gym void
Area Construction Plaster ceiling,plaster walls

Type Void Area No 100 5.464

G0005Area Code
Area Description Boys changing
Area Construction Non asbestos vinyl floor,ceramic tile walls,plaster ceiling

Type Space Area No 11 5.465

G0005aArea Code
Area Description Boys shower
Area Construction Non asbestos vinyl floor,ceramic tile walls,plaster ceiling

Type Space Area No 15 5.466
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G0006Area Code
Area Description Boys toilet
Area Construction Ceramic tile walls,non asbestos vinyl floor,plaster ceiling,timber boxing in corner

Type Space Area No 12 5.467

G0006aArea Code
Area Description Boys disabled toilets
Area Construction Non asbestos floor,ceramic tile walls,plaster ceiling

Type Space Area No 14 5.468

G0007Area Code
Area Description Circ
Area Construction Non asbestos viny floor,brick block walls,plaster ceiling

Type Space Area No 10 5.469

G0008Area Code
Area Description Circ
Area Construction Brick block walls,plaster ceiling,non asbestos vinyl floor

Type Space Area No 17 5.470

G0009Area Code
Area Description Girls wc
Area Construction Non asbestos vinyl floor,Ceramic tile walls,plaster ceiling,timber boxing in corner

Type Space Area No 19 5.471

G0009aArea Code
Area Description Girls disabled
Area Construction Non asbestos vinyl floor,ceramic tile walls,plaster ceiling and timber boxing to corner

Type Space Area No 20 5.472

G0010Area Code
Area Description Girls changing
Area Construction Ceramic tile walls,non asbestos vinyl floor,plaster ceiling

Type Space Area No 18 5.473

G0010aArea Code
Area Description Girls Showers
Area Construction Non asbestos vinyl floor,ceramic tile floor,plaster ceiling

Type Space Area No 22 5.474
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G0011Area Code
Area Description Office
Area Construction Plaster walls,carpet to timber floor,fibreglass lagging on pipes

Type Space Area No 102 5.475

Assess No Asbestos(Y/N) Item MaterialPosition
240 Textured coatingN 5.475Ceiling

G0012Area Code
Area Description Office
Area Construction Plaster and timber walls,carpet to timber floor,fibreglass lagging on pipes

Type Space Area No 101 5.476

Assess No Asbestos(Y/N) Item MaterialPosition
239 Textured coatingN 5.476Ceiling

G0012Area Code
Area Description Store void
Area Construction Timber ceiling,RSJ's,plaster walls

Type Void Area No 104 5.477

G0013Area Code
Area Description Store
Area Construction Plaster walls,timber boxing and non asbestos ceiling tiles

Type Space Area No 103 5.478

Assess No Asbestos(Y/N) Item MaterialPosition
241 Red floor vinylN 5.478Floor

G0014Area Code
Area Description Circ
Area Construction Non asbestos  vinyl floor,plaster walls,timber boxing,plaster to section of ceiling and carpet

to concrete stairs

Type Space Area No 87 5.479

Assess No Asbestos(Y/N) Item MaterialPosition
227 Textured coatingN 5.479Ceiling
228 Black stair nosingN 5.480Floor/stairs to circ

G0015Area Code
Area Description Circ
Area Construction Timber walls,carpet to concrete floor and foil covered foam ceiling panels

Type Space Area No 85 5.481
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G0016Area Code
Area Description Squash courts
Area Construction Plaster and timber walls,foil covered foam ceiling panels,RSJ's and timber floor

Type Space Area No 84 5.482

G0017Area Code
Area Description Squash court
Area Construction timber walls,timber floor,RSJ's and foil covered foam ceiling panels

Type Space Area No 86 5.483

G0018Area Code
Area Description Store
Area Construction Plaster walls,carpet to concrete floor

Type Space Area No 31 5.484

Assess No Asbestos(Y/N) Item MaterialPosition
254 Textured coatingN 5.484Ceiling

G0019Area Code
Area Description Office
Area Construction Plaster walls,carpet to concrete floor

Type Space Area No 412 5.485

G0020Area Code
Area Description Circulation
Area Construction Plaster walls,carpet to concrete floor

Type Space Area No 413 5.486

G0021Area Code
Area Description Wash
Area Construction Plaster walls,carpet to concrete floor

Type Space Area No 414 5.487

G0022Area Code
Area Description Music
Area Construction Carpet to timber floor,timber and plaster boxing and plaster wall on left hand side

Type Space Area No 92 5.488

Assess No Asbestos(Y/N) Item MaterialPosition
242 Textured coatingN 5.488Right hand wall
243 Textured coatingN 5.489Far wall
244 Textured coatingN 5.490Left hand wall
245 Textured coatingN 5.491Rear wall
246 Textured coatingN 5.492Ceiling
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G0023Area Code
Area Description Music practice
Area Construction Plaster walls,plaster ceiling,carpet and timber floor

Type Space Area No 9 5.493

G0024Area Code
Area Description Store/music
Area Construction Plaster walls,plaster ceiling

Type Space Area No 25 5.494

Assess No Asbestos(Y/N) Item MaterialPosition
253 Vinyl floor tilesN 5.494Floor

G0025Area Code
Area Description Music practice
Area Construction Plaster walls,plaster ceiling,carpet and timber floor

Type Space Area No 23 5.495

G0026Area Code
Area Description Circ
Area Construction Plaster walls,carpet to concrete floor,plaster ceiling

Type Space Area No 93 5.496

G0027Area Code
Area Description Rec stu
Area Construction Plaster walls,plaster ceiling,plaster columns,carpet to timber floor

Type Space Area No 29 5.497

G0028Area Code
Area Description Music room
Area Construction Carpet to timber floor,timber and plaster columns

Type Space Area No 89 5.498

Assess No Asbestos(Y/N) Item MaterialPosition
233 Textured coatingN 5.498Rear wall
234 Textured coatingN 5.499Left hand side wall
235 Textured coatingN 5.500Far wall
236 Textured coatingN 5.501Right hand side wall
237 Textured coatingN 5.502Ceiling
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G0029Area Code
Area Description Store/music
Area Construction Plaster walls and ceiling

Type Space Area No 90 5.503

Assess No Asbestos(Y/N) Item MaterialPosition
238 Cream floor vinylN 5.503Floor

G0030Area Code
Area Description Music practice
Area Construction Carpet to timber  floor,carpet walls to plaster ceiling

Type Space Area No 27 5.504

G0031Area Code
Area Description Music practice
Area Construction Plaster walls,plaster ceiling,carpet to timber floor

Type Space Area No 28 5.505

G0032Area Code
Area Description Music office
Area Construction Plaster walls,plaster ceiling,carpet to timber floor

Type Space Area No 26 5.506

G0033Area Code
Area Description Kitchen
Area Construction Plaster and ceramic tiled walls,plaster ceiling and non asbestos floor covering,timber

boxing above counter

Type Space Area No 32 5.507

Assess No Asbestos(Y/N) Item MaterialPosition
255 Sink pads x2N 5.507Beneath sink and drainage area.

G0034Area Code
Area Description Electrics
Area Construction Plaster walls,timber floor,plaster ceiling

Type Space Area No 30 5.508
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G0035Area Code
Area Description Resource
Area Construction Timber and plaster walls,timber partition walls

Type Space Area No 88 5.509

Assess No Asbestos(Y/N) Item MaterialPosition
229 Black floor vinylN 5.509To floor,stairs and upper level
230 Blue stair nosingN 5.510Floor/stairs
231 Textured coatingN 5.511Ceiling
232 Textured coatingN 5.512Ceiling

G0036Area Code
Area Description Plant
Area Construction Brick walls,concrete floor

Type Space Area No 33 5.513

Assess No Asbestos(Y/N) Item MaterialPosition
256 Insulating boardY 5.513Ceiling

G0037Area Code
Area Description Electrics external
Area Construction Brick walls, flat felt roof, wooden doors and wooden soffits

Type External Area No 73 5.514

Assess No Asbestos(Y/N) Item MaterialPosition
263 Insulating board soffitY 5.514Underside of roof

G0037Area Code
Area Description Electrics
Area Construction Wooden walls, concrete floor and wooden ceiling

Type Space Area No 81 5.515

G0038Area Code
Area Description Circ external
Area Construction Brick walls, flat felt roof and wooden soffits

Type External Area No 69 5.516

Assess No Asbestos(Y/N) Item MaterialPosition
262 Insulating board soffitY 5.516Underside of roof
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G0038Area Code
Area Description Circ
Area Construction Brick walls, concrete floor and plaster ceiling

Type Space Area No 78 5.517

Assess No Asbestos(Y/N) Item MaterialPosition
264 Insulating board panelsN 5.517Wall

G0039Area Code
Area Description Store
Area Construction Non Suspect: Walls, Facias, Rainwater Goods

Type External Area No 402 5.518

Assess No Asbestos(Y/N) Item MaterialPosition
301 Insulation BoardY 5.518Soffit Boards

G0039Area Code
Area Description Store
Area Construction Concrete floor, brick/non asbestos board to walls and plaster ceiling

Type Space Area No 79 5.519

Assess No Asbestos(Y/N) Item MaterialPosition
265 Insulating board panelsN 5.519Wall

G0040Area Code
Area Description Store
Area Construction Non Suspect: Walls, Facias, Rainwater Goods

Type External Area No 403 5.520

Assess No Asbestos(Y/N) Item MaterialPosition
302 Insulation BoardY 5.520Soffit Board

G0040Area Code
Area Description Cleaners
Area Construction Concrete floor,brick and non asbestos wall board and plaster ceiling

Type Space Area No 38 5.521
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G0041Area Code
Area Description PE store external
Area Construction Brick walls, flat felt roof and wooden soffits

Type External Area No 67 5.522

Assess No Asbestos(Y/N) Item MaterialPosition
261 Insulating board soffitY 5.522Underside of roof

G0041Area Code
Area Description Store/PE
Area Construction Contrete floor,brick walls

Type Space Area No 91 5.523

G0042Area Code
Area Description External store external
Area Construction Brick walls, flat felt roof and external fascias

Type External Area No 63 5.524

Assess No Asbestos(Y/N) Item MaterialPosition
259 Insulating board soffitY 5.524Underside of roof

G0042Area Code
Area Description External store
Area Construction Non Suspects: Ceiling, Walls, Floor

Type Space Area No 61 5.525

G0043Area Code
Area Description External store external
Area Construction Brick walls, flat felt roof and wooden soffits

Type External Area No 65 5.526

Assess No Asbestos(Y/N) Item MaterialPosition
260 Insulating board soffitY 5.526Underside of roof

G0043Area Code
Area Description External store
Area Construction Non Suspects: Ceiling, Walls, Floor

Type Space Area No 62 5.527

G0044Area Code
Area Description Sports hall
Area Construction Brick walls,timber floor,timber panels to walls,strawboard roof,metal pipework,RSJ's

Type Space Area No 37 5.528
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G0045Area Code
Area Description Plant
Area Construction Brick walls, concrete floor and strawboard ceiling panels

Type Space Area No 60 5.529

G0046Area Code
Area Description Plant
Area Construction Brick walls, concrete floor and strawboard ceiling panels

Type Space Area No 59 5.530

G0047Area Code
Area Description Plant
Area Construction Brick walls,concrete floor,fibreglass lagging to pipes

Type Space Area No 6 5.531

Assess No Asbestos(Y/N) Item MaterialPosition
250 GasketsN 5.531To gas pipes
251 Insulating boardY 5.532Ceiling

G0048Area Code
Area Description Chemical store
Area Construction Brick walls,concrete floor

Type Space Area No 8 5.533

Assess No Asbestos(Y/N) Item MaterialPosition
252 Insulating boardY 5.533Ceiling

G0049Area Code
Area Description Boiler duct
Area Construction Concrete floor and ceiling, plastic pipework, fibreglass lagging to pipework and brick walls

Type Duct Area No 36 5.534



Section 4: Survey Summary

00488 Leisure Centre
Codsall Community High School00329

80
SECTION 4.

Section

79

G0049Area Code
Area Description Boiler room
Area Construction Brick walls ,concrete floor ,metal pipework and plastic filter tank

Type Space Area No 24 5.535

Assess No Asbestos(Y/N) Item MaterialPosition
216 Insulating boardY 5.535Ceiling
217 Insulating boardY 5.536Ceiling
218 Insulating boardY 5.537Ceiling
219 Pipe laggingN 5.538Rear wall and debris to floor
220 Pipe laggingN 5.539To right hand side of boiler
221 Pipe laggingN 5.540To front of boiler
222 Pipe laggingN 5.541Right hand wall from entrance
223 Pipe gasketN 5.542Floor near left side wall
224 Pipe lagging debrisN 5.543floor of  Left hand wall to entrance

G0050Area Code
Area Description Circ
Area Construction Brick walls,ceramic tile floor,plaster ceiling,timber boxing to top of door and metal pipework

Type Space Area No 39 5.544

G0051Area Code
Area Description Circ
Area Construction Concrete floor,brick and plaster walls,timber boxing to skylights and timber boxing to door

head

Type Space Area No 40 5.545

G0052Area Code
Area Description Pool
Area Construction Brick walls,timber roof and concrete floor concrete columns and RSJ's.Ceramic tiles to

floor and sides of pool area

Type Space Area No 13 5.546

G0052Area Code
Area Description Pool void
Area Construction Brick walls

Type Void Area No 16 5.547

Assess No Asbestos(Y/N) Item MaterialPosition
214 Insulating boardY 5.547Duct

G0052Area Code
Area Description Swimming Pool
Area Construction No Suspect Materials, New Suspended Ceiling Fitted post 2000

Type Void Area No 401 5.548
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G0053Area Code
Area Description Plant
Area Construction Block brick walls,concrete floor,timber ceiling and metal pipework

Type Space Area No 3 5.549

Assess No Asbestos(Y/N) Item MaterialPosition
249 GasketsN 5.549To gas pipes

G0054Area Code
Area Description Plant
Area Construction Brick walls,concrete floor,fibreglass lagging to plant and pipes.

Type Space Area No 2 5.550

Assess No Asbestos(Y/N) Item MaterialPosition
247 Insulating boardN 5.550Ceiling
248 Insulating board to wall aroundN 5.551Right hand wall

G0055Area Code
Area Description Store/Pe room
Area Construction Ceramic tile floor and brick walls

Type Space Area No 21 5.552

Assess No Asbestos(Y/N) Item MaterialPosition
215 Textured coatingN 5.552Ceiling

G0056Area Code
Area Description Lockers/g
Area Construction Ceramic tile walls,non asbestos floor,plaster ceiling,timber boxing to walls,metal pipes.

Type Space Area No 114 5.553

G0057Area Code
Area Description Ch/g
Area Construction Ceramic tile walls,non asbestos floor,plaster ceiling and plaster boxing to skylight

Type Space Area No 112 5.554

G0059Area Code
Area Description Wc/g
Area Construction Ceramic tile walls,non asbestos floor,plaster ceiling and timber boxing to walls

Type Space Area No 113 5.555
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G0060Area Code
Area Description Wc/b
Area Construction Ceramic tiled walls,non asbestos floor,plaster ceiling ,timber boxing to skylight

Type Space Area No 110 5.556

G0061Area Code
Area Description Lockers/b
Area Construction ceramic tile walls and timber boxing to walls,non asbestos flooring,plaster ceiling,metal

pipes

Type Space Area No 109 5.557

G0062Area Code
Area Description Ch/b
Area Construction Ceramic tile walls,plaster ceiling,timber boxing around skylight,non asbestos flooring

Type Space Area No 108 5.558

G0063Area Code
Area Description Circ
Area Construction Ceramic tile walls,non asbestos floor,plaster ceiling

Type Space Area No 115 5.559

G0064Area Code
Area Description Circ
Area Construction Ceramic tiled walls,non asbestos floor and plaster ceiling

Type Space Area No 111 5.560

G0065Area Code
Area Description Staff/changing
Area Construction Plaster walls,non asbestos floor,plaster ceiling and timber boxing to walls

Type Space Area No 42 5.561

G0066Area Code
Area Description Disabled changing
Area Construction Plaster walls,non asbestos floor,ceramic tiles to wash area and timber boxing to to top of

wall and beams

Type Space Area No 41 5.562

G0067Area Code
Area Description Cleaners cupboard
Area Construction Plaster and brick walls, new vinyl floor

Type Space Area No 7 5.563

Assess No Asbestos(Y/N) Item MaterialPosition
213 Textured coatingN 5.563Ceiling
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G0068Area Code
Area Description Meeting room
Area Construction Concrete under carpet, brick and plaster walls, plaster ceiling and timber boxing to walls

and ceiling

Type Space Area No 5 5.564

G0069Area Code
Area Description Ch/boy
Area Construction Brick walls,plaster ceiling,timber boxing to top of walls and timber boxing around skylight

Type Space Area No 43 5.565

G0070Area Code
Area Description Sh/b
Area Construction Ceramic tile walls,non asbestos floor,plaster ceiling,timber boxing to ceiling and timber

boxing to skylight

Type Space Area No 44 5.566

G0071Area Code
Area Description Circ
Area Construction Brick walls,plaster ceiling,non asbestos floor,timber boxing to ceiling and timber boxing at

top of door

Type Space Area No 45 5.567

G0072Area Code
Area Description Boiler room
Area Construction Non Suspects: Walls, Floor, Pipework, Pipe Insulation

Type Space Area No 35 5.568

Assess No Asbestos(Y/N) Item MaterialPosition
300 Insulation BoardY 5.568Ceiling Panels

G0073Area Code
Area Description Wc/g
Area Construction Ceramic and brick walls,non asbestos floor,fibreglass lagging to pipes,plaster ceiling,timber

boxing to walls

Type Space Area No 52 5.569

G0074Area Code
Area Description WC/b
Area Construction Brick and ceramic tile walls,non asbestos floor,timber boxing to wall,ceramic cistern

Type Space Area No 46 5.570

G0075Area Code
Area Description Office
Area Construction Plaster and Brick walls, fibreglass lagging to pipes,plaster boxing to skylight and carpet

floor

Type Space Area No 55 5.571
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G0076Area Code
Area Description Ch/girl
Area Construction Brick and plaster walls,non asbestos floor,plaster ceiling,timber boxing to ceiling/walls,

timber boxing to skylight and fibreglass lagging on pipes.

Type Space Area No 47 5.572

G0077Area Code
Area Description Circ
Area Construction Brick walls,non asbestos floor,plaster ceiling,timber door head and timber boxing to walls

Type Space Area No 51 5.573

G0078Area Code
Area Description Sh/g
Area Construction Ceramic walls,non asbestos floor,timber boxing to walls/ceiling and timber boxing to

skylight

Type Space Area No 49 5.574

G0079Area Code
Area Description Plant external
Area Construction Brick walls, flat felt roof and wooden soffits

Type External Area No 83 5.575

Assess No Asbestos(Y/N) Item MaterialPosition
266 Insulating board soffitN 5.575Underside of roof

G0079Area Code
Area Description Plant
Area Construction Brick walls and concrete floor

Type Space Area No 34 5.576

Assess No Asbestos(Y/N) Item MaterialPosition
257 Insulating boardY 5.576Ceiling

G0079AArea Code
Area Description Circulation
Area Construction Ceiling, Walls, Floor

Type Space Area No 415 5.577

G0080Area Code
Area Description Disabled wc
Area Construction Plaster/reinforced plastic walls,non asbestos floor,plaster ceiling

Type Space Area No 64 5.578
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G0081Area Code
Area Description Circ
Area Construction Plaster walls,carpet to timber floor,timber boxing to walls/ceiling,fibreglass lagging to pipes

Type Space Area No 58 5.579

Assess No Asbestos(Y/N) Item MaterialPosition
225 Textured coatingN 5.579Ceiling

G0081AArea Code
Area Description Circ
Area Construction Plaster walls,carpet to timber floor and fibreglass lagging to pipes

Type Space Area No 82 5.580

Assess No Asbestos(Y/N) Item MaterialPosition
226 Textured coatingN 5.580Ceiling

G0082Area Code
Area Description Sh/g
Area Construction Plaster walls,ceramic and timber shower area,non asbestos floor,plaster ceiling,timber

boxing

Type Space Area No 72 5.581

G0083Area Code
Area Description Circ
Area Construction Plaster walls and ceiling and non asbestos floor

Type Space Area No 70 5.582

G0084Area Code
Area Description Wc/g
Area Construction Plaster walls,ceramic wall to wash area,non asbestos floor,plaster ceiling and timber

panels to sink area

Type Space Area No 66 5.583

G0085Area Code
Area Description Wc/g
Area Construction Plaster walls,non asbestos floor,plaster ceiling and timber panel to cistern

Type Space Area No 68 5.584

G0086Area Code
Area Description Wc/b
Area Construction Plaster walls and ceiling,plastic boarding above  toilet,non asbestos floor vinyl

Type Space Area No 76 5.585
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G0087Area Code
Area Description Wc/b
Area Construction plaster walls,ceramic tiled wall to sink area,non asbestos floor,plaster ceiling,fibreglass

lagging on pipes,timber boxing to ceiling/wall

Type Space Area No 74 5.586

G0088Area Code
Area Description Circ
Area Construction Plaster walls,non asbestos floor and plaster ceiling

Type Space Area No 80 5.587

G0089Area Code
Area Description Sh/b
Area Construction Plaster walls, ceramic tiles and timber to shower area,non asbestos floor,plaster

ceiling,timber boxing to mirror area

Type Space Area No 77 5.588

G0090Area Code
Area Description Electrics
Area Construction Ceramic tiled floor, brick walls and strawboard ceiling

Type Space Area No 4 5.589

Assess No Asbestos(Y/N) Item MaterialPosition
212 Insulating boardN 5.589Behind doors

G0091Area Code
Area Description Electrics
Area Construction Plaster walls and brick. ,carpet to concrete floor,timber boxing,plaster ceiling

Type Space Area No 116 5.590

G0092Area Code
Area Description Circ
Area Construction Brick walls, non asbestos vinyl and timber door head.

Type Space Area No 1 5.591

Assess No Asbestos(Y/N) Item MaterialPosition
209 Textured coatingN 5.591Ceiling
211 Textured coatingN 5.592Ceiling

G0093Area Code
Area Description Office
Area Construction Plaster walls,concrete floor,timber boxing to walls and plaster ceiling

Type Space Area No 96 5.593
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G0094Area Code
Area Description Office
Area Construction Plaster walls and ceiling, timber boxing, carpet to concrete floor

Type Space Area No 117 5.594

G0095Area Code
Area Description Office
Area Construction Plaster walls,carpet to timber floor,non asbestos ceiling void

Type Space Area No 105 5.595

G0095Area Code
Area Description Office void
Area Construction Metal ceiling,brick block walls and RSJ's

Type Void Area No 106 5.596

G0096Area Code
Area Description Reception
Area Construction Plaster walls,fixed metal ceiling and carpet to concrete floor

Type Space Area No 107 5.597

G0097Area Code
Area Description Gym
Area Construction Non Suspects: Ceiling, Walls, Skirtings, Floor Coverings

Type Space Area No 411 5.598

R0001Area Code
Area Description Tank room
Area Construction Timber floor, timber ceiling, brick walls and fibreglass lagging

Type Roof Area No 48 5.599

R0002Area Code
Area Description Flat roof
Area Construction Non asbestos roofing felt, brick walls and plastic pipework

Type Roof Area No 50 5.600

Assess No Asbestos(Y/N) Item MaterialPosition
258 Cement cowlY 5.600Above G0053 in between 2 skylights

R0003Area Code
Area Description Sloping roof
Area Construction Metal walls and roofing sheets and metal guttering

Type Roof Area No 53 5.601



Section 4: Survey Summary

00488 Leisure Centre
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88
SECTION 4.

Section

87

R0004Area Code
Area Description Flat roof
Area Construction Timber/metal walls, metal soffits and roofing sheets

Type Roof Area No 54 5.602

R0005Area Code
Area Description Flat roof to pool
Area Construction Brick/wooden walls and plastic downpipes

Type Roof Area No 56 5.603

Area Presumed To Contain Asbestos
Area Inaccessible:

R0006Area Code
Area Description Flat roof to sports hall
Area Construction Brick walls

Type Roof Area No 57 5.604

Area Presumed To Contain Asbestos
Area Inaccessible:

R0007Area Code
Area Description Flat roof
Area Construction Non asbestos roofing felt, brick walls and plastic guttering

Type Roof Area No 71 5.605

R0008Area Code
Area Description Flat roof
Area Construction Brick walls, felt roof, timber soffits and fascias

Type Roof Area No 75 5.606
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89
SECTION 4.

Section

88

G0001Area Code
Area Description Circ
Area Construction Plaster walls,fibreboard ceiling and timber floor beneath carpet

Type Space Area No 3 5.607

G0002Area Code
Area Description Teaching
Area Construction Plaster walls,fibreboard ceiling and carpet floor

Type Space Area No 4 5.608

Assess No Asbestos(Y/N) Item MaterialPosition
197 Insulation board panelN 5.608Wall behind radiator x4
198 Floor vinylN 5.609Beneath carpet

G0003Area Code
Area Description Store
Area Construction Plaster walls and fibreboard ceiling

Type Space Area No 2 5.610

Assess No Asbestos(Y/N) Item MaterialPosition
175 Grey floor tilesN 5.610Floor
176 Insulating board panelN 5.611Wall behind radiator
177 Bituminous patchN 5.612Underside of sink
178 Insulating boardN 5.613To doors and behind fuse box

G0004Area Code
Area Description Teaching
Area Construction Plaster walls,carpet floor,plaster beams and fibreboard ceiling

Type Space Area No 1 5.614

Assess No Asbestos(Y/N) Item MaterialPosition
173 Grey floor tileN 5.614Floor
174 Insulation board panelN 5.615Wall behind radiator x 4
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90
SECTION 4.

Section

89

G0001Area Code
Area Description Circ
Area Construction Plaster/timber walls and fibreboard ceiling

Type Space Area No 4 5.616

Assess No Asbestos(Y/N) Item MaterialPosition
187 Cream vinyl coveringN 5.616Floor beneath carpet

G0002Area Code
Area Description Teaching
Area Construction Plaster walls and fibreboard ceiling

Type Space Area No 2 5.617

Assess No Asbestos(Y/N) Item MaterialPosition
182 Cream vinyl coveringN 5.617Floor beneath carpet
183 Insulating board panelN 5.618Wall behind radiator x 5
184 Bitumous patchN 5.619Underside of sink

G0003Area Code
Area Description Store
Area Construction Plaster board, fibreboard ceiling and non asbestos vinyl flooring

Type Space Area No 3 5.620

Assess No Asbestos(Y/N) Item MaterialPosition
185 Woven sealY 5.620Fuses in fuse box to wall
186 Insulating board panelsN 5.621To door and back of fuse box

G0004Area Code
Area Description Teaching
Area Construction Plaster walls, fibreboard ceiling

Type Space Area No 1 5.622

Assess No Asbestos(Y/N) Item MaterialPosition
179 Cream vinyl coveringN 5.622Floor beneath carpet
180 Insulating board panelN 5.623Wall behind radiator x 5
181 Bitumous patchN 5.624Underside of sink
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91
SECTION 4.

Section

90

G0001Area Code
Area Description Circ
Area Construction Timber and plaster walls,Timber floor

Type Space Area No 2 5.625

G0002Area Code
Area Description Teaching
Area Construction Plaster walls, fibreboard ceiling and timber floor

Type Space Area No 3 5.626

Assess No Asbestos(Y/N) Item MaterialPosition
188 Insulating board panelN 5.626Wall behind radiator x4

G0003Area Code
Area Description Store
Area Construction Plaster wall,fibreboard ceiling and wooden floor

Type Space Area No 4 5.627

Assess No Asbestos(Y/N) Item MaterialPosition
189 Sink padN 5.627Under sink
190 Floor vinylN 5.628Floor
191 Boarding to inside of fuseboxN 5.629Wall

G0004Area Code
Area Description Teaching
Area Construction Timber walls and floor beneath carpet and fibreboard ceiling panels

Type Space Area No 1 5.630

Assess No Asbestos(Y/N) Item MaterialPosition
267 Insulating board panelN 5.630Wall behind radiator x4
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92
SECTION 4.

Section

91

G0001Area Code
Area Description Circ
Area Construction Plaster/timber walls, vinyl floor beneath carpet and fibreboard ceiling panels

Type Space Area No 4 5.631

G0002Area Code
Area Description Teaching
Area Construction Plaster and timber walls,fibreboard  ceiling and carpet floor

Type Space Area No 1 5.632

Assess No Asbestos(Y/N) Item MaterialPosition
199 Vinyl floor coveringN 5.632Beneath carpet
200 Radiator panelsN 5.633Wall behind radiators x4

G0003Area Code
Area Description Store
Area Construction Plaster walls,fibreboard ceiling and vinyl floor

Type Space Area No 2 5.634

Assess No Asbestos(Y/N) Item MaterialPosition
201 Insulating boardN 5.634Wall and door inside fuse box
202 Woven sealY 5.635Fuses inside fuse box

G0004Area Code
Area Description Teaching
Area Construction Plaster/timber walls, timber floor beneath carpet and fibreboard ceiling

Type Space Area No 3 5.636

Assess No Asbestos(Y/N) Item MaterialPosition
203 Radiator panelsN 5.636Wall behind radiators x 4
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SECTION 4.

Section

92

G0001Area Code
Area Description Circ
Area Construction Plaster walls,non asbestos ceiling tiles

Type Space Area No 3 5.637

Assess No Asbestos(Y/N) Item MaterialPosition
193 Floor vinylN 5.637Floor

G0001Area Code
Area Description Circ void
Area Construction Plaster walls,foam ceiling panels,timber fire break.

Type Void Area No 4 5.638

G0002Area Code
Area Description Teaching
Area Construction Plaster walls ,non asbestos ceiling tiles,Wooden floor and timber beams

Type Space Area No 1 5.639

Assess No Asbestos(Y/N) Item MaterialPosition
192 Radiator panelN 5.639Wall behind radiator x1

G0002Area Code
Area Description Teaching void
Area Construction Plaster walls ,foil covered foam ceiling panels and timber fire breaks

Type Void Area No 2 5.640

G0003Area Code
Area Description Store
Area Construction Plaster walls,non asbestos ceiling tiles and timber floor beneath carpet

Type Space Area No 7 5.641

Assess No Asbestos(Y/N) Item MaterialPosition
195 Radiator panelN 5.641Wall behind radiator x1
196 Board to inside of fuse box anY 5.642Wall

G0003Area Code
Area Description Store void
Area Construction Foam ceiling panels,plaster walls and timber fire break

Type Void Area No 8 5.643
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SECTION 4.

Section

93

G0004Area Code
Area Description Teaching
Area Construction Plaster walls,non asbestos ceiling tiles and timber floor

Type Space Area No 5 5.644

Assess No Asbestos(Y/N) Item MaterialPosition
194 Radiator panelN 5.644Wall behind radiator x1

G0004Area Code
Area Description Teaching void
Area Construction Foam ceiling panels,plaster walls and timber fire break

Type Void Area No 6 5.645
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95
SECTION 4.

Section

94

G0001Area Code
Area Description Circ
Area Construction Plaster walls,non asbestos ceiling tiles and carpet floor

Type Space Area No 3 5.646

Assess No Asbestos(Y/N) Item MaterialPosition
205 Floor vinylN 5.646Floor beneath carpet

G0001Area Code
Area Description Circ void
Area Construction Plaster walls and foam panels on ceiling

Type Void Area No 4 5.647

G0002Area Code
Area Description Teaching
Area Construction Plaster walls,non asbestos ceiling tiles and timber floor

Type Space Area No 1 5.648

Assess No Asbestos(Y/N) Item MaterialPosition
204 Radiator panels x4N 5.648Wall behind radiator

G0002Area Code
Area Description Teaching void
Area Construction Foam ceiling and plaster walls

Type Void Area No 2 5.649

G0003Area Code
Area Description Store
Area Construction Timber floor beneath carpet, plaster walls and non asbestos ceiling tiles

Type Space Area No 7 5.650

Assess No Asbestos(Y/N) Item MaterialPosition
294 Insulating board panelN 5.650Wall behind radiators x4
295 Insulating board panelsY 5.651To back of doors and internal surround

G0003Area Code
Area Description Store void
Area Construction Wooden walls and foil covered foam ceiling panels

Type Void Area No 8 5.652
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SECTION 4.

Section

95

G0004Area Code
Area Description Teaching
Area Construction Timber floor beneath carpet, plaster walls and non asbestos ceiling tiles

Type Space Area No 5 5.653

Assess No Asbestos(Y/N) Item MaterialPosition
293 Insulating board panelN 5.653Wall behind radiators x4

G0004Area Code
Area Description Teaching void
Area Construction Wooden walls and foil covered foam ceiling panels

Type Void Area No 6 5.654
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00494 Garage
Codsall Community High School00329

97
SECTION 4.

Section

96

G0001Area Code
Area Description Garage
Area Construction Brick walls, concrete floor, timber ceiling

Type Space Area No 1 5.655
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SECTION 4.

Section

97

F0001Area Code
Area Description Stairs
Area Construction Plaster walls,fibreboard ceiling carpet to timber floorboards

Type Space Area No 9 5.656

F0002Area Code
Area Description Office
Area Construction Plaster walls,fibreboard ceiling and timber floor

Type Space Area No 10 5.657

F0003Area Code
Area Description Classroom
Area Construction Ceramic walls,fibreboard ceiling,carpet to timber floor boards and ceramic cistern

Type Space Area No 11 5.658

F0004Area Code
Area Description Laundry
Area Construction Plaster walls,fibreboard ceiling carpet to timber floor boards

Type Space Area No 12 5.659

F0005Area Code
Area Description Boiler
Area Construction Plaster walls,fibreboard ceiling carpet to timber floor boards

Type Space Area No 13 5.660

F0006Area Code
Area Description Circulation
Area Construction Plaster and timber walls,fibreboard ceiling and timber floor boards

Type Space Area No 15 5.661

F0006Area Code
Area Description Loft
Area Construction Timber ceiling ,non asbestos roofing tiles,loose fibreglass lagging and plastic cistern

Type Void Area No 18 5.662

F0007Area Code
Area Description Store
Area Construction Plaster walls,fibreboard ceiling carpet to timber floor boards

Type Space Area No 16 5.663
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SECTION 4.

Section

98

F0008Area Code
Area Description Bathroom
Area Construction Timber and plaster walls,timber floor,fibreglass lagging to tank and plastic cistern

Type Space Area No 17 5.664

F0009Area Code
Area Description Office
Area Construction Plaster walls,fibreboard ceiling and timber floor boards

Type Space Area No 14 5.665

G0001Area Code
Area Description Circulation
Area Construction Plaster walls, fibreboard ceiling, carpet floors and floor boards

Type Space Area No 1 5.666

G0002Area Code
Area Description Classroom
Area Construction Plaster walls, fibreboard ceiling, carpet floor

Type Space Area No 2 5.667

Assess No Asbestos(Y/N) Item MaterialPosition
206 Floor tilesN 5.667Beneath carpet

G0003Area Code
Area Description Store
Area Construction Plaster walls, fibreboard ceiling, carpet to timber floorboards

Type Space Area No 3 5.668

G0004Area Code
Area Description Dis/WC
Area Construction Plaster walls, fibreboard ceiling and ceramic tiles beneath non asbestos floor covering

Type Space Area No 4 5.669

Assess No Asbestos(Y/N) Item MaterialPosition
207 Sink padsN 5.669Underneath sink and draining board

G0005Area Code
Area Description Classroom
Area Construction Plaster walls, fibreboard ceiling and non asbestos vinyl flooring

Type Space Area No 5 5.670
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SECTION 4.

Section

99

G0006Area Code
Area Description Office
Area Construction Non asbestos vinyl floor, brick walls and timber ceiling

Type Space Area No 6 5.671

G0007Area Code
Area Description Conservatory (Demolished)
Area Construction Timber boards under window, concrete floor and plaster ceiling

Type Space Area No 7 5.672

Assess No Asbestos(Y/N) Item MaterialPosition
208 Blue and green floor vinylN 5.672Floor

G0008Area Code
Area Description Dis/WC
Area Construction Timber walls floor and ceiling

Type Space Area No 8 5.673
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SECTION 4.

Section

100



Asbestos Register

Section 5: Asbestos Risk Assessment



N/A

Brick floor, concrete ceiling, steel RSJS, brick walls, metal pipework
and fibreglass lagging to pipework

286
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

B0001

181

Area Construction

Area Description
Boiler

Sample Type

Y

ACTUAL

Item/Product Description
Rope seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£250

Manage

Removal cost

Area photo

Severely restricted access due to stored items

Type

Space
Area No

088

Position
To boiler doors

Main School Building00486
00329 Codsall Community High School 1

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

5

2
0
2
1
5

0

1

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Brick floor, concrete ceiling, steel RSJS, brick walls, metal pipework
and fibreglass lagging to pipework

287
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

B0001

182

Area Construction

Area Description
Boiler

Sample Type

Y

ACTUAL

Item/Product Description
Loose fuses

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by Pectel  on staf fs order P150753
31-5-2008 (AR)

Severely restricted access due to stored items

Type

Space
Area No

088

Position
To top of fuse boards

Main School Building00486
00329 Codsall Community High School 2

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
3
2
1
8

0

0

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
High damage or de-lamination of materials; sprays and thermal insulation
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Brick floor, concrete ceiling, steel RSJS, brick walls, metal pipework
and fibreglass lagging to pipework

288
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

B0001

183

Area Construction

Area Description
Boiler

Sample Type

Y

PRESUMED

Item/Product Description
Gaskets

Area comments

Assesment comments

Assessment Photo

Recommendation

£150

Manage

Removal cost

Area photo

Severely restricted access due to stored items

Type

Space
Area No

088

Position
Floor behind boiler

Main School Building00486
00329 Codsall Community High School 3

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

-2

2
3
1
3
9

0

0

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
High damage or de-lamination of materials; sprays and thermal insulation
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Crocidolite

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Concrete floor, brick walls, concrete ceiling, metal pipework and
fibreglass lagging to pipework

290
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

B0002

184

Area Construction

Area Description
Boiler

Sample Type

N

ACTUAL

Item/Product Description
Gaskets

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

101

Position
Loose on wooden pallet and to pipework

Main School Building00486
00329 Codsall Community High School 4

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor, brick walls, concrete ceiling, metal pipework and
fibreglass lagging to pipework

291
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

B0002

185

Area Construction

Area Description
Boiler

Sample Type

Y

ACTUAL

Item/Product Description
Insulation residues

Area comments

Assesment comments

Assessment Photo

Recommendation

£3,000

Manage

Removal cost

Area photo

Type

Space
Area No

101

Position
Wall behind boilers

Main School Building00486
00329 Codsall Community High School 5

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

11

3
3
3
2

11

0

0

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Thermal insulation (eg. pipe and boiler lagging), sprayed asbestos, lo
High damage or de-lamination of materials; sprays and thermal insulation
Unsealed laggings and sprays.
Amphibole

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Concrete floor, brick walls, concrete ceiling, metal pipework and
fibreglass lagging to pipework

292
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

B0002

186

Area Construction

Area Description
Boiler

Sample Type

N

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

101

Position
Loose behind boilers in void

Main School Building00486
00329 Codsall Community High School 6

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,concrete ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

B0003

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

380

Position

Main School Building00486
00329 Codsall Community High School 7

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls, metal pipework and fibreboard
ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0001

Area Construction

Area Description
Stairs

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

089

Position

Main School Building00486
00329 Codsall Community High School 8

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls, Floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0001A

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

416

Position

Main School Building00486
00329 Codsall Community High School 9

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls, metal pipework and fibreboard
ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0002

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

087

Position

Main School Building00486
00329 Codsall Community High School 10

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling panels and timber floor beneath
carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0003

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

094

Position

Main School Building00486
00329 Codsall Community High School 11

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, non asbestos boarding surrounding doorway,
plaster walls, metal pipework and glazed ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0004

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

078

Position

Main School Building00486
00329 Codsall Community High School 12

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling panels and timber floor beneath
carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0005

Area Construction

Area Description
ICT

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

106

Position

Main School Building00486
00329 Codsall Community High School 13

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden floor, plaster walls and fibreboard ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0006

Area Construction

Area Description
ICT Server

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

092

Position

Main School Building00486
00329 Codsall Community High School 14

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

See comments

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0006

Area Construction

Area Description
ICT Server void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Void
Area No

093

Position

INACCESSIBLE

Main School Building00486
00329 Codsall Community High School 15

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

Wooden floor, plaster walls and fibreboard ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0007

Area Construction

Area Description
ICT Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

091

Position

Main School Building00486
00329 Codsall Community High School 16

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls, metal pipework and glazed ceiling
panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0008

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

081

Position

Main School Building00486
00329 Codsall Community High School 17

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling panels, metal pipework and timber
floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0009

Area Construction

Area Description
ICT

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

090

Position

Main School Building00486
00329 Codsall Community High School 18

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber floor beneath carpet, plaster walls, fibreboard ceiling panels
and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0010

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

096

Position

Main School Building00486
00329 Codsall Community High School 19

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls, metal pipework and fibreboard
ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0011

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

082

Position

Main School Building00486
00329 Codsall Community High School 20

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls, metal pipework and fibreboard
ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0012

Area Construction

Area Description
Stairs

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

086

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and Concrete floor.

168
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0013

083

Area Construction

Area Description
Teaching

Sample Type

Y

ACTUAL

Item/Product Description
Brown vinyl tile and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

Type

Space
Area No

103

Position
Floor beneath carpet

Main School Building00486
00329 Codsall Community High School 22

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

4

1
0
0
1
2

0

1

2
0

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster walls and ceiling and Concrete floor.

169
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0013

084

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Insulating board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

103

Position
Ceiling surrounding pipework

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and concrete floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0014

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

104

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and concrete floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0015

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

102

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, glazed ceiling panels, wooden window frames and
metal/plastic guttering

282
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0016

179

Area Construction

Area Description
Circ external

Sample Type

Y

REFERRED

Item/Product Description
Rope seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

External
Area No

074

Position
Between glazed ceiling panels

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
2
1
5

0

1

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Ceramic tiled floor, plaster walls, metal pipework and glazed ceiling
panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0016

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

085

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls, metal pipework and glazed ceiling
panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0016A

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

084

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, plaster ceiling, plasterboard beneath window ledges

167
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0017

082

Area Construction

Area Description
Teaching

Sample Type

Y

ACTUAL

Item/Product Description
Brown vinyl tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

Type

Space
Area No

100

Position
Floor beneath carpet
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

4

1
0
0
1
2

0

1

2
0

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster walls and ceiling and metal pipework

172
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0018

085

Area Construction

Area Description
Store

Sample Type

Y

REFERRED

Item/Product Description
Blue vinyl tile and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

107

Position
Floor beneath carpet
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

3

1
0
0
1
2

0

2

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster walls and ceiling

170
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0019

085

Area Construction

Area Description
Teaching

Sample Type

Y

ACTUAL

Item/Product Description
Blue vinyl tile and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Floor tiles still present beneath new carpet and
screed. 6.1.11 sc

Type

Space
Area No

105

Position
Floor beneath carpet
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

4

1
0
0
1
2

0

1

2
0

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster walls and ceiling

171
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0019

086

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Bituminous patch x4

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

105

Position
Underside of sink x2
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster/timber walls and non asbestos ceiling tiles

138
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0020

069

Area Construction

Area Description
Stairs

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

028

Position
Window ledge

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0020

Area Construction

Area Description
Stairs void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encalpsulated as part of the CLASP
works 2008

Type

Void
Area No

029

Position

Main School Building00486
00329 Codsall Community High School 34

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos ceiling tiles, plaster/timber walls and timber floor
beneath carpet

102
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0021

059

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

355

Position
Upper and lower window ledges

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, loose fibreglass lagging and steel
RSJS

103
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0021

061

Area Construction

Area Description
Teaching void

Sample Type

Y

ACTUAL

Item/Product Description
Boarding

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

356

Position
Between metal cladding to RSJ and column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber floor beneath carpet, plaster/timber walls and non asbestos
ceiling tiles

156
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0022

069

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

047

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

157
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0022

079

Area Construction

Area Description
Teaching void

Sample Type

Y

ACTUAL

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

048

Position
Between RSJ and metal column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster walls, non asbestos ceiling tiles and timber floor beneath
carpet

154
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0023

069

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

045

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

155
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0023

076

Area Construction

Area Description
Teaching void

Sample Type

Y

REFERRED

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

046

Position
Between RSJ and metal column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non Suspects: Ceiling, Walls, Skirting, Floor Covering

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0023A

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

409

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0023A

Area Construction

Area Description
Store Void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Void
Area No

410

Position
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls, plastic panels to skylights, non asbestos ceiling
tiles and timber floor beneath carpet

110
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0025

059

Area Construction

Area Description
ICT

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

363

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, loose fibreglass lagging and steel
RSJS

111
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0025

063

Area Construction

Area Description
ICT void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

364

Position
Between RSJ and metal cladding to column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, plaster walls, non asbestos ceiling tiles and metal
pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0026

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

365

Position
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, loose fibreglass lagging and steel
RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0026

Area Construction

Area Description
Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

366

Position
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles

296
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0027

189

Area Construction

Area Description
Cleaner

Sample Type

Y

PRESUMED

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed, school project.

No access presumed condition remained the same (06/01/2011). sc

Type

Space
Area No

377

Position
Fuses inside fuse box
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
2
3
7

0

0

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Crocidolite

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Timber ceiling, plaster walls and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0027

Area Construction

Area Description
Cleaner void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008.

Type

Void
Area No

378

Position
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls, Floor Coverings

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0027A

Area Construction

Area Description
WC/Dis

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

408

Position
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, timber floor beneath carpet and non asbestos ceiling
tiles

159
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0028

069

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

051

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

160
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0028

079

Area Construction

Area Description
Teaching void

Sample Type

Y

REFERRED

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

052

Position
Between RSJ and metal column

Main School Building00486
00329 Codsall Community High School 51

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster walls, non asbestos ceiling tiles, plastic panels to skylights
and timber floor beneath carpet

141
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0029

069

Area Construction

Area Description
SEN Base

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

034

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

142
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0029

074

Area Construction

Area Description
SEN Base void

Sample Type

Y

ACTUAL

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

035

Position
Between metal column and RSJ
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber floor beneath carpet, plaster/timber walls and non asbestos
ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0030

Area Construction

Area Description
Small Group

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

018

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, plaster walls, steel RSJS and loose fibreglass
insulation

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0030

Area Construction

Area Description
Small Group void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

019

Position
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and non asbestos ceiling tiles

276
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0031

174

Area Construction

Area Description
SEN/Office

Sample Type

N

ACTUAL

Item/Product Description
Brown vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

068

Position
Floor
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and non asbestos ceiling tiles

277
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0031

175

Area Construction

Area Description
SEN/Office

Sample Type

N

ACTUAL

Item/Product Description
Green vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

068

Position
Window ledges x3 at various levels
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, loose fibreglass lagging and steel
RSJS

278
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0031

176

Area Construction

Area Description
SEN/Office void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

069

Position
To metal column above doorway
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber ceiling, concrete walls, loose fibreglass lagging and steel
RSJS

279
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0031

177

Area Construction

Area Description
SEN/Office void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

069

Position
Loose between insulating board/column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, plaster walls and non asbestos ceiling tiles

131
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0032

064

Area Construction

Area Description
Office

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

020

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, steel RSJS and loose fibreglass
insulation

132
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0032

066

Area Construction

Area Description
Office void

Sample Type

Y

REFERRED

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

021

Position
Between RSJ and metal column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber/plaster walls, non asbestos ceiling tiles and timber floor
beneath carpet

129
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0033

064

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

016

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, steel RSJS and loose fibreglass
insulation

130
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0033

066

Area Construction

Area Description
Teaching void

Sample Type

Y

REFERRED

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

017

Position
Between RSJ and metal column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, plaster/timber walls and non asbestos ceiling tiles

133
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0034

069

Area Construction

Area Description
Stairs

Sample Type

N

ACTUAL

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

022

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

134
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0034

070

Area Construction

Area Description
Stairs void

Sample Type

Y

ACTUAL

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£150

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

023

Position
Between RSJ and plaster wall
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

5

2
0
1
1
4

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber floor beneath carpet, plaster walls and non asbestos ceiling
tiles

127
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0035

064

Area Construction

Area Description
Store

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

014

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, steel RSJS and loose fibreglass
insulation

128
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0035

068

Area Construction

Area Description
Store void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

015

Position
Between RSJ and metal column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster walls, plastic panels to skylights, non asbestos ceiling tiles
and vinyl floor tiles beneath carpet

125
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0036

064

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

012

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, steel RSJS and loose fibreglass
insulation

126
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0036

066

Area Construction

Area Description
Teaching void

Sample Type

Y

REFERRED

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

013

Position
Between RSJ and metal column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, plaster walls and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0037

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

049

Position
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

158
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0037

079

Area Construction

Area Description
Store void

Sample Type

Y

REFERRED

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

050

Position
Between RSJ and metal column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, fibreboard/wooden walls and non asbestos ceiling
tiles

124
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0038

067

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Green vinyl tile

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

010

Position
Floor beneath fire extinguishers
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, steel RSJS and loose fibreglass
insulation

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0038

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

011

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, new vinyl floor and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0039

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

008

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, steel RSJS and loose fibreglass
insulation

123
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0039

066

Area Construction

Area Description
Store void

Sample Type

Y

REFERRED

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

009

Position
Between RSJ and metal column

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster/timber walls, new vinyl floor and non asbestos ceiling tiles

121
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0040

064

Area Construction

Area Description
Office

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

006

Position
Window ledge

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, steel RSJS and loose fibreglass
insulation

122
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0040

066

Area Construction

Area Description
Office void

Sample Type

Y

REFERRED

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

007

Position
Between RSJ and metal column

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non asbestos ceiling tiles, wooden panels to walls, plaster walls and
timber floor beneath carpet

119
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0041

064

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

004

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, steel RSJS and loose fibreglass
insulation

120
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0041

066

Area Construction

Area Description
Teaching void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

005

Position
Between RSJ and metal column

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non asbestos ceiling tiles, plastic panels to skylights, fibreboard wall
tiles and timber floor beneath carpet

117
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0042

064

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

001

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, loose fibreglass insulation and steel
RSJS

118
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0042

065

Area Construction

Area Description
Teaching void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

002

Position
Between RSJ and metal column

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, plaster walls, plastic panels to skylight and non
asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0043

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

373

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete/plaster walls, loose fibreglass lagging and
steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0043

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

374

Position

Main School Building00486
00329 Codsall Community High School 83

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Metal sheets to walls and ceiling  new vinyl floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0044

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials. No access behind fixed metal sheets

Type

Space
Area No

003

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Metal sheet ceiling prevents access above

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0044

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Void
Area No

390

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, new vinyl floor beneath carpet and non asbestos
ceiling tiles

116
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0045

064

Area Construction

Area Description
Store

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

371

Position
Window ledge

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, loose fibreglass lagging and steel
RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0045

Area Construction

Area Description
Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

372

Position

Main School Building00486
00329 Codsall Community High School 87

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls and non asbestos ceiling tiles

114
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0046

064

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

F0046 is now part of F0047.

Type

Space
Area No

369

Position
Window ledge

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, loose fibreglass lagging and steel
RSJS

115
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0046

061

Area Construction

Area Description
Store void

Sample Type

Y

REFERRED

Item/Product Description
Boarding

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008. F0046 is now part of F0047.

Type

Void
Area No

370

Position
Between RSJ and metal column

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster/timber walls, non asbestos ceiling tiles and timber floor
beneath carpet

112
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0047

064

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

367

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, loose fibreglass lagging and steel
RSJS

113
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0047

063

Area Construction

Area Description
Teaching void

Sample Type

Y

REFERRED

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

368

Position
Between RSJ and metal cladding to column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, plaster/timber walls and boxing to cisterns

108
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0048

059

Area Construction

Area Description
WC/G

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

360

Position
Window ledge
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster/timber walls and boxing to cisterns

109
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0048

062

Area Construction

Area Description
WC/G

Sample Type

Y

REFERRED

Item/Product Description
Insulating board tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

Type

Space
Area No

360

Position
Ceiling

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

8

2
0
1
2
5

2

2

2
2

1
3
0

0
0
3

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Periodic disturbance

Rooms up to 100m2
Easily disturbed
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

See comments

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0048

Area Construction

Area Description
WC/G

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Void
Area No

362

Position

INACCESSIBLE

Main School Building00486
00329 Codsall Community High School 94

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

New vinyl floor, timber/plaster walls, boxing to cisterns and metal
pipework

106
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0049

059

Area Construction

Area Description
WC/B

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

359

Position
Window ledge

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, timber/plaster walls, boxing to cisterns and metal
pipework

107
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0049

062

Area Construction

Area Description
WC/B

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

359

Position
Ceiling

Main School Building00486
00329 Codsall Community High School 96

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
1
2
5

0

1

2
0

0
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

See comments

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0049

Area Construction

Area Description
WC/B void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Void
Area No

361

Position

INACCESSIBLE

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

New vinyl floor, plaster/timber walls, non asbestos ceiling tiles and
metal columns

104
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0050

059

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

357

Position
Window ledge

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, loose fibreglass lagging and steel
RSJS

105
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0050

061

Area Construction

Area Description
Circ void

Sample Type

Y

REFERRED

Item/Product Description
Boarding

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

358

Position
Between metal cladding to RSJ and column
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
1
1
2
6

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New Lift Built post 2000 No Suspect Materials 06.1.11 sc

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0050A

Area Construction

Area Description
Lift

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Space
Area No

391

Position

Main School Building00486
00329 Codsall Community High School 100

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, non asbestos ceiling tiles and plaster/timber walls

100
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0051

059

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

353

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 101

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, non asbestos ceiling tiles and plaster/timber walls

101
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0051

060

Area Construction

Area Description
Circ

Sample Type

Y

PRESUMED

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed, school project.

Type

Space
Area No

353

Position
Fuses inside fuse box to wall

Main School Building00486
00329 Codsall Community High School 102

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
2
3
7

0

0

1
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Crocidolite

Rare disturbance

Large room or well ventilated areas
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Timber ceiling, concrete walls, loose fibreglass lagging and steel
RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0051

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

354

Position

Main School Building00486
00329 Codsall Community High School 103

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plastic panels to skylights, plaster/timber walls and
non asbestos ceiling tiles

136
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0052

069

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

026

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 104

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and
concrete/plaster walls

137
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0052

072

Area Construction

Area Description
Circ void

Sample Type

Y

ACTUAL

Item/Product Description
Cement flue pipe

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

027

Position
Wall above F0055 going into cavity

Main School Building00486
00329 Codsall Community High School 105

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

4

1
0
1
1
3

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster walls, timber floor beneath carpet and non asbestos ceiling
tiles

166
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0053

069

Area Construction

Area Description
Head Office

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

058

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 106

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0053

Area Construction

Area Description
Head Office void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

059

Position

Main School Building00486
00329 Codsall Community High School 107

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles and timber floor beneath
carpet

139
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0054

069

Area Construction

Area Description
Careers office

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

030

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 108

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles and timber floor beneath
carpet

140
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0054

073

Area Construction

Area Description
Careers office

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£150

Manage

Removal cost

Area photo

Type

Space
Area No

030

Position
Beneath window

Main School Building00486
00329 Codsall Community High School 109

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

8

2
0
2
2
6

0

1

2
0

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0054

Area Construction

Area Description
Careers office void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

031

Position

Main School Building00486
00329 Codsall Community High School 110

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles and timber floor beneath
carpet

143
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0055

069

Area Construction

Area Description
Asst Head

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

036

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 111

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles and timber floor beneath
carpet

144
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0055

075

Area Construction

Area Description
Asst Head

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

036

Position
Below window

Main School Building00486
00329 Codsall Community High School 112

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

8

2
0
2
2
6

0

1

2
0

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and
plaster/concrete walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0055

Area Construction

Area Description
Asst Head void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

037

Position

Main School Building00486
00329 Codsall Community High School 113

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceilings tiles, plastic panels to skylight
and vinyl floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0056

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

032

Position

Main School Building00486
00329 Codsall Community High School 114

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation and plaster walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0056

Area Construction

Area Description
Office void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

033

Position

Main School Building00486
00329 Codsall Community High School 115

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber floor beneath carpet, plaster walls and non asbestos ceiling
tiles

145
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0057

069

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

038

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 116

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

146
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0057

076

Area Construction

Area Description
Teaching void

Sample Type

Y

ACTUAL

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

039

Position
Between RSJ and metal column

Main School Building00486
00329 Codsall Community High School 117

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber floor beneath carpet, plaster walls and non asbestos ceiling
tiles

297
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0058

069

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

375

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 118

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

210
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0058

068

Area Construction

Area Description
Teaching Void

Sample Type

Y

REFERRED

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

376

Position
Between RSJ and metal column

Main School Building00486
00329 Codsall Community High School 119

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, timber/plaster walls and non asbestos ceiling tiles

099
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0059

059

Area Construction

Area Description
Stairs

Sample Type

N

ACTUAL

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

351

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 120

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, plaster walls, steel RSJS, loose fibreglass lagging
and fibreglass lagging to pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0059

Area Construction

Area Description
Stairs void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

352

Position

Main School Building00486
00329 Codsall Community High School 121

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, vinyl floor next to cupboard, non asbestos ceiling tiles
and timber floor beneath carpet

161
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0060

069

Area Construction

Area Description
Office

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

053

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 122

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

162
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0060

079

Area Construction

Area Description
Office void

Sample Type

Y

REFERRED

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

054

Position
Between RSJ and metal column

Main School Building00486
00329 Codsall Community High School 123

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, non asbestos ceiling tiles and plaster/timber walls

153
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0061

069

Area Construction

Area Description
Common Room

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

044

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 124

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, non asbestos ceiling tiles and plaster/timber walls

298
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0061

002

Area Construction

Area Description
Common Room

Sample Type

Y

ACTUAL

Item/Product Description
Insulation Board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Aug'12, Order P191177.sc.

Type

Space
Area No

044

Position
Panels Below External Windows

Main School Building00486
00329 Codsall Community High School 125

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
1
1
2
6

1

2

2
1

3
3
2

1
1
6

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Low disturbance

Rooms up to 100m2
Occassionally
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

> 10
Daily
>3 to < 6 hours

Low disturbance
<=1 per year

REMOVED



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

163
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0061

080

Area Construction

Area Description
Common Room void

Sample Type

Y

ACTUAL

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

055

Position
Between metal column and RSJ

Main School Building00486
00329 Codsall Community High School 126

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non Suspects: Suspende Ceiling Tiles, Walls, Skirting, Floor
Covering.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0061A

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc (This used to be part of F0061)

Type

Space
Area No

404

Position

Main School Building00486
00329 Codsall Community High School 127

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

303
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0061A

079

Area Construction

Area Description
Store

Sample Type

Y

REFERRED

Item/Product Description
Packing Board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

New Area created on 06/01/2011. sc

Type

Void
Area No

405

Position
Between Metal Column and RSJ
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber floor, timber/plaster walls and non asbestos ceiling tiles

135
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0062

071

Area Construction

Area Description
Careers office

Sample Type

N

ACTUAL

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed. sc

Type

Space
Area No

024

Position
Fuses in 2 fuse boxes to wall

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

REMOVED



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and plaster
walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0062

Area Construction

Area Description
Careers office void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

025

Position

Main School Building00486
00329 Codsall Community High School 130

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster/timber walls, plastic panels to skylight and
non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0063

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

040

Position

Main School Building00486
00329 Codsall Community High School 131

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and plaster
walls

147
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0063

076

Area Construction

Area Description
Circ void

Sample Type

Y

REFERRED

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

041

Position
Between RSj and metal column

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster/timber walls, new vinyl floor and non asbestos ceiling tiles

164
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0064

081

Area Construction

Area Description
6th Form Study

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Jun'12 & Aug'12, Orders P190642
& P191177.sc.

Type

Space
Area No

056

Position
Below windows x12
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
2
2
6

0

1

2
0

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Timber ceiling, loose fibreglass insulation, steel RSJS and concrete
walls

165
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0064

079

Area Construction

Area Description
6th Form Study

Sample Type

Y

REFERRED

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

057

Position
Between RSJ and metal column

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster/timber walls, non asbestos ceiling tiles and timber floor
beneath carpet

148
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0065

069

Area Construction

Area Description
Office

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

042

Position
Window ledge

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls, non asbestos ceiling tiles and timber floor
beneath carpet

149
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0065

077

Area Construction

Area Description
Office

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Sept'13, Order P101393.

Type

Space
Area No

042

Position
Wall behind radiator

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
2
2
6

0

1

2
0

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Plaster/timber walls, non asbestos ceiling tiles and timber floor
beneath carpet

150
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0065

078

Area Construction

Area Description
Office

Sample Type

Y

ACTUAL

Item/Product Description
Cement pipe

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

042

Position
From ceiling to roof

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

5

1
0
0
2
3

0

1

2
0

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber/concrete ceiling, loose fibreglass insulation, steel RSJS and
concrete walls

151
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0065

078

Area Construction

Area Description
Office void

Sample Type

Y

REFERRED

Item/Product Description
Cement pipe

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

043

Position
From ceiling to roof
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

4

1
0
0
2
3

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber/concrete ceiling, loose fibreglass insulation, steel RSJS and
concrete walls

152
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0065

076

Area Construction

Area Description
Office void

Sample Type

Y

REFERRED

Item/Product Description
Packing board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

043

Position
Between RSJ and metal column

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Fixed fibreboard ceiling tiles with plastered walls and solid floor
beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Foyer

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

110

Position

Main School Building00486
00329 Codsall Community High School 140

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Fixed fibreboard ceiling tiles with plastered walls and solid floor
beneath carpet, timber panels beneath reception windows

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

111

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Fixed fibreboard ceiling tiles with plastered walls and solid floor
beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

Area Construction

Area Description
Secretary

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

113

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Fixed fibreboard ceiling tiles with plastered walls and solid floor
beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

Area Construction

Area Description
Admin

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

114

Position

Main School Building00486
00329 Codsall Community High School 143

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Fixed fibreboard ceiling tiles with plastered walls and solid floor
beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0005

Area Construction

Area Description
Admin

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

115

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, metal ceiling, concrete floor and metal tank

092
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0005A

055

Area Construction

Area Description
Tank room

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

335

Position
Wall to right of door

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
2
2
6

0

1

2
0

0
1
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Monthly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Fixed fibreboard ceiling tiles with plastered/timbered walls and
concrete floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0006

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

109

Position
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls, metal pipework and ceramic tiled
floor

054
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0007

023

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Black nose strips

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

190

Position
Edge of stairs
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Fibreboard ceiling, new vinyl floor, metal pipework, plaster and
wooden panelled walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0008

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

223

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, wooden joists and non asbestos roof felt

065
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0008

035

Area Construction

Area Description
Office

Sample Type

Y

ACTUAL

Item/Product Description
Lagging residues

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

No access presumed condition remained the same (06/01/2011)sc

Type

Void
Area No

224

Position
Wall to back wall from door
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

9

3
0
3
2
8

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Thermal insulation (eg. pipe and boiler lagging), sprayed asbestos, lo
Good condition: no visible damage
Unsealed laggings and sprays.
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, plaster walls, fibreboard ceiling, metal pipework and
wooden panelling to wall

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0009

Area Construction

Area Description
Medical

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

221

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, ceramic cistern, plaster/timber walls and fibreboard
ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0010

Area Construction

Area Description
WC/Uni

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

222

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling, ceramic tiled floor beneath carpet and
wooden panels to walls

068
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0011

038

Area Construction

Area Description
Office

Sample Type

N

ACTUAL

Item/Product Description
Bituminous patch

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

238

Position
Underside of sink
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, timber skylights, plaster ceiling, plaster columns,
plaster/brick walls, timber ceiling to stairs and concrete floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0012

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

192

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor beneath carpet, timber boxing, non asbestos ceiling
tiles and brick/plaster walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0013

Area Construction

Area Description
Dis/Lift

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Newly fitted Lift post 2000. sc

Type

Space
Area No

195

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, brick walls and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0013

Area Construction

Area Description
Lib/Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

196

Position

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Coverings

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0014

Area Construction

Area Description
Library

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

193

Position

Main School Building00486
00329 Codsall Community High School 156

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, plaster walls, plastic pipework and fibreglass lagging
to pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0014

Area Construction

Area Description
Library void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

194

Position

Main School Building00486
00329 Codsall Community High School 157

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Coverings

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0015

Area Construction

Area Description
Library

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

G0015 is now part of G0014.

Type

Space
Area No

197

Position

Main School Building00486
00329 Codsall Community High School 158

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, plaster/brick walls and fibreglass lagging to pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0015

Area Construction

Area Description
Library Void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

198

Position

Main School Building00486
00329 Codsall Community High School 159

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor beneath carpet, plaster/brick walls and non asbestos
ceilings tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0016

Area Construction

Area Description
Lib/Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

199

Position

Main School Building00486
00329 Codsall Community High School 160

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling and brick walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0016

Area Construction

Area Description
Lib/Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

200

Position

Main School Building00486
00329 Codsall Community High School 161

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles, timber floor beneath carpet
and wooden boxing to wall

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0017

Area Construction

Area Description
ICT

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

263

Position

Main School Building00486
00329 Codsall Community High School 162

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, timber ceiling and fibreglass lagging to pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0017

Area Construction

Area Description
ICT void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

264

Position

Main School Building00486
00329 Codsall Community High School 163

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos ceiling tiles, plasterboard walls and concrete floor
beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0018

Area Construction

Area Description
Tech/Graphics

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

241

Position

Main School Building00486
00329 Codsall Community High School 164

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, brick walls and fibreglass pipework lagging

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0018

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

242

Position

Main School Building00486
00329 Codsall Community High School 165

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls, plaster ceiling and ceramic tiled floor beneath
carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0019

Area Construction

Area Description
Interview

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

239

Position

Main School Building00486
00329 Codsall Community High School 166

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling, metal pipework and ceramic tiled
floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0020

Area Construction

Area Description
Inclusion room

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

240

Position

Main School Building00486
00329 Codsall Community High School 167

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, steel RSJ, brick walls, metal pipework, fibreboard
ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0021

Area Construction

Area Description
Site Manager

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

237

Position

Main School Building00486
00329 Codsall Community High School 168

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, brick/plaster walls, metal pipework and timber
ceiling

299
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0022

056

Area Construction

Area Description
Circ

Sample Type

Y

REFERRED

Item/Product Description
Rope Seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£100

Manage

Removal cost

Area photo

Type

Space
Area No

227

Position
Glazed Roof Section

Main School Building00486
00329 Codsall Community High School 169

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
2
1
5

0

0

1
0

3
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Large room or well ventilated areas
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

> 10
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Ceramic tiled floor, timber/plaster walls and glazed ceiling panels

096
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0024

056

Area Construction

Area Description
Tech/Store

Sample Type

Y

REFERRED

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£100

Manage

Removal cost

Area photo

Type

Space
Area No

342

Position
Glazed ceiling panels

Main School Building00486
00329 Codsall Community High School 170

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
2
1
5

0

1

1
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Large room or well ventilated areas
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster/timber walls and ceramic tiled floor

093
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0025

056

Area Construction

Area Description
Circ

Sample Type

Y

ACTUAL

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£100

Manage

Removal cost

Area photo

Type

Space
Area No

336

Position
Glazed ceiling panels

Main School Building00486
00329 Codsall Community High School 171

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
2
1
5

0

1

2
0

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Ceramic tiled floor, plaster/timber walls and fibreboard/fibreglass
ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0026

Area Construction

Area Description
Tech/Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

339

Position

Main School Building00486
00329 Codsall Community High School 172

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber surround and walls, glazed and metal frame to the ceiling

094
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0026

056

Area Construction

Area Description
Tech/Store void

Sample Type

Y

REFERRED

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£100

Manage

Removal cost

Area photo

Type

Void
Area No

340

Position
Glazed ceiling panels

Main School Building00486
00329 Codsall Community High School 173

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
2
1
5

1

1

1
1

1
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Low disturbance

Large room or well ventilated areas
Occassionally
<= 10m2 or <=10m pipe run

1 to 3
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non asbestos boarding/timber/plaster walls, ceramic tiled floor and
glazed ceiling panels

095
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0027

056

Area Construction

Area Description
Circ

Sample Type

Y

REFERRED

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£100

Manage

Removal cost

Area photo

Type

Space
Area No

341

Position
Glazed ceiling panels

Main School Building00486
00329 Codsall Community High School 174

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
2
1
5

0

1

1
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Large room or well ventilated areas
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Brick walls and wooden window frames

289
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0028

180

Area Construction

Area Description
Tech/MM external

Sample Type

Y

REFERRED

Item/Product Description
Cement fillet

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

External
Area No

095

Position
Gable end to edge of roof tiles

Main School Building00486
00329 Codsall Community High School 175

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

2

1
0
0
1
2

0

1

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Wooden floor, brick walls, plaster ceiling and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0028

Area Construction

Area Description
Tech/MM

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

345

Position

Main School Building00486
00329 Codsall Community High School 176

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos roof felt, brick walls, metal pipework and ducts and
loose fibreglass insulation

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0028

Area Construction

Area Description
Tech/MM void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials. Restricted access due to work benches

Type

Void
Area No

346

Position

Main School Building00486
00329 Codsall Community High School 177

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor, brick walls, plaster ceiling and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0029

Area Construction

Area Description
Tech Prep

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

338

Position

Main School Building00486
00329 Codsall Community High School 178

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, plaster ceiling, metal pipework and wooden floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0030

Area Construction

Area Description
Tech/MM

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

337

Position

Main School Building00486
00329 Codsall Community High School 179

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and ceramic tiled floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0031

Area Construction

Area Description
K/Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

274

Position

Main School Building00486
00329 Codsall Community High School 180

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and ceramic tiled floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0032

Area Construction

Area Description
K/Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

273

Position

Main School Building00486
00329 Codsall Community High School 181

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/ceramic tiled walls, plaster ceiling and ceramic tiled floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0033

Area Construction

Area Description
K/Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

272

Position

Main School Building00486
00329 Codsall Community High School 182

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling, metal pipework and ceramic tiled floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0034

Area Construction

Area Description
K/store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

266

Position

Main School Building00486
00329 Codsall Community High School 183

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster/ceramic tiled walls, metal pipework and
plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0035

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

267

Position

Main School Building00486
00329 Codsall Community High School 184

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling and ceramic tiled floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0036

Area Construction

Area Description
Cleaner

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

269

Position

Main School Building00486
00329 Codsall Community High School 185

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/ceramic tiled walls, metal tank with fibreglass insulation,
plaster ceiling, metal pipework and ceramic tiled floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0037

Area Construction

Area Description
Wash

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

275

Position

Main School Building00486
00329 Codsall Community High School 186

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and ceramic tiled floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0038

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

268

Position

Main School Building00486
00329 Codsall Community High School 187

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling, metal pipework and ceramic tiled floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0039

Area Construction

Area Description
Staff/Cloaks

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

270

Position

Main School Building00486
00329 Codsall Community High School 188

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/ceramic tiled walls, plaster ceiling and ceramic tiled floor

071
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0040

040

Area Construction

Area Description
Staff WC

Sample Type

N

ACTUAL

Item/Product Description
Black toilet cistern

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

271

Position
Wall

Main School Building00486
00329 Codsall Community High School 189

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/ceramic tiled walls, metal pipework, plaster ceiling and
ceramic tiled floor

072
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0041

041

Area Construction

Area Description
Kitchen

Sample Type

N

PRESUMED

Item/Product Description
Woven fuse cloths

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by School. sc 6.1.11

Type

Space
Area No

276

Position
Inside fuse box to wall

Main School Building00486
00329 Codsall Community High School 190

ASBESTOS RISK ASSESSMENT

SECTION 5.

REMOVED



N/A

Brick walls, wooden joists, non asbestos roofing felt, fibreglass
lagging to pipework and loose fibreglass lagging

073
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0041

035

Area Construction

Area Description
Kitchen void

Sample Type

Y

REFERRED

Item/Product Description
Insulation residues

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

Type

Void
Area No

277

Position
Wall to right hand side of hatch

Main School Building00486
00329 Codsall Community High School 191

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

9

3
0
3
2
8

0

0

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Thermal insulation (eg. pipe and boiler lagging), sprayed asbestos, lo
Good condition: no visible damage
Unsealed laggings and sprays.
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non Suspects: Suspended Ceiling, Walls, Skirting, Floor Covering

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0041A

Area Construction

Area Description
Servery

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

382

Position

Main School Building00486
00329 Codsall Community High School 192

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New Suspended Ceiling fitted 2010, no suspect materials.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0041A

Area Construction

Area Description
Servery

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Void
Area No

383

Position

Main School Building00486
00329 Codsall Community High School 193

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, pitched tiled roof, wooden window frames and plastic
guttering

285
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0042

180

Area Construction

Area Description
Dining room external

Sample Type

Y

REFERRED

Item/Product Description
Cement fillet

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

External
Area No

083

Position
Gable end to edge of roof tiles

Main School Building00486
00329 Codsall Community High School 194

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

3

1
0
0
1
2

0

2

0
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Wooden floor, plaster walls, timber panels to walls, fibreboard ceiling
panels

066
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0042

036

Area Construction

Area Description
Dining

Sample Type

N

ACTUAL

Item/Product Description
Hatch cover

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

228

Position
Floor by doorway

Main School Building00486
00329 Codsall Community High School 195

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, concrete floor, timber ceiling and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0042

Area Construction

Area Description
Dining void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

236

Position

Main School Building00486
00329 Codsall Community High School 196

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New Suspended Ceiling fitted 2010, no suspect materials.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0042

Area Construction

Area Description
Dining Void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Void
Area No

384

Position

Main School Building00486
00329 Codsall Community High School 197

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0043

Area Construction

Area Description
Snacks area

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

278

Position

Main School Building00486
00329 Codsall Community High School 198

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls, ceiling and beams

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0044

Area Construction

Area Description
Tech/Resrc

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

347

Position

Main School Building00486
00329 Codsall Community High School 199

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster/timber walls and fibreboard ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0045

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

348

Position

Main School Building00486
00329 Codsall Community High School 200

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, ceramic tiled floor and timber panelled ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0046

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials
No asbestos found in skylights Aug 2010 AR P172311

Type

Space
Area No

235

Position

Main School Building00486
00329 Codsall Community High School 201

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

No suspect Materials (Newly built post 2000).

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0046A

Area Construction

Area Description
Dis/WC

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Duct
Area No

387

Position

Main School Building00486
00329 Codsall Community High School 202

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Suspended Ceiling, Walls, Floor Covering (Newly
built post 2000).

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0046A

Area Construction

Area Description
Dis/WC

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Space
Area No

385

Position

Main School Building00486
00329 Codsall Community High School 203

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

No suspect materials (Newly built post 2000).

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0046A

Area Construction

Area Description
Dis/WC

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Void
Area No

386

Position

Main School Building00486
00329 Codsall Community High School 204

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber floor beneath carpet, plaster walls and non asbestos ceiling
tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0047

Area Construction

Area Description
ICT Resource

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

233

Position

Main School Building00486
00329 Codsall Community High School 205

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Fibreboard  ceiling and plaster walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0047

Area Construction

Area Description
ICT Resource void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

234

Position

Main School Building00486
00329 Codsall Community High School 206

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden floor, wooden panels to wall, plaster walls and ceiling

067
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0048

037

Area Construction

Area Description
Tech Resrc

Sample Type

N

ACTUAL

Item/Product Description
Black nosing

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

232

Position
Edge of steps

Main School Building00486
00329 Codsall Community High School 207

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls, metal pipework and fibreboard ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

Area Construction

Area Description
Tech/Food

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

229

Position

Main School Building00486
00329 Codsall Community High School 208

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, wooden joists, non asbestos roofing felt and loose
fibreglass lagging

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

Area Construction

Area Description
Tech/Food void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

231

Position

Main School Building00486
00329 Codsall Community High School 209

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls and fibreglass panels to ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0050

Area Construction

Area Description
Tech/Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

230

Position

Main School Building00486
00329 Codsall Community High School 210

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls and fibreboard ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0051

Area Construction

Area Description
Tech/Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

070

Position

Main School Building00486
00329 Codsall Community High School 211

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Roof, Walls, Pipe Insulation, Blanket Insulation

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0051

Area Construction

Area Description
Tech/Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Void inspected from Access Hatch in Room G0049.

Type

Void
Area No

071

Position

Main School Building00486
00329 Codsall Community High School 212

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, metal pipework, plaster walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0052

Area Construction

Area Description
Tech/Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

259

Position

Main School Building00486
00329 Codsall Community High School 213

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, glazed ceiling panels and metal/plastic guttering

284
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0053

180

Area Construction

Area Description
Tech/Food external

Sample Type

Y

ACTUAL

Item/Product Description
Cement fillet

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

External
Area No

076

Position
Gable end to edge of roof tiles

Main School Building00486
00329 Codsall Community High School 214

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

2

1
0
0
1
2

0

1

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, metal pipework, plaster walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0053

Area Construction

Area Description
Tech/Food

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

258

Position

Main School Building00486
00329 Codsall Community High School 215

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Roof, Walls, Pipe Insulation, Blanket Insulation

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0053

Area Construction

Area Description
Tech/Food

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Void inspected from Access Hatch in Room G0049.

Type

Void
Area No

406

Position

Main School Building00486
00329 Codsall Community High School 216

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, timber ceiling and plaster/timber walls

069
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0054

039

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Black nosing strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

260

Position
Edge of step

Main School Building00486
00329 Codsall Community High School 217

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, timber/plaster walls and timber ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0055

Area Construction

Area Description
Cleaner

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

262

Position

Main School Building00486
00329 Codsall Community High School 218

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, glazed ceiling panels, wooden window frames and
metal/plastic guttering

281
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0056

179

Area Construction

Area Description
Circ external

Sample Type

Y

ACTUAL

Item/Product Description
Rope seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Feb'12, Order P183358.sc.

Type

External
Area No

073

Position
Between glazed ceiling panels

Main School Building00486
00329 Codsall Community High School 219

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
1
2
1
6

0

1

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Ceramic tiled floor, glazed ceiling and plaster walls

070
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0056

039

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Black nosing strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

261

Position
Edge of step

Main School Building00486
00329 Codsall Community High School 220

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling, ceramic tiled floor beneath carpet
and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0057

Area Construction

Area Description
Tech/Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

322

Position

Main School Building00486
00329 Codsall Community High School 221

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

See comments

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0057

Area Construction

Area Description
Tech/Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Void
Area No

323

Position

INACCESSIBLE

Main School Building00486
00329 Codsall Community High School 222

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

Brick walls, glazed ceiling panels, wooden window frames and lead
flashing

283
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0058

179

Area Construction

Area Description
Cleaner external

Sample Type

Y

REFERRED

Item/Product Description
Rope seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

No asbestos found in skyl ights Aug 2010 AR
P172311

No asbestos found in skylights Aug 2010 AR P172311. Skylight is
situated over room G0046.

Type

External
Area No

075

Position
Between glazed ceiling panels

Main School Building00486
00329 Codsall Community High School 223

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
2
1
5

0

1

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Ceramic tiled floor, metal pipework, fibreboard ceiling and plaster
walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0058

Area Construction

Area Description
Cleaner

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

324

Position

Main School Building00486
00329 Codsall Community High School 224

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, metal guttering, timber soffits, wooden window frames
and pitched tiled roof

280
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0059

178

Area Construction

Area Description
WC/B external

Sample Type

Y

ACTUAL

Item/Product Description
Cement flue pipe

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

External
Area No

072

Position
To wall

Main School Building00486
00329 Codsall Community High School 225

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

3

1
1
0
1
3

0

1

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos re-inforced composites
Low damage: a few scratches or surface marks; broken edges on baords,
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Ceramic tiled floor, metal pipework, plastic cisterns, plaster walls and
fibreboard ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0059

Area Construction

Area Description
WC/B

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

287

Position

Main School Building00486
00329 Codsall Community High School 226

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls and fibreboard ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0060

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

285

Position

Main School Building00486
00329 Codsall Community High School 227

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, non asbestos roofing felt, wooden joists and loose
fibreglass lagging

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0060

Area Construction

Area Description
Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

286

Position

Main School Building00486
00329 Codsall Community High School 228

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber floor, timber/brick walls, plaster ceiling and live electrics

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0061

Area Construction

Area Description
Electrics

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials. No access to live electrics

Type

Space
Area No

284

Position

Main School Building00486
00329 Codsall Community High School 229

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls, fibreboard ceiling, wooden boxing
to cisterns and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0062

Area Construction

Area Description
WC/G

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

283

Position

Main School Building00486
00329 Codsall Community High School 230

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, brick walls and plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0063

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

282

Position

Main School Building00486
00329 Codsall Community High School 231

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls, Skirting, Floor coverings

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0064

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

280

Position

Main School Building00486
00329 Codsall Community High School 232

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls, Skirting, Floor Coverings

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0064A

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

G0064A is now part of G0064.

Type

Space
Area No

344

Position

Main School Building00486
00329 Codsall Community High School 233

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls, Skirting, Floor Coverings

074
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0065

042

Area Construction

Area Description
Office

Sample Type

N

ACTUAL

Item/Product Description
Cement iron rests

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed  by Pectel on staffs order P150753
31-5-2008 (AR)

Type

Space
Area No

281

Position
Ironing boards x2

Main School Building00486
00329 Codsall Community High School 234

ASBESTOS RISK ASSESSMENT

SECTION 5.

REMOVED



N/A

Ceramic tiled floor, plaster walls, timber boxing and panels above
windows, metal pipework and plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0066

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

243

Position

Main School Building00486
00329 Codsall Community High School 235

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls and ceiling and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0067

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

244

Position

Main School Building00486
00329 Codsall Community High School 236

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and concrete floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0068

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

252

Position

Main School Building00486
00329 Codsall Community High School 237

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, metal pipework, non asbestos ceiling tiles and
concrete floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0069

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

250

Position

Main School Building00486
00329 Codsall Community High School 238

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster ceiling, plaster/wooden walls and fibreglass pipe lagging

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0069

Area Construction

Area Description
Office void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

251

Position

Main School Building00486
00329 Codsall Community High School 239

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles, metal pipework and
concrete floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0070

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

247

Position

Main School Building00486
00329 Codsall Community High School 240

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0070

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

248

Position

Main School Building00486
00329 Codsall Community High School 241

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0071

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

249

Position

Main School Building00486
00329 Codsall Community High School 242

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, metal pipework, plaster walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0072

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

255

Position

Main School Building00486
00329 Codsall Community High School 243

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles and concrete floor beneath
carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0073

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

253

Position

Main School Building00486
00329 Codsall Community High School 244

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls and plaster ceiling,

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0073

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

254

Position

Main School Building00486
00329 Codsall Community High School 245

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, concrete floor beneath carpet, timber boxing to corner
of room, metal pipework and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0074

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

256

Position

Main School Building00486
00329 Codsall Community High School 246

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls and plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0074

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

257

Position

Main School Building00486
00329 Codsall Community High School 247

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls and ceiling and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0075

Area Construction

Area Description
Stairs

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

245

Position

Main School Building00486
00329 Codsall Community High School 248

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor beneath carpet, plaster walls and ceiling and
metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0076

Area Construction

Area Description
Exams Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

246

Position

Main School Building00486
00329 Codsall Community High School 249

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden floor, plaster walls and ceiling and steel RSJ

091
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0077

054

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by School.

Type

Space
Area No

334

Position
Loose fuses on shelf below fuse box

Main School Building00486
00329 Codsall Community High School 250

ASBESTOS RISK ASSESSMENT

SECTION 5.

REMOVED



N/A

Wooden floor, plaster walls, steel RSJS and plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0078

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

333

Position

Main School Building00486
00329 Codsall Community High School 251

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0079

Area Construction

Area Description
Science Lab

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials. No access to fixed cabinets beneath windows

Type

Space
Area No

332

Position

Main School Building00486
00329 Codsall Community High School 252

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, metal pipework, plaster RSJS and columns, plaster
walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0080

Area Construction

Area Description
Science Lab

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

265

Position

Main School Building00486
00329 Codsall Community High School 253

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls, concrete ceiling, metal pipework and
metal RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0080

Area Construction

Area Description
Science Lab

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials. No access behind fixed cabinets beneath
windows

Type

Space
Area No

279

Position

Main School Building00486
00329 Codsall Community High School 254

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster/timber walls and plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0081

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

191

Position

Main School Building00486
00329 Codsall Community High School 255

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, metal pipework, timber panel below window, plaster
columns and beams, plaster walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0082

Area Construction

Area Description
Science Lab

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

225

Position

Main School Building00486
00329 Codsall Community High School 256

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls, fibreboard ceiling and concrete
stairs

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0083

Area Construction

Area Description
Stairs

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

226

Position

Main School Building00486
00329 Codsall Community High School 257

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete ceiling, brick walls and timber floor

090
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0084

053

Area Construction

Area Description
Store

Sample Type

Y

ACTUAL

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed, School Project.

Type

Space
Area No

321

Position
Fuses in fuse box above doorway

Main School Building00486
00329 Codsall Community High School 258

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
2
1
5

0

1

2
0

0
1
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Monthly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Non Suspects: Ceiling, Walls, Skirting, Floor Coverings

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0084

Area Construction

Area Description
Circulation

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

407

Position

Main School Building00486
00329 Codsall Community High School 259

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls, Skirting, Floor Coverings

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0084A

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

325

Position

Main School Building00486
00329 Codsall Community High School 260

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor, concrete ceiling, 1x metal tank, 1x plastic tank, brick
walls and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0085

Area Construction

Area Description
Roof access

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

188

Position

Main School Building00486
00329 Codsall Community High School 261

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

See comments

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0085

Area Construction

Area Description
Roof access void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Void
Area No

189

Position

INACCESSIBLE

Main School Building00486
00329 Codsall Community High School 262

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

Non Suspects: Ceiling, Walls, Skirting, Floor Coverings

004
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0086

004

Area Construction

Area Description
Circulation

Sample Type

Y

ACTUAL

Item/Product Description
Brown tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed August 2010 by BES on staffs order
P171952 (AR).

Type

Space
Area No

118

Position
Floor beneath carpet

Main School Building00486
00329 Codsall Community High School 263

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

1
0
0
1
2

0

0

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Plastered ceiling and walls with solid floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0087

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

119

Position

Main School Building00486
00329 Codsall Community High School 264

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plastered ceiling and walls with solid floor beneath carpet

006
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0088

004

Area Construction

Area Description
Bursar

Sample Type

Y

REFERRED

Item/Product Description
Brown tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

120

Position
Floor

Main School Building00486
00329 Codsall Community High School 265

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

5

1
0
0
1
2

1

1

2
1

1
3
1

0
0
3

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Low disturbance

Rooms up to 100m2
Occassionally
<= 10m2 or <=10m pipe run

1 to 3
Daily
>1 to < 3 hours

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plastered ceiling and walls with ceramic floor tiles, timber panels to
skylight

002
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0089

002

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Black tread

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

117

Position
Stairs

Main School Building00486
00329 Codsall Community High School 266

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plastered ceiling and walls with ceramic floor tiles, timber panels to
skylight

003
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0089

003

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Bitumen felt

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

117

Position
Around skylight

Main School Building00486
00329 Codsall Community High School 267

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plastered ceiling and walls with ceramic floor tiles, timber panels to
skylight

005
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0089

005

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Brown tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

117

Position
Floor

Main School Building00486
00329 Codsall Community High School 268

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plastered ceiling and walls with ceramic floor tiles beneath carpet

007
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0090

006

Area Construction

Area Description
Circ

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,500

Manage

Removal cost

Area photo

Action changed to manage.sc 6/1/11.

Type

Space
Area No

121

Position
Ceiling

Main School Building00486
00329 Codsall Community High School 269

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
1
2
5

1

1

2
1

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Low disturbance

Rooms up to 100m2
Occassionally
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plastered walls with ceramic floor tiles

016
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0091

006

Area Construction

Area Description
Circ

Sample Type

Y

REFERRED

Item/Product Description
Insulating board tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

129

Position
Ceiling above male WC

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
1
2
5

1

1

2
1

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Low disturbance

Rooms up to 100m2
Occassionally
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plastered walls with ceramic floor tiles and plastic cisterns

015
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0092

006

Area Construction

Area Description
WC/STF/M

Sample Type

Y

REFERRED

Item/Product Description
Insulating board tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

128

Position
Ceiling

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

8

2
0
1
2
5

1

2

2
1

1
3
0

0
0
3

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Low disturbance

Rooms up to 100m2
Occassionally
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non-asbestos ceiling tiles with plastered walls and new vinyl to floor,
new sink unit

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0093

Area Construction

Area Description
Kitchen/staff

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials. Part of G0094 as per AMP CAD

Type

Space
Area No

134

Position

Main School Building00486
00329 Codsall Community High School 272

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Strawboard ceiling panels with timber structure and loose MMMF,
brick walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0093

Area Construction

Area Description
Kitchen/staff

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials. Part of G0094 as AMP CAD

Type

Void
Area No

135

Position

Main School Building00486
00329 Codsall Community High School 273

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non-asbestos ceiling tiles with plastered walls and new vinyl flooring
beneath carpet

017
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0094

011

Area Construction

Area Description
Staffroom

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board panels

Area comments

Assesment comments

Assessment Photo

Recommendation

£3,000

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Assessment 17 ENCAPSUATED 2008

Type

Space
Area No

132

Position
Boxing to skylight

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

5

2
0
1
2
5

0

0

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Strawboard ceiling panel with timber structure, steel RSJs, loose
MMMF, brick walls

018
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0094

011

Area Construction

Area Description
Staffroom void

Sample Type

Y

REFERRED

Item/Product Description
Insulating board panels

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Void
Area No

133

Position
Boxing to skylight
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00329 Codsall Community High School 275

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plastered ceiling and walls with solid floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0095

Area Construction

Area Description
STFF/Cloak

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

131

Position

Main School Building00486
00329 Codsall Community High School 276

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plastered ceiling and walls with new vinyl flooring, timber boxing to
corner of room

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0096

Area Construction

Area Description
WC/STF/F

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

130

Position

Main School Building00486
00329 Codsall Community High School 277

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plastered walls with solid floor beneath carpet

019
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0097

011

Area Construction

Area Description
Admin

Sample Type

Y

REFERRED

Item/Product Description
Insulating board tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

136

Position
Ceiling
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
1
2
5

1

1

2
1

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Low disturbance

Rooms up to 100m2
Occassionally
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plaster and wood panel walls, non asbestos ceiling tiles, wooden
boxing to fire extinguisher.

020
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0098

012

Area Construction

Area Description
Circ

Sample Type

Y

ACTUAL

Item/Product Description
Green, brown and cream vinyl floor tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES July'14, Order P410401.

Type

Space
Area No

137

Position
Floor
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

1
0
0
1
2

2

2

2
2

0
3
0

1
0
3

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Periodic disturbance

Rooms up to 100m2
Easily disturbed
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

None
Daily
< 1 hour

Low disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Plaster and wood panel walls, non asbestos ceiling tiles, wooden
boxing to fire extinguisher.

021
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0098

013

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Window sil

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

137

Position
To window at low level

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, RSJ's, plastic and metal pipework, fiberglass lagging
to pipes

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0098

Area Construction

Area Description
Circ - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

138

Position

Main School Building00486
00329 Codsall Community High School 281

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, timber/plaster walls, plasterboard ceiling tiles and
stone staircase

078
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0099

045

Area Construction

Area Description
Stairs

Sample Type

N

ACTUAL

Item/Product Description
Grey vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

304

Position
Low level window ledge

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, timber ceiling and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0099

Area Construction

Area Description
Stairs void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

305

Position

Main School Building00486
00329 Codsall Community High School 283

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non-asbestos ceiling tiles with plastered walls and solid floor
beneath carpet

008
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0100

007

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Grey vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

122

Position
Ledges beneath windows

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling with metal RSJs and solid walls

009
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0100

008

Area Construction

Area Description
Teaching void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board packing

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

123

Position
In vertical columns

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non-asbestos ceiling tiles with plastered walls and new vinyl floor
beneath carpet

010
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0101

007

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Grey vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

124

Position
Ldeges beneath windows

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling with steel RSJs and solid walls

011
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0101

008

Area Construction

Area Description
Teaching void

Sample Type

Y

REFERRED

Item/Product Description
Insulating board packing

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

125

Position
Vertical columns

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non-asbestos ceiling tiles with plastered walls and new vinyl flooring

012
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0102

007

Area Construction

Area Description
Science lab

Sample Type

N

REFERRED

Item/Product Description
Grey vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

126

Position
Ledges beneath windows

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling with steel RSJs and solid walls, fibreglass fire break

013
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0102

009

Area Construction

Area Description
Science lab void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board packing

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

127

Position
In vertical columns

Main School Building00486
00329 Codsall Community High School 289

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
1
1
2
6

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber ceiling with steel RSJs and solid walls, fibreglass fire break

014
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0102

010

Area Construction

Area Description
Science lab void

Sample Type

N

ACTUAL

Item/Product Description
Insulating board debris

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

127

Position
To RSJs

Main School Building00486
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ASBESTOS RISK ASSESSMENT

SECTION 5.

REMOVED



N/A

Plaster walls and non asbestos ceiling tiles

062
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0103

032

Area Construction

Area Description
Office

Sample Type

Y

ACTUAL

Item/Product Description
Blue vinyl tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£250

Manage

Removal cost

Area photo

Type

Space
Area No

216

Position
Floor

Main School Building00486
00329 Codsall Community High School 291

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

4

1
0
0
1
2

0

1

2
0

0
2
0

0
0
2

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Weekly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber ceiling, plaster walls and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0103

Area Construction

Area Description
Office void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

217

Position

Main School Building00486
00329 Codsall Community High School 292

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden floor, plaster walls, metal pipework and non asbestos
ceiling tiles

081
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0104

048

Area Construction

Area Description
Science Lab

Sample Type

N

ACTUAL

Item/Product Description
Painted vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

No access behind fixed cabinets below windows

Type

Space
Area No

308

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 293

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, steel RSJS and fibreglass lagging to
pipework

080
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0104

047

Area Construction

Area Description
Science Lab void

Sample Type

Y

ACTUAL

Item/Product Description
Packing

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

309

Position
Between RSJ and metal cladding

Main School Building00486
00329 Codsall Community High School 294

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Wooden floor, plaster/timber walls and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0105

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

205

Position

Main School Building00486
00329 Codsall Community High School 295

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Metal pipework, timber ceiling, steel RSJS, loose fibreglass
insulation and plastic pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0105

Area Construction

Area Description
Science prep void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

206

Position

Main School Building00486
00329 Codsall Community High School 296

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden floor, plaster walls, non asbestos ceiling tiles, wooden
panels to walls and plaster boxing

057
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0106

028

Area Construction

Area Description
Science Lab

Sample Type

N

REFERRED

Item/Product Description
Green vinyl strips

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

203

Position
To window ledges

Main School Building00486
00329 Codsall Community High School 297

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, plaster walls and steel RSJS

058
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0106

029

Area Construction

Area Description
Science Lab void

Sample Type

Y

REFERRED

Item/Product Description
Packing

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

204

Position
Between columns and metal cladding

Main School Building00486
00329 Codsall Community High School 298

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Wooden floor, plaster walls and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0107

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

207

Position

Main School Building00486
00329 Codsall Community High School 299

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, plaster walls and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0107

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

208

Position

Main School Building00486
00329 Codsall Community High School 300

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden floor, plaster walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0108

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

209

Position

Main School Building00486
00329 Codsall Community High School 301

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, plaster walls and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0108

Area Construction

Area Description
Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

210

Position

Main School Building00486
00329 Codsall Community High School 302

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster/timber walls and non asbestos ceiling tiles

059
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0109

028

Area Construction

Area Description
Sci Prep

Sample Type

N

REFERRED

Item/Product Description
White painted vinyl strips

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

211

Position
To window ledges on different levels

Main School Building00486
00329 Codsall Community High School 303

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, timber RSJS and loose fibreglass
insulation

060
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0109

030

Area Construction

Area Description
Sci Prep void

Sample Type

Y

ACTUAL

Item/Product Description
Packing

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

212

Position
Between metal cladding and RSJS

Main School Building00486
00329 Codsall Community High School 304

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
1
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Monthly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

New vinyl floor, plastic pipework and walls to fume cupboards, non
asbestos ceiling tiles, metal pipework and plaster walls

055
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0110

028

Area Construction

Area Description
Science Lab

Sample Type

N

ACTUAL

Item/Product Description
White painted vinyl strips

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

201

Position
To window ledges on different levels

Main School Building00486
00329 Codsall Community High School 305

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, steel RSJS, plaster walls, plastic pipework and
fibreglass lagging to pipework

056
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0110

029

Area Construction

Area Description
Science Lab void

Sample Type

Y

ACTUAL

Item/Product Description
Packing

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

202

Position
Between columns and metal cladding

Main School Building00486
00329 Codsall Community High School 306

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
1
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Monthly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber walls, ceramic tiled floor and timber doorhead

275
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0111

173

Area Construction

Area Description
Stairs external

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

External
Area No

067

Position
To walls and ceiling

Main School Building00486
00329 Codsall Community High School 307

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls, wooden panels to walls and stone stairs

052
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0111

024

Area Construction

Area Description
Stairs

Sample Type

N

REFERRED

Item/Product Description
Cream vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

184

Position
Floor on low level ledge

Main School Building00486
00329 Codsall Community High School 308

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, plaster walls and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0111

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

185

Position

Main School Building00486
00329 Codsall Community High School 309

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden floor, plaster walls and non asbestos ceiling tiles

087
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0112

051

Area Construction

Area Description
Store

Sample Type

Y

ACTUAL

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£150

Manage

Removal cost

Area photo

Type

Space
Area No

314

Position
Fuses in fuse box

Main School Building00486
00329 Codsall Community High School 310

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

8

3
0
2
1
6

0

1

2
0

0
2
0

0
0
2

Likelyhood of Disturbance

Thermal insulation (eg. pipe and boiler lagging), sprayed asbestos, lo
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Weekly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Wooden floor, plaster walls and non asbestos ceiling tiles

088
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0112

048

Area Construction

Area Description
Store

Sample Type

N

REFERRED

Item/Product Description
Painted vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

314

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 311

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

See comments

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0112

Area Construction

Area Description
Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Void
Area No

315

Position

INACCESSIBLE

Main School Building00486
00329 Codsall Community High School 312

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

Wooden floor, plaster walls, metal pipework and non asbestos
ceiling tiles

084
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0113

048

Area Construction

Area Description
Science Lab

Sample Type

N

REFERRED

Item/Product Description
Painted vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

312

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 313

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete walls, timber ceiling and steel RSJS

085
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0113

049

Area Construction

Area Description
Science Lab void

Sample Type

Y

REFERRED

Item/Product Description
Packing

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

313

Position
Between RSJ and metal column

Main School Building00486
00329 Codsall Community High School 314

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

0

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Concrete walls, timber ceiling and steel RSJS

086
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0113

050

Area Construction

Area Description
Science Lab void

Sample Type

Y

ACTUAL

Item/Product Description
Loose cement

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by Pectel  on staf fs order P150753
31-5-2008 (AR)

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

313

Position
On board to RSJ

Main School Building00486
00329 Codsall Community High School 315

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
1
1
4

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Concrete floor, brick walls and metal pipework

061
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0114

031

Area Construction

Area Description
Chemical store

Sample Type

N

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

215

Position
Ceiling and around air vent

Main School Building00486
00329 Codsall Community High School 316

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden floor, plaster walls, metal pipework and non asbestos
ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0115

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

213

Position

Main School Building00486
00329 Codsall Community High School 317

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, plaster/concrete walls and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0115

Area Construction

Area Description
Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

214

Position

Main School Building00486
00329 Codsall Community High School 318

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles and wooden panels to walls

051
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0116

027

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Brown vinyl tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

182

Position
Floor

Main School Building00486
00329 Codsall Community High School 319

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Fibreglass lagging to pipework, timber ceiling, plaster walls and steel
RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0116

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

183

Position

Main School Building00486
00329 Codsall Community High School 320

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden floor, plaster/timber walls and non asbestos ceiling tiles

082
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0117

048

Area Construction

Area Description
Meeting Room

Sample Type

N

REFERRED

Item/Product Description
Painted vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

310

Position
Window ledge

Main School Building00486
00329 Codsall Community High School 321

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, metal pipework and steel RSJS

083
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0117

049

Area Construction

Area Description
Science Lab void

Sample Type

Y

ACTUAL

Item/Product Description
Packing

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

311

Position
Between RSJ and metal column

Main School Building00486
00329 Codsall Community High School 322

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Plasterboard walls, wooden panels to walls, non asbestos ceiling
tiles and metal pipework

049
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0118

025

Area Construction

Area Description
Circ

Sample Type

Y

ACTUAL

Item/Product Description
Green vinyl tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES July'14, Order P410401.

Type

Space
Area No

180

Position
Floor

Main School Building00486
00329 Codsall Community High School 323

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

1
0
0
1
2

0

1

2
0

0
3
0

0
0
2

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Plasterboard walls, wooden panels to walls, non asbestos ceiling
tiles and metal pipework

050
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0118

026

Area Construction

Area Description
Circ

Sample Type

Y

PRESUMED

Item/Product Description
Woven fuse cloths

Area comments

Assesment comments

Assessment Photo

Recommendation

£250

Manage

Removal cost

Area photo

Type

Space
Area No

180

Position
Inside fuse cupboard

Main School Building00486
00329 Codsall Community High School 324

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

-2

2
0
3
3
8

0

1

2
0

0
1
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed laggings and sprays.
Crocidolite

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Monthly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber ceiling, metal tank and pipework, plaster walls and steel
RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0118

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

181

Position

Main School Building00486
00329 Codsall Community High School 325

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls, non asbestos ceiling tiles and concrete floor
beneath carpet

053
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0119

024

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Cream vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

186

Position
Floor on window ledge

Main School Building00486
00329 Codsall Community High School 326

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0119

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

187

Position

Main School Building00486
00329 Codsall Community High School 327

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls, non asbestos ceiling tiles and concrete floor
beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0120

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

381

Position

Main School Building00486
00329 Codsall Community High School 328

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

No Suspects: Ceiling, Walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0120

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

388

Position

Main School Building00486
00329 Codsall Community High School 329

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos flooring, plaster walls, plastic cisterns

025
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0121

015

Area Construction

Area Description
WC/G

Sample Type

Y

REFERRED

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

Encapsulated by BES 2011, School Project.

Type

Space
Area No

143

Position
Ceiling tiles

Main School Building00486
00329 Codsall Community High School 330

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

8

2
0
1
2
5

1

2

2
1

1
3
0

0
0
3

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Low disturbance

Rooms up to 100m2
Occassionally
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

No access above asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0121

Area Construction

Area Description
WC/G - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Void
Area No

144

Position

INACCESSIBLE

Main School Building00486
00329 Codsall Community High School 331

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

Non asbestos vinyl flooring, plaster walls, plastic cisterns

024
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0122

015

Area Construction

Area Description
WC/B

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES 2011, School Project.

No access to cisterns in toilets - boxed in.

Type

Space
Area No

141

Position
Ceiling tiles

Main School Building00486
00329 Codsall Community High School 332

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
1
1
2
6

0

1

2
0

0
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Non Suspects: Ceiling, Walls, Pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0122

Area Construction

Area Description
WC/B

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Void
Area No

142

Position

Main School Building00486
00329 Codsall Community High School 333

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles, non asbestos vinyl flooring,
timber paneling

022
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0123

013

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

139

Position
to window at high level

Main School Building00486
00329 Codsall Community High School 334

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, RSJ's, concrete walls, fibreglass lagging to pipes

023
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0123

014

Area Construction

Area Description
Circ - void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board packing to column

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

140

Position
To every column in circ

Main School Building00486
00329 Codsall Community High School 335

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
1
1
2
6

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non Suspects: Ceiling, Walls, Floor. Newly built area post 2000.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0123A

Area Construction

Area Description
Lift

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Space
Area No

400

Position

Main School Building00486
00329 Codsall Community High School 336

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos vinyl flooring, metal walls, non asbestos ceiling tiles

028
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0124

013

Area Construction

Area Description
WC/G

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

No access to cisterns behind boxing

Type

Space
Area No

147

Position
To low level window

Main School Building00486
00329 Codsall Community High School 337

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, rsj's, metal pipework with fiberglass
lagging

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0124

Area Construction

Area Description
WC/G - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

148

Position

Main School Building00486
00329 Codsall Community High School 338

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, non asbestos ceiling tiles, ceramic cistern, wooden
panels to wall and plaster walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0124A

Area Construction

Area Description
Disabled WC

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

349

Position

Main School Building00486
00329 Codsall Community High School 339

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, plaster/metal walls and steel RSJS

098
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0124A

058

Area Construction

Area Description
Disabled WC

Sample Type

Y

ACTUAL

Item/Product Description
Cement flue pipe

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

350

Position
Wall

Main School Building00486
00329 Codsall Community High School 340

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

3

1
0
0
1
2

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Metal walls, non asbestos vinyl flooring, non asbestos ceiling tiles,
ceramic toilet cisterns

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0125

Area Construction

Area Description
WC/B

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

149

Position

Main School Building00486
00329 Codsall Community High School 341

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, metal pipework, concrete walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0125

Area Construction

Area Description
WC/B -  void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

150

Position

Main School Building00486
00329 Codsall Community High School 342

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos vinyl flooring, non asbestos ceiling tiles, metal, wood
and plaster walls, metal columns

026
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0126

013

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Window sil

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

145

Position
To window at low level

Main School Building00486
00329 Codsall Community High School 343

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, RSJ's, concrete walls

027
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0126

014

Area Construction

Area Description
Circ - void

Sample Type

Y

REFERRED

Item/Product Description
Insulating board packing

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR.

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

146

Position
To every column in circ

Main School Building00486
00329 Codsall Community High School 344

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
0
1
2
5

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Concrete floor below carpet, non asbestos ceiling tiles, timber
paneling to metal walls, timber boards below windows

030
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0127

013

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

155

Position
To low level window ledge

Main School Building00486
00329 Codsall Community High School 345

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, RSJ's, fiberglass to metal pipes

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0127

Area Construction

Area Description
Teaching - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

156

Position

Main School Building00486
00329 Codsall Community High School 346

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor below carpet, metal and timber walls, non asbestos
ceiling tiles

029
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0128

013

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

153

Position
To low level window ledge

Main School Building00486
00329 Codsall Community High School 347

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, RSJ's, fibreglass to metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0128

Area Construction

Area Description
Teaching - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

154

Position

Main School Building00486
00329 Codsall Community High School 348

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, plaster ceiling, timber boxing to ceiling and concrete floor
beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0129

Area Construction

Area Description
Lobby

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

170

Position

Main School Building00486
00329 Codsall Community High School 349

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, concrete floor and metal framed window

272
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0130

172

Area Construction

Area Description
Circ external

Sample Type

N

REFERRED

Item/Product Description
Cement fillet

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

External
Area No

064

Position
Edge of roof

Main School Building00486
00329 Codsall Community High School 350

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls and plaster ceiling

043
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0130

022

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Grey/green vinyl tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

171

Position
Floor

Main School Building00486
00329 Codsall Community High School 351

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls and plaster ceiling

044
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0130

023

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Black nose strips

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

171

Position
Edge of steps

Main School Building00486
00329 Codsall Community High School 352

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling, ceramic tiled floor and ceramic cistern

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0131

Area Construction

Area Description
WC/STF/M

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

176

Position

Main School Building00486
00329 Codsall Community High School 353

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling, ceramic cistern and ceramic tiled floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0132

Area Construction

Area Description
WC/STF/F

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

175

Position

Main School Building00486
00329 Codsall Community High School 354

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Tiled walls and floor, plaster ceiling and ceramic cisterns

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0133

Area Construction

Area Description
WC/G

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

174

Position

Main School Building00486
00329 Codsall Community High School 355

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling

076
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0134

044

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Green vinyl tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

301

Position
Floor

Main School Building00486
00329 Codsall Community High School 356

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Foil covered foam ceiling panels, brick walls, plastic tanks, fibreglass
pipework lagging, wooden joists,

075
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0134

043

Area Construction

Area Description
Store void

Sample Type

N

ACTUAL

Item/Product Description
Insulating board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Void
Area No

302

Position
To rear of loft hatch

Main School Building00486
00329 Codsall Community High School 357

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and concrete floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0135

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

379

Position

Main School Building00486
00329 Codsall Community High School 358

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and concrete floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0136

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

297

Position

Main School Building00486
00329 Codsall Community High School 359

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and concrete floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0137

Area Construction

Area Description
Asst Head

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

296

Position

Main School Building00486
00329 Codsall Community High School 360

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster wals and ceiling and new vinyl floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0138

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

295

Position

Main School Building00486
00329 Codsall Community High School 361

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling

077
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0139

044

Area Construction

Area Description
Cleaner

Sample Type

N

REFERRED

Item/Product Description
Green vinyl tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

303

Position
Floor

Main School Building00486
00329 Codsall Community High School 362

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and new vinyl floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0140

Area Construction

Area Description
Year Head

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

293

Position

Main School Building00486
00329 Codsall Community High School 363

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick/plaster walls, steel RSJS, wooden joists, foil covered foam
ceiling panels and fibreglass lagging to pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0140

Area Construction

Area Description
Year Head void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

294

Position

Main School Building00486
00329 Codsall Community High School 364

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, timber soffits, plastic guttering and pitched tiled roof

274
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0141

172

Area Construction

Area Description
ICT external

Sample Type

N

REFERRED

Item/Product Description
Cement fillet

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

External
Area No

066

Position
Edge of roof

Main School Building00486
00329 Codsall Community High School 365

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling, metal pipework and concrete floor beneath
carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0141

Area Construction

Area Description
ICT

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

291

Position

Main School Building00486
00329 Codsall Community High School 366

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Metal pipework and columns, brick walls, plaster ceiling, concrete
floor beneath carpet and plaster boxing to ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0142

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

179

Position

Main School Building00486
00329 Codsall Community High School 367

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, pitched tiled roof, timber soffits and plastic guttering

273
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0143

172

Area Construction

Area Description
Science Lab

Sample Type

N

REFERRED

Item/Product Description
Cement fillet

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

External
Area No

065

Position
Edge of roof

Main School Building00486
00329 Codsall Community High School 368

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, metal pipework, plaster walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0143

Area Construction

Area Description
Science Lab

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

292

Position

Main School Building00486
00329 Codsall Community High School 369

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls and ceiling

097
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0144

057

Area Construction

Area Description
Science Lab

Sample Type

N

ACTUAL

Item/Product Description
Bituminous patch

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

343

Position
Underside of sink

Main School Building00486
00329 Codsall Community High School 370

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, plaster ceiling, plastic panels to walls of skylight

048
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0145

022

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Grey/green vinyl tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

178

Position
Floor

Main School Building00486
00329 Codsall Community High School 371

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor and walls, metal pipework and fibreglass lagging to
pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0146

Area Construction

Area Description
Science Lab duct

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Duct
Area No

290

Position

Main School Building00486
00329 Codsall Community High School 372

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

New vinyl floor, plaster walls and ceiling and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0146

Area Construction

Area Description
Science Lab

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

289

Position

Main School Building00486
00329 Codsall Community High School 373

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor beneath carpet, plaster walls and ceiling and wooden
panels to walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0147

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

298

Position

Main School Building00486
00329 Codsall Community High School 374

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, foil covered foam ceiling panels and loose fibreglass
insulation

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0147

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

299

Position

Main School Building00486
00329 Codsall Community High School 375

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling, wooden panels to walls and concrete floor
beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0148

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

288

Position

Main School Building00486
00329 Codsall Community High School 376

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls and plaster ceiling

047
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0149

022

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Grey/green vinyl tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

177

Position
Floor

Main School Building00486
00329 Codsall Community High School 377

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling, wooden panels to walls, and concrete floor
beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0150

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

300

Position

Main School Building00486
00329 Codsall Community High School 378

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, timber soffits, plastic guttering and concrete floor

270
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0151

172

Area Construction

Area Description
Boiler room

Sample Type

N

ACTUAL

Item/Product Description
Cement fillet

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

External
Area No

062

Position
Edge of roof

Main School Building00486
00329 Codsall Community High School 379

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor, brick walls, live electrics, plaster ceiling and metal
pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0151

Area Construction

Area Description
Boiler

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials. No access to live electrics

Type

Space
Area No

319

Position

Main School Building00486
00329 Codsall Community High School 380

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, foil covered foam ceiling panels, metal ducting and steel
RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0151

Area Construction

Area Description
Boiler void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

320

Position

Main School Building00486
00329 Codsall Community High School 381

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, concrete floor and UPVC window

271
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0152

172

Area Construction

Area Description
WC/B external

Sample Type

N

REFERRED

Item/Product Description
Cement fillet

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

External
Area No

063

Position
Edge of roof

Main School Building00486
00329 Codsall Community High School 382

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, plaster walls and ceiling, ceramic tiled walls,
ceramic cisterns and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0152

Area Construction

Area Description
WC/B

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

318

Position

Main School Building00486
00329 Codsall Community High School 383

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, timber walls, wooden doorway, fibreboard panel
to ceiling and

269
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0153

171

Area Construction

Area Description
Stairs external

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

External
Area No

061

Position
Ceiling and walls

Main School Building00486
00329 Codsall Community High School 384

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster and plastic coated metal walls, concrete floor beneath carpet,
wooden panels to walls and non asbestos ceiling tiles

045
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0153

023

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Black nose strips

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

172

Position
Edge of steps

Main School Building00486
00329 Codsall Community High School 385

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster and plastic coated metal walls, concrete floor beneath carpet,
wooden panels to walls and non asbestos ceiling tiles

046
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0153

024

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Cream vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

172

Position
Floor on window ledge

Main School Building00486
00329 Codsall Community High School 386

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, steel RSJS and fibreglass lagging to
pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0153

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

173

Position

Main School Building00486
00329 Codsall Community High School 387

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Metal walls, concrete floor below carpet, non asbestos ceiling tiles

042
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0154

013

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

168

Position
To window low level ledge

Main School Building00486
00329 Codsall Community High School 388

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, RSJ's

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0154

Area Construction

Area Description
Teaching - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

169

Position

Main School Building00486
00329 Codsall Community High School 389

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos ceiling tiles, concrete floor below carpet, metal walls

041
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0155

013

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

166

Position
To low level window ledge

Main School Building00486
00329 Codsall Community High School 390

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, RSJ's, concrete walls, fiberglass

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0155

Area Construction

Area Description
Teaching - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

167

Position

Main School Building00486
00329 Codsall Community High School 391

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber to metal walls, carpet floor, non asbestos ceiling tiles

031
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0156

016

Area Construction

Area Description
Teaching

Sample Type

Y

ACTUAL

Item/Product Description
Cream vinyl floor tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

157

Position
Floor below carpet

Main School Building00486
00329 Codsall Community High School 392

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

5

1
0
0
1
2

0

2

2
0

3
3
1

0
0
3

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

> 10
Daily
>1 to < 3 hours

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber to metal walls, carpet floor, non asbestos ceiling tiles

032
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0156

013

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Vinyl strip

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

157

Position
Low level window ledge

Main School Building00486
00329 Codsall Community High School 393

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, concrete walls, fiberglass to metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0156

Area Construction

Area Description
Teaching - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

158

Position

Main School Building00486
00329 Codsall Community High School 394

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, concrete floor below carpet, non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0157

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

151

Position

Main School Building00486
00329 Codsall Community High School 395

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, metal pipework with fiberglass lagging, concrete walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0157

Area Construction

Area Description
Office - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

152

Position

Main School Building00486
00329 Codsall Community High School 396

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, non asbestos ceiling tiles, live electrics

089
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0158

052

Area Construction

Area Description
Cleaner

Sample Type

Y

ACTUAL

Item/Product Description
Grey vinyl floor tiles and adhesive

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Floor tiles present beneath new vinyl covering.

No access to live electrics

Type

Space
Area No

316

Position
Floor

Main School Building00486
00329 Codsall Community High School 397

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

1
2
0
1
4

0

1

2
0

0
3
0

0
0
2

Likelyhood of Disturbance

Asbestos re-inforced composites
Medium damage: significant breakage of material or several small area
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Fibreglass lagging to pipework, steel RSJS, timber ceiling and
concrete walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0158

Area Construction

Area Description
Cleaners void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

317

Position

Main School Building00486
00329 Codsall Community High School 398

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Coverings

079
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0159

046

Area Construction

Area Description
Office

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Aug'15, Order P511280.

Type

Space
Area No

306

Position
Ceiling

Main School Building00486
00329 Codsall Community High School 399

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
1
2
5

0

1

2
0

0
2
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Weekly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Non suspects: Ceiling, Walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0159

Area Construction

Area Description
Office void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Suspended Ceiling Fitted Aug'15.

Type

Void
Area No

307

Position

Main School Building00486
00329 Codsall Community High School 400

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet floor, non asbestos ceiling tiles, plaster walls

033
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0160

017

Area Construction

Area Description
Community

Sample Type

Y

ACTUAL

Item/Product Description
Green and cream vinyl floor tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Space
Area No

159

Position
Floor below carpet

Main School Building00486
00329 Codsall Community High School 401

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

1
0
0
1
2

1

2

2
1

3
3
1

0
0
4

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Low disturbance

Rooms up to 100m2
Occassionally
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

> 10
Daily
>1 to < 3 hours

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Timber ceiling, RSJ's, concrete walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0160

Area Construction

Area Description
Community - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

160

Position

Main School Building00486
00329 Codsall Community High School 402

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Covering

034
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0161

017

Area Construction

Area Description
Store

Sample Type

Y

REFERRED

Item/Product Description
Green vinyl floor tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£250

Manage

Removal cost

Area photo

New Suspended Ceiling Fitted Aug'15.

Type

Space
Area No

161

Position
Floor below carpet

Main School Building00486
00329 Codsall Community High School 403

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

3

1
0
0
1
2

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Covering

035
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0161

018

Area Construction

Area Description
Store

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Aug'15, Order P511280.

New Suspended Ceiling Fitted Aug'15.

Type

Space
Area No

161

Position
Ceiling tiles

Main School Building00486
00329 Codsall Community High School 404

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
1
1
2
6

0

2

2
0

0
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

None
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Non Suspects: Ceiling, Walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0161

Area Construction

Area Description
Store - void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Suspended Ceiling Fitted Aug'15.

Type

Void
Area No

162

Position

Main School Building00486
00329 Codsall Community High School 405

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet floor, non asbestos ceiling tiles, plaster and metal walls

038
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0162

017

Area Construction

Area Description
ICT Resource

Sample Type

Y

REFERRED

Item/Product Description
Green and cream vinyl floor tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£250

Manage

Removal cost

Area photo

Type

Space
Area No

164

Position
Floor below carpet

Main School Building00486
00329 Codsall Community High School 406

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

3

1
0
0
1
2

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Carpet floor, non asbestos ceiling tiles, plaster and metal walls

039
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0162

020

Area Construction

Area Description
ICT Resource

Sample Type

N

ACTUAL

Item/Product Description
Plastic

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

164

Position
Window sil by door at two levels

Main School Building00486
00329 Codsall Community High School 407

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling, RSJ's, concrete walls

040
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0162

021

Area Construction

Area Description
ICT Resource - void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

Encapsulated by Pectel June 2008 on staffs order
P150753 AR

Columns have been foam filled/encapsulated as part of the CLASP
works 2008

Type

Void
Area No

165

Position
To 3 columns in room

Main School Building00486
00329 Codsall Community High School 408

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
1
1
2
6

0

1

3
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Confined spaces
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Coverings

036
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0163

019

Area Construction

Area Description
Reprographics

Sample Type

N

ACTUAL

Item/Product Description
Bitumen pad

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

New Suspended Ceiling Fitted Aug'15.

Type

Space
Area No

163

Position
To underside of sink

Main School Building00486
00329 Codsall Community High School 409

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Coverings

037
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0163

018

Area Construction

Area Description
Reprographics

Sample Type

Y

REFERRED

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Aug'15, Order P511280.

New Suspended Ceiling Fitted Aug'15.

Type

Space
Area No

163

Position
Ceiling tiles

Main School Building00486
00329 Codsall Community High School 410

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
1
2
5

1

1

2
1

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Low disturbance

Rooms up to 100m2
Occassionally
<= 10m2 or <=10m pipe run

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Non Suspects: Ceiling, Walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0163

Area Construction

Area Description
Reprographics

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Suspended Ceiling Fitted Aug'15.

Type

Void
Area No

389

Position

Main School Building00486
00329 Codsall Community High School 411

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, concrete floor and timber framed windows

268
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0164

170

Area Construction

Area Description
Careers room

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board with textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Jun'12, Order P190642.sc.

Type

External
Area No

060

Position
Above windows on fascia boards

Main School Building00486
00329 Codsall Community High School 412

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
1
1
2
6

0

2

0
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Plaster walls, non asbestos ceiling tiles and concrete floor beneath
carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0164

Area Construction

Area Description
Meeting Room

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

326

Position

Main School Building00486
00329 Codsall Community High School 413

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Strawboard ceiling, brick/plaster walls and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0164

Area Construction

Area Description
Meeting Room void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

327

Position

Main School Building00486
00329 Codsall Community High School 414

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, ceramic tiled floor beneath carpet and non asbestos
ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0164A

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

330

Position

Main School Building00486
00329 Codsall Community High School 415

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Steel RSJS, plaster walls and strawboard ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0164A

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

331

Position

Main School Building00486
00329 Codsall Community High School 416

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, concrete floor beneath carpet and non asbestos ceiling
tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0165

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials
New windows fitted Aug 2010 (AR)

Type

Space
Area No

328

Position

Main School Building00486
00329 Codsall Community High School 417

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Strawboard ceiling, plaster walls and steel RSJS

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0165

Area Construction

Area Description
Office void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

329

Position

Main School Building00486
00329 Codsall Community High School 418

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls, wooden floor and fibreboard ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0166

Area Construction

Area Description
Dis/Lift

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Newly Refurbished post 2000. 6.1.11 sc

Type

Space
Area No

220

Position

Main School Building00486
00329 Codsall Community High School 419

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Covering. Newly built area post 2000.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0166A

Area Construction

Area Description
Circulation

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Space
Area No

392

Position

Main School Building00486
00329 Codsall Community High School 420

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls. Newly built area post 2000.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0166A

Area Construction

Area Description
Circulation

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Void
Area No

393

Position

Main School Building00486
00329 Codsall Community High School 421

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Coverings. Newly built area post 2000.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0166B

Area Construction

Area Description
Pastoral Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Space
Area No

394

Position

Main School Building00486
00329 Codsall Community High School 422

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls. Newly built area post 2000.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0166B

Area Construction

Area Description
Pastoral Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Void
Area No

395

Position

Main School Building00486
00329 Codsall Community High School 423

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Coverings. Newly built area post 2000.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0166C

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Space
Area No

396

Position

Main School Building00486
00329 Codsall Community High School 424

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls. Newly built area post 2000.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0166C

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Void
Area No

397

Position

Main School Building00486
00329 Codsall Community High School 425

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Suspended Ceiling Tiles, Walls, Skirting, Floor
Coverings. Newly built area post 2000.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0166D

Area Construction

Area Description
Circulation

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Space
Area No

398

Position

Main School Building00486
00329 Codsall Community High School 426

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling. Newly built area post 2000.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0166D

Area Construction

Area Description
Circulation

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Area created on 06/01/2011. sc

Type

Void
Area No

399

Position

Main School Building00486
00329 Codsall Community High School 427

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden floor, plaster walls, non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0167

Area Construction

Area Description
Stage

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

218

Position

Main School Building00486
00329 Codsall Community High School 428

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor and ceiling, fibreglass insulation to pipework and brick
walls

063
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0167

033

Area Construction

Area Description
Stage void

Sample Type

N

ACTUAL

Item/Product Description
Lagging

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

LAGGING DEBRIS WAS REMOVED BY PECTEL
OCTOBER 2008. ANALYST ALCONTROL PASSED
AIR TEST AND BULKHEAD HAS BEEN LEFT IN

Type

Void
Area No

219

Position
Pipework

Main School Building00486
00329 Codsall Community High School 429

ASBESTOS RISK ASSESSMENT

SECTION 5.

REMOVED



N/A

Concrete floor and ceiling, fibreglass insulation to pipework and brick
walls

064
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0167

034

Area Construction

Area Description
Stage void

Sample Type

N

ACTUAL

Item/Product Description
Paper lining

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Void
Area No

219

Position
Concrete ceiling

Main School Building00486
00329 Codsall Community High School 430

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Fixed fibreboard ceiling tiles with plastered walls and columns,
timber floor

001
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0168

001

Area Construction

Area Description
Hall

Sample Type

N

ACTUAL

Item/Product Description
Fibreboard tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

108

Position
High level wall adjacent stage

Main School Building00486
00329 Codsall Community High School 431

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plastered ceiling and walls with ceramic floor tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0169

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

116

Position

Main School Building00486
00329 Codsall Community High School 432

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plastered ceiling and walls with solid floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0170

Area Construction

Area Description
Head office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

112

Position

Main School Building00486
00329 Codsall Community High School 433

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Felt covering, timber soffits, metal guttering, plastic skylights and
brick walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0001

Area Construction

Area Description
Flat roof

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Roof
Area No

077

Position

Main School Building00486
00329 Codsall Community High School 434

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls and metal guttering

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0002

Area Construction

Area Description
Sports hall flat roof

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Roof
Area No

079

Position

INACCESSIBLE

Main School Building00486
00329 Codsall Community High School 435

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

Tiled roof, brick walls and chimney, wooden soffits and metal
guttering

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0003

Area Construction

Area Description
Pitched roof

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Roof
Area No

080

Position

Main School Building00486
00329 Codsall Community High School 436

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Tiled roof, metal guttering, wooden soffits and brick walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0004

Area Construction

Area Description
Pitched roof

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Roof
Area No

097

Position

Main School Building00486
00329 Codsall Community High School 437

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls and metal guttering

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0005

Area Construction

Area Description
Flat roof

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Roof
Area No

098

Position

INACCESSIBLE

Main School Building00486
00329 Codsall Community High School 438

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

Wooden/tiled walls, concrete soffits, wooden window frames and
metal guttering

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0006

Area Construction

Area Description
Flat roof

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Roof
Area No

099

Position

INACCESSIBLE

Main School Building00486
00329 Codsall Community High School 439

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

Plaster walls,timber floor and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Arts circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

018

Position

Gymnasium00487
00329 Codsall Community High School 440

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and timber ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Arts circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

019

Position

Gymnasium00487
00329 Codsall Community High School 441

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos vinyl floor,plaster walls and plaster ceiling,Modern
kilns

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

Area Construction

Area Description
Kiln

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

003

Position

Gymnasium00487
00329 Codsall Community High School 442

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,timber framed skylight, non asbestos floor and non
asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

Area Construction

Area Description
Teaching

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

001

Position

Gymnasium00487
00329 Codsall Community High School 443

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling ,plaster walls and fibreglass lagging on pipes

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

002

Position

Gymnasium00487
00329 Codsall Community High School 444

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos floor and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

Area Construction

Area Description
Arts store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

016

Position

Gymnasium00487
00329 Codsall Community High School 445

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,timber ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

Area Construction

Area Description
Arts store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

017

Position

Gymnasium00487
00329 Codsall Community High School 446

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,timber floor and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0005

Area Construction

Area Description
Art

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

004

Position

Gymnasium00487
00329 Codsall Community High School 447

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Fibreboard ceiling and walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0005

Area Construction

Area Description
Art void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials. Restricted access to void due to ceiling height

Type

Void
Area No

005

Position

Gymnasium00487
00329 Codsall Community High School 448

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster ceiling,non asbestos floor and non asbestos ceilings

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0006

Area Construction

Area Description
Arts office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

008

Position

Gymnasium00487
00329 Codsall Community High School 449

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling and plaster walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0006

Area Construction

Area Description
Arts office void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

009

Position

Gymnasium00487
00329 Codsall Community High School 450

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos floor and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0007

Area Construction

Area Description
Art store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

006

Position

Gymnasium00487
00329 Codsall Community High School 451

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and timber ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0007

Area Construction

Area Description
Arts store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

007

Position

Gymnasium00487
00329 Codsall Community High School 452

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos floor and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0008

Area Construction

Area Description
Art

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

010

Position

Gymnasium00487
00329 Codsall Community High School 453

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling,plaster walls and fibreglass lagging on pipes

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0008

Area Construction

Area Description
Art void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

011

Position

Gymnasium00487
00329 Codsall Community High School 454

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos floor and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0009

Area Construction

Area Description
Arts dark room

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

012

Position

Gymnasium00487
00329 Codsall Community High School 455

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling and plaster walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0009

Area Construction

Area Description
Arts darkroom void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

013

Position

Gymnasium00487
00329 Codsall Community High School 456

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos floor and non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0010

Area Construction

Area Description
Arts circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

014

Position

Gymnasium00487
00329 Codsall Community High School 457

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and timber ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0010

Area Construction

Area Description
Arts circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

015

Position

Gymnasium00487
00329 Codsall Community High School 458

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster to concrete floor,plaster walls and fixed metal ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

094

Position

Leisure Centre00488
00329 Codsall Community High School 459

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Void
Area No

095

Position

Leisure Centre00488
00329 Codsall Community High School 460

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick block walls,metal ceiling tiles,RSJ's,timber floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

Area Construction

Area Description
Dance studio

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

097

Position

Leisure Centre00488
00329 Codsall Community High School 461

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick block walls,plaster ceiling,timber floor and timber boxing

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

098

Position

Leisure Centre00488
00329 Codsall Community High School 462

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber floor,plaster walls,non asbestos ceiling tiles

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

Area Construction

Area Description
Gym

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

099

Position

Leisure Centre00488
00329 Codsall Community High School 463

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster ceiling,plaster walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

Area Construction

Area Description
Gym void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

100

Position

Leisure Centre00488
00329 Codsall Community High School 464

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos vinyl floor,ceramic tile walls,plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0005

Area Construction

Area Description
Boys changing

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

011

Position

Leisure Centre00488
00329 Codsall Community High School 465

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos vinyl floor,ceramic tile walls,plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0005a

Area Construction

Area Description
Boys shower

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

015

Position

Leisure Centre00488
00329 Codsall Community High School 466

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tile walls,non asbestos vinyl floor,plaster ceiling,timber
boxing in corner

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0006

Area Construction

Area Description
Boys toilet

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

012

Position

Leisure Centre00488
00329 Codsall Community High School 467

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos floor,ceramic tile walls,plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0006a

Area Construction

Area Description
Boys disabled toilets

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

014

Position

Leisure Centre00488
00329 Codsall Community High School 468

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos viny floor,brick block walls,plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0007

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

010

Position

Leisure Centre00488
00329 Codsall Community High School 469

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick block walls,plaster ceiling,non asbestos vinyl floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0008

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

017

Position

Leisure Centre00488
00329 Codsall Community High School 470

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos vinyl floor,Ceramic tile walls,plaster ceiling,timber
boxing in corner

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0009

Area Construction

Area Description
Girls wc

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

019

Position

Leisure Centre00488
00329 Codsall Community High School 471

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos vinyl floor,ceramic tile walls,plaster ceiling and timber
boxing to corner

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0009a

Area Construction

Area Description
Girls disabled

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

020

Position

Leisure Centre00488
00329 Codsall Community High School 472

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tile walls,non asbestos vinyl floor,plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0010

Area Construction

Area Description
Girls changing

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

018

Position

Leisure Centre00488
00329 Codsall Community High School 473

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos vinyl floor,ceramic tile floor,plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0010a

Area Construction

Area Description
Girls Showers

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

022

Position

Leisure Centre00488
00329 Codsall Community High School 474

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet to timber floor,fibreglass lagging on pipes

240
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0011

145

Area Construction

Area Description
Office

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

G0011 is now part of G0012.

Type

Space
Area No

102

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 475

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster and timber walls,carpet to timber floor,fibreglass lagging on
pipes

239
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0012

144

Area Construction

Area Description
Office

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

101

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 476

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling,RSJ's,plaster walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0012

Area Construction

Area Description
Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

104

Position

Leisure Centre00488
00329 Codsall Community High School 477

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,timber boxing and non asbestos ceiling tiles

241
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0013

146

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Red floor vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

103

Position
Floor

Leisure Centre00488
00329 Codsall Community High School 478

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos  vinyl floor,plaster walls,timber boxing,plaster to
section of ceiling and carpet to concrete stairs

227
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0014

132

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

087

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 479

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos  vinyl floor,plaster walls,timber boxing,plaster to
section of ceiling and carpet to concrete stairs

228
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0014

133

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Black stair nosing

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

087

Position
Floor/stairs to circ

Leisure Centre00488
00329 Codsall Community High School 480

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber walls,carpet to concrete floor and foil covered foam ceiling
panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0015

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

085

Position

Leisure Centre00488
00329 Codsall Community High School 481

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster and timber walls,foil covered foam ceiling panels,RSJ's and
timber floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0016

Area Construction

Area Description
Squash courts

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

084

Position

Leisure Centre00488
00329 Codsall Community High School 482

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

timber walls,timber floor,RSJ's and foil covered foam ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0017

Area Construction

Area Description
Squash court

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

086

Position

Leisure Centre00488
00329 Codsall Community High School 483

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet to concrete floor

254
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0018

159

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

031

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 484

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet to concrete floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0019

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

412

Position

Leisure Centre00488
00329 Codsall Community High School 485

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet to concrete floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0020

Area Construction

Area Description
Circulation

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

413

Position

Leisure Centre00488
00329 Codsall Community High School 486

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet to concrete floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0021

Area Construction

Area Description
Wash

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

414

Position

Leisure Centre00488
00329 Codsall Community High School 487

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber floor,timber and plaster boxing and plaster wall on
left hand side

242
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0022

147

Area Construction

Area Description
Music

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

092

Position
Right hand wall

Leisure Centre00488
00329 Codsall Community High School 488

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber floor,timber and plaster boxing and plaster wall on
left hand side

243
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0022

148

Area Construction

Area Description
Music

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

092

Position
Far wall

Leisure Centre00488
00329 Codsall Community High School 489

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber floor,timber and plaster boxing and plaster wall on
left hand side

244
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0022

149

Area Construction

Area Description
Music

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

092

Position
Left hand wall

Leisure Centre00488
00329 Codsall Community High School 490

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber floor,timber and plaster boxing and plaster wall on
left hand side

245
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0022

150

Area Construction

Area Description
Music

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

092

Position
Rear wall

Leisure Centre00488
00329 Codsall Community High School 491

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber floor,timber and plaster boxing and plaster wall on
left hand side

246
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0022

151

Area Construction

Area Description
Music

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

092

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 492

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,plaster ceiling,carpet and timber floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0023

Area Construction

Area Description
Music practice

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

009

Position

Leisure Centre00488
00329 Codsall Community High School 493

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,plaster ceiling

253
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0024

158

Area Construction

Area Description
Store/music

Sample Type

N

ACTUAL

Item/Product Description
Vinyl floor tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

025

Position
Floor

Leisure Centre00488
00329 Codsall Community High School 494

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,plaster ceiling,carpet and timber floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0025

Area Construction

Area Description
Music practice

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

023

Position

Leisure Centre00488
00329 Codsall Community High School 495

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet to concrete floor,plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0026

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

093

Position

Leisure Centre00488
00329 Codsall Community High School 496

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,plaster ceiling,plaster columns,carpet to timber floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0027

Area Construction

Area Description
Rec stu

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

029

Position

Leisure Centre00488
00329 Codsall Community High School 497

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber floor,timber and plaster columns

233
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0028

138

Area Construction

Area Description
Music room

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

089

Position
Rear wall

Leisure Centre00488
00329 Codsall Community High School 498

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber floor,timber and plaster columns

234
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0028

139

Area Construction

Area Description
Music room

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

089

Position
Left hand side wall

Leisure Centre00488
00329 Codsall Community High School 499

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber floor,timber and plaster columns

235
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0028

140

Area Construction

Area Description
Music room

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

089

Position
Far wall

Leisure Centre00488
00329 Codsall Community High School 500

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber floor,timber and plaster columns

236
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0028

141

Area Construction

Area Description
Music room

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

089

Position
Right hand side wall

Leisure Centre00488
00329 Codsall Community High School 501

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber floor,timber and plaster columns

237
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0028

142

Area Construction

Area Description
Music room

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

089

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 502

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling

238
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0029

143

Area Construction

Area Description
Store/music

Sample Type

N

ACTUAL

Item/Product Description
Cream floor vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

090

Position
Floor

Leisure Centre00488
00329 Codsall Community High School 503

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Carpet to timber  floor,carpet walls to plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0030

Area Construction

Area Description
Music practice

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

027

Position

Leisure Centre00488
00329 Codsall Community High School 504

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,plaster ceiling,carpet to timber floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0031

Area Construction

Area Description
Music practice

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

028

Position

Leisure Centre00488
00329 Codsall Community High School 505

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,plaster ceiling,carpet to timber floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0032

Area Construction

Area Description
Music office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

026

Position

Leisure Centre00488
00329 Codsall Community High School 506

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster and ceramic tiled walls,plaster ceiling and non asbestos floor
covering,timber boxing above counter

255
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0033

160

Area Construction

Area Description
Kitchen

Sample Type

N

ACTUAL

Item/Product Description
Sink pads x2

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

032

Position
Beneath sink and drainage area.

Leisure Centre00488
00329 Codsall Community High School 507

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,timber floor,plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0034

Area Construction

Area Description
Electrics

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

030

Position

Leisure Centre00488
00329 Codsall Community High School 508

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber and plaster walls,timber partition walls

229
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0035

134

Area Construction

Area Description
Resource

Sample Type

N

ACTUAL

Item/Product Description
Black floor vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

088

Position
To floor,stairs and upper level

Leisure Centre00488
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ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber and plaster walls,timber partition walls

230
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0035

135

Area Construction

Area Description
Resource

Sample Type

N

ACTUAL

Item/Product Description
Blue stair nosing

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

088

Position
Floor/stairs

Leisure Centre00488
00329 Codsall Community High School 510

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber and plaster walls,timber partition walls

231
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0035

136

Area Construction

Area Description
Resource

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

088

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 511

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber and plaster walls,timber partition walls

232
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0035

137

Area Construction

Area Description
Resource

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

088

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 512

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,concrete floor

256
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0036

161

Area Construction

Area Description
Plant

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Recommend removal, school informed. sc 6/1/11.

Type

Space
Area No

033

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 513

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
1
1
1
5

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Brick walls, flat felt roof, wooden doors and wooden soffits

263
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0037

166

Area Construction

Area Description
Electrics external

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board soffit

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Recommend removal, school informed. sc 6/1/11.

Type

External
Area No

073

Position
Underside of roof

Leisure Centre00488
00329 Codsall Community High School 514

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

6

2
1
1
2
6

0

1

0
0

0
0
0

0
0
0

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Wooden walls, concrete floor and wooden ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0037

Area Construction

Area Description
Electrics

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

081

Position

Leisure Centre00488
00329 Codsall Community High School 515

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, flat felt roof and wooden soffits

262
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0038

165

Area Construction

Area Description
Circ external

Sample Type

Y

REFERRED

Item/Product Description
Insulating board soffit

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Jan'14, Order P102767.

Type

External
Area No

069

Position
Underside of roof

Leisure Centre00488
00329 Codsall Community High School 516

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
1
2
5

0

2

0
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Brick walls, concrete floor and plaster ceiling

264
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0038

167

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Insulating board panels

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

078

Position
Wall

Leisure Centre00488
00329 Codsall Community High School 517

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspect: Walls, Facias, Rainwater Goods

301
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0039

165

Area Construction

Area Description
Store

Sample Type

Y

REFERRED

Item/Product Description
Insulation Board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Jan'14, Order P102767.

Type

External
Area No

402

Position
Soffit Boards

Leisure Centre00488
00329 Codsall Community High School 518

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
1
1
2
6

0

1

0
1

1
1
0

1
1
3

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Outdoors
Occassionally
<= 10m2 or <=10m pipe run

1 to 3
Monthly
< 1 hour

Low disturbance
<=1 per year

REMOVED



N/A

Concrete floor, brick/non asbestos board to walls and plaster ceiling

265
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0039

167

Area Construction

Area Description
Store

Sample Type

N

REFERRED

Item/Product Description
Insulating board panels

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

079

Position
Wall

Leisure Centre00488
00329 Codsall Community High School 519

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspect: Walls, Facias, Rainwater Goods

302
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0040

165

Area Construction

Area Description
Store

Sample Type

Y

REFERRED

Item/Product Description
Insulation Board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Jan'14, Order P102767.

Type

External
Area No

403

Position
Soffit Board

Leisure Centre00488
00329 Codsall Community High School 520

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
1
1
2
6

0

1

0
1

1
1
0

1
1
3

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Outdoors
Occassionally
<= 10m2 or <=10m pipe run

1 to 3
Monthly
< 1 hour

Low disturbance
<=1 per year

REMOVED



N/A

Concrete floor,brick and non asbestos wall board and plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0040

Area Construction

Area Description
Cleaners

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

038

Position

Leisure Centre00488
00329 Codsall Community High School 521

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, flat felt roof and wooden soffits

261
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0041

165

Area Construction

Area Description
PE store external

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board soffit

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Jan'14, Order P102767.

Type

External
Area No

067

Position
Underside of roof

Leisure Centre00488
00329 Codsall Community High School 522

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
1
1
2
6

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Contrete floor,brick walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0041

Area Construction

Area Description
Store/PE

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

091

Position

Leisure Centre00488
00329 Codsall Community High School 523

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, flat felt roof and external fascias

259
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0042

164

Area Construction

Area Description
External store external

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board soffit

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Jan'14, Order P102767.

Type

External
Area No

063

Position
Underside of roof

Leisure Centre00488
00329 Codsall Community High School 524

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
1
1
2
6

0

2

0
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Non Suspects: Ceiling, Walls, Floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0042

Area Construction

Area Description
External store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

G0042 & G0043 previously unaccessed proved to be one room.
When accessed AIB Ceiling was removed by BES Feb'14, Order
P102775.

Type

Space
Area No

061

Position

Leisure Centre00488
00329 Codsall Community High School 525

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, flat felt roof and wooden soffits

260
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0043

164

Area Construction

Area Description
External store external

Sample Type

Y

REFERRED

Item/Product Description
Insulating board soffit

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES Jan'14, Order P102767.

Type

External
Area No

065

Position
Underside of roof

Leisure Centre00488
00329 Codsall Community High School 526

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
1
2
5

0

2

0
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Non Suspects: Ceiling, Walls, Floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0043

Area Construction

Area Description
External store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

G0042 & G0043 previously unaccessed proved to be one room.
When accessed AIB Ceiling was removed by BES Feb'14, Order
P102775.

Type

Space
Area No

062

Position

Leisure Centre00488
00329 Codsall Community High School 527

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,timber floor,timber panels to walls,strawboard roof,metal
pipework,RSJ's

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0044

Area Construction

Area Description
Sports hall

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access to high level timber boarding above brickwork. No suspect
materials

Type

Space
Area No

037

Position

Leisure Centre00488
00329 Codsall Community High School 528

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, concrete floor and strawboard ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0045

Area Construction

Area Description
Plant

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

060

Position

Leisure Centre00488
00329 Codsall Community High School 529

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, concrete floor and strawboard ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0046

Area Construction

Area Description
Plant

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

059

Position

Leisure Centre00488
00329 Codsall Community High School 530

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,concrete floor,fibreglass lagging to pipes

250
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0047

155

Area Construction

Area Description
Plant

Sample Type

N

ACTUAL

Item/Product Description
Gaskets

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

006

Position
To gas pipes

Leisure Centre00488
00329 Codsall Community High School 531

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,concrete floor,fibreglass lagging to pipes

251
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0047

156

Area Construction

Area Description
Plant

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

 Encapsulated by Pectel on staffs order P150753
31-5-2008 (AR)

Type

Space
Area No

006

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 532

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

8

2
2
1
2
7

0

1

1
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Medium damage: significant breakage of material or several small area
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Large room or well ventilated areas
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Brick walls,concrete floor

252
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0048

157

Area Construction

Area Description
Chemical store

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

 Encapsulated by Pectel on staffs order P150753
31-5-2008 (AR)

Type

Space
Area No

008

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 533

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
1
1
2
6

1

1

1
1

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Low disturbance

Large room or well ventilated areas
Occassionally
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Concrete floor and ceiling, plastic pipework, fibreglass lagging to
pipework and brick walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

Area Construction

Area Description
Boiler duct

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Duct
Area No

036

Position

Leisure Centre00488
00329 Codsall Community High School 534

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls ,concrete floor ,metal pipework and plastic filter tank

216
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

121

Area Construction

Area Description
Boiler room

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,500

Manage

Removal cost

Area photo

Encapsulated by Pectel on staffs order P150753
31-5-2008 (AR)

Type

Space
Area No

024

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 535

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
1
2
5

1

1

0
1

1
2
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Low disturbance

Outdoors
Occassionally
<= 10m2 or <=10m pipe run

1 to 3
Weekly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Brick walls ,concrete floor ,metal pipework and plastic filter tank

217
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

122

Area Construction

Area Description
Boiler room

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,500

Manage

Removal cost

Area photo

Encapsulated by Pectel on staffs order P150753
31-5-2008 (AR)

Type

Space
Area No

024

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 536

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
1
2
5

0

1

1
0

1
2
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Large room or well ventilated areas
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

1 to 3
Weekly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Brick walls ,concrete floor ,metal pipework and plastic filter tank

218
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

123

Area Construction

Area Description
Boiler room

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

Encapsulated by Pectel on staffs order P150753
31-5-2008 (AR)

Type

Space
Area No

024

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 537

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
1
2
5

1

2

2
1

0
0
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Low disturbance

Rooms up to 100m2
Occassionally
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Brick walls ,concrete floor ,metal pipework and plastic filter tank

219
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

124

Area Construction

Area Description
Boiler room

Sample Type

N

ACTUAL

Item/Product Description
Pipe lagging

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

024

Position
Rear wall and debris to floor

Leisure Centre00488
00329 Codsall Community High School 538

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls ,concrete floor ,metal pipework and plastic filter tank

220
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

125

Area Construction

Area Description
Boiler room

Sample Type

N

ACTUAL

Item/Product Description
Pipe lagging

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

024

Position
To right hand side of boiler

Leisure Centre00488
00329 Codsall Community High School 539

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls ,concrete floor ,metal pipework and plastic filter tank

221
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

126

Area Construction

Area Description
Boiler room

Sample Type

N

ACTUAL

Item/Product Description
Pipe lagging

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

024

Position
To front of boiler

Leisure Centre00488
00329 Codsall Community High School 540

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls ,concrete floor ,metal pipework and plastic filter tank

222
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

127

Area Construction

Area Description
Boiler room

Sample Type

N

ACTUAL

Item/Product Description
Pipe lagging

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

024

Position
Right hand wall from entrance

Leisure Centre00488
00329 Codsall Community High School 541

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls ,concrete floor ,metal pipework and plastic filter tank

223
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

128

Area Construction

Area Description
Boiler room

Sample Type

N

ACTUAL

Item/Product Description
Pipe gasket

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by Pectel June 2008 on staffs order
P150753 AR

Type

Space
Area No

024

Position
Floor near left side wall

Leisure Centre00488
00329 Codsall Community High School 542

ASBESTOS RISK ASSESSMENT

SECTION 5.

REMOVED



N/A

Brick walls ,concrete floor ,metal pipework and plastic filter tank

224
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0049

129

Area Construction

Area Description
Boiler room

Sample Type

N

ACTUAL

Item/Product Description
Pipe lagging debris

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

024

Position
floor of  Left hand wall to entrance

Leisure Centre00488
00329 Codsall Community High School 543

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,ceramic tile floor,plaster ceiling,timber boxing to top of
door and metal pipework

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0050

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

039

Position

Leisure Centre00488
00329 Codsall Community High School 544

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete floor,brick and plaster walls,timber boxing to skylights and
timber boxing to door head

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0051

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

040

Position

Leisure Centre00488
00329 Codsall Community High School 545

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,timber roof and concrete floor concrete columns and
RSJ's.Ceramic tiles to floor and sides of pool area

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0052

Area Construction

Area Description
Pool

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

013

Position

Leisure Centre00488
00329 Codsall Community High School 546

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls

214
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0052

119

Area Construction

Area Description
Pool void

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£150

Manage

Removal cost

Area photo

Type

Void
Area No

016

Position
Duct

Leisure Centre00488
00329 Codsall Community High School 547

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

9

2
2
1
2
7

0

0

0
0

2
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Medium damage: significant breakage of material or several small area
Enclosed sprays and lagging, asbestos insulating board (with exposed f
Amphibole

Rare disturbance

Outdoors
Usually inaccessible or unlikely to be disturbed
Small amounts/items(e.g. strings, gaskets)

4 to 10
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

No Suspect Materials, New Suspended Ceiling Fitted post 2000

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0052

Area Construction

Area Description
Swimming Pool

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Void
Area No

401

Position

Leisure Centre00488
00329 Codsall Community High School 548

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Block brick walls,concrete floor,timber ceiling and metal pipework

249
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0053

154

Area Construction

Area Description
Plant

Sample Type

N

ACTUAL

Item/Product Description
Gaskets

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

003

Position
To gas pipes

Leisure Centre00488
00329 Codsall Community High School 549

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,concrete floor,fibreglass lagging to plant and pipes.

247
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0054

152

Area Construction

Area Description
Plant

Sample Type

N

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by Rhodar 03/07/09 order placed by South
Staffs Borough Concil (SCC have records)

Newly fitted Plant post 2000.

Type

Space
Area No

002

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 550

ASBESTOS RISK ASSESSMENT

SECTION 5.

REMOVED



N/A

Brick walls,concrete floor,fibreglass lagging to plant and pipes.

248
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0054

153

Area Construction

Area Description
Plant

Sample Type

N

ACTUAL

Item/Product Description
Insulating board to wall around plant

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

 Removed by Rhodar 03/07/09 order placed by South
Staffs Borough Concil (SCC have records

Newly fitted Plant post 2000.

Type

Space
Area No

002

Position
Right hand wall

Leisure Centre00488
00329 Codsall Community High School 551

ASBESTOS RISK ASSESSMENT

SECTION 5.

REMOVED



N/A

Ceramic tile floor and brick walls

215
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0055

120

Area Construction

Area Description
Store/Pe room

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

021

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 552

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tile walls,non asbestos floor,plaster ceiling,timber boxing to
walls,metal pipes.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0056

Area Construction

Area Description
Lockers/g

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

114

Position

Leisure Centre00488
00329 Codsall Community High School 553

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tile walls,non asbestos floor,plaster ceiling and plaster
boxing to skylight

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0057

Area Construction

Area Description
Ch/g

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

112

Position

Leisure Centre00488
00329 Codsall Community High School 554

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tile walls,non asbestos floor,plaster ceiling and timber
boxing to walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0059

Area Construction

Area Description
Wc/g

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

113

Position

Leisure Centre00488
00329 Codsall Community High School 555

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled walls,non asbestos floor,plaster ceiling ,timber boxing
to skylight

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0060

Area Construction

Area Description
Wc/b

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

110

Position

Leisure Centre00488
00329 Codsall Community High School 556

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

ceramic tile walls and timber boxing to walls,non asbestos
flooring,plaster ceiling,metal pipes

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0061

Area Construction

Area Description
Lockers/b

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

109

Position

Leisure Centre00488
00329 Codsall Community High School 557

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tile walls,plaster ceiling,timber boxing around skylight,non
asbestos flooring

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0062

Area Construction

Area Description
Ch/b

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

108

Position

Leisure Centre00488
00329 Codsall Community High School 558

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tile walls,non asbestos floor,plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0063

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

115

Position

Leisure Centre00488
00329 Codsall Community High School 559

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled walls,non asbestos floor and plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0064

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

111

Position

Leisure Centre00488
00329 Codsall Community High School 560

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos floor,plaster ceiling and timber boxing to
walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0065

Area Construction

Area Description
Staff/changing

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

042

Position

Leisure Centre00488
00329 Codsall Community High School 561

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos floor,ceramic tiles to wash area and
timber boxing to to top of wall and beams

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0066

Area Construction

Area Description
Disabled changing

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

041

Position

Leisure Centre00488
00329 Codsall Community High School 562

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster and brick walls, new vinyl floor

213
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0067

118

Area Construction

Area Description
Cleaners cupboard

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

007

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 563

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Concrete under carpet, brick and plaster walls, plaster ceiling and
timber boxing to walls and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0068

Area Construction

Area Description
Meeting room

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

005

Position

Leisure Centre00488
00329 Codsall Community High School 564

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,plaster ceiling,timber boxing to top of walls and timber
boxing around skylight

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0069

Area Construction

Area Description
Ch/boy

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

043

Position

Leisure Centre00488
00329 Codsall Community High School 565

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tile walls,non asbestos floor,plaster ceiling,timber boxing to
ceiling and timber boxing to skylight

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0070

Area Construction

Area Description
Sh/b

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

044

Position

Leisure Centre00488
00329 Codsall Community High School 566

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,plaster ceiling,non asbestos floor,timber boxing to ceiling
and timber boxing at top of door

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0071

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

045

Position

Leisure Centre00488
00329 Codsall Community High School 567

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Walls, Floor, Pipework, Pipe Insulation

300
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0072

001

Area Construction

Area Description
Boiler room

Sample Type

Y

PRESUMED

Item/Product Description
Insulation Board

Area comments

Assesment comments

Assessment Photo

Recommendation

£1,000

Manage

Removal cost

Area photo

Type

Space
Area No

035

Position
Ceiling Panels

Leisure Centre00488
00329 Codsall Community High School 568

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

-2

2
1
2
2
7

1

2

2
1

1
2
0

1
1
4

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Low damage: a few scratches or surface marks; broken edges on baords,
Unsealed asbestos insulating board, or encapsulated lagging and spray
Amphibole

Low disturbance

Rooms up to 100m2
Occassionally
(>10m2 to <=50m2) or (>10m to <=50m pipe run)

1 to 3
Weekly
< 1 hour

Low disturbance
<=1 per year



N/A

Ceramic and brick walls,non asbestos floor,fibreglass lagging to
pipes,plaster ceiling,timber boxing to walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0073

Area Construction

Area Description
Wc/g

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

052

Position

Leisure Centre00488
00329 Codsall Community High School 569

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick and ceramic tile walls,non asbestos floor,timber boxing to
wall,ceramic cistern

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0074

Area Construction

Area Description
WC/b

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

046

Position

Leisure Centre00488
00329 Codsall Community High School 570

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster and Brick walls, fibreglass lagging to pipes,plaster boxing to
skylight and carpet floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0075

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

055

Position

Leisure Centre00488
00329 Codsall Community High School 571

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick and plaster walls,non asbestos floor,plaster ceiling,timber
boxing to ceiling/walls, timber boxing to skylight and fibreglass
lagging on pipes.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0076

Area Construction

Area Description
Ch/girl

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

047

Position

Leisure Centre00488
00329 Codsall Community High School 572

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls,non asbestos floor,plaster ceiling,timber door head and
timber boxing to walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0077

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

051

Position

Leisure Centre00488
00329 Codsall Community High School 573

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic walls,non asbestos floor,timber boxing to walls/ceiling and
timber boxing to skylight

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0078

Area Construction

Area Description
Sh/g

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

049

Position

Leisure Centre00488
00329 Codsall Community High School 574

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, flat felt roof and wooden soffits

266
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0079

168

Area Construction

Area Description
Plant external

Sample Type

N

ACTUAL

Item/Product Description
Insulating board soffit

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

External
Area No

083

Position
Underside of roof

Leisure Centre00488
00329 Codsall Community High School 575

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls and concrete floor

257
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0079

162

Area Construction

Area Description
Plant

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

No access presumed condition remained the same (06/01/2011). sc

Type

Space
Area No

034

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 576

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

7

2
0
2
2
6

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Amphibole

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Ceiling, Walls, Floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0079A

Area Construction

Area Description
Circulation

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

415

Position

Leisure Centre00488
00329 Codsall Community High School 577

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/reinforced plastic walls,non asbestos floor,plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0080

Area Construction

Area Description
Disabled wc

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

064

Position

Leisure Centre00488
00329 Codsall Community High School 578

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet to timber floor,timber boxing to
walls/ceiling,fibreglass lagging to pipes

225
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0081

130

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

058

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 579

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet to timber floor and fibreglass lagging to pipes

226
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0081A

131

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

082

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 580

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,ceramic and timber shower area,non asbestos
floor,plaster ceiling,timber boxing

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0082

Area Construction

Area Description
Sh/g

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

072

Position

Leisure Centre00488
00329 Codsall Community High School 581

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling and non asbestos floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0083

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

070

Position

Leisure Centre00488
00329 Codsall Community High School 582

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,ceramic wall to wash area,non asbestos floor,plaster
ceiling and timber panels to sink area

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0084

Area Construction

Area Description
Wc/g

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

066

Position

Leisure Centre00488
00329 Codsall Community High School 583

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos floor,plaster ceiling and timber panel to
cistern

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0085

Area Construction

Area Description
Wc/g

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

068

Position

Leisure Centre00488
00329 Codsall Community High School 584

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling,plastic boarding above  toilet,non asbestos
floor vinyl

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0086

Area Construction

Area Description
Wc/b

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

076

Position

Leisure Centre00488
00329 Codsall Community High School 585

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

plaster walls,ceramic tiled wall to sink area,non asbestos
floor,plaster ceiling,fibreglass lagging on pipes,timber boxing to
ceiling/wall

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0087

Area Construction

Area Description
Wc/b

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

074

Position

Leisure Centre00488
00329 Codsall Community High School 586

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos floor and plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0088

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

080

Position

Leisure Centre00488
00329 Codsall Community High School 587

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, ceramic tiles and timber to shower area,non asbestos
floor,plaster ceiling,timber boxing to mirror area

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0089

Area Construction

Area Description
Sh/b

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

077

Position

Leisure Centre00488
00329 Codsall Community High School 588

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic tiled floor, brick walls and strawboard ceiling

212
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0090

117

Area Construction

Area Description
Electrics

Sample Type

N

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

004

Position
Behind doors

Leisure Centre00488
00329 Codsall Community High School 589

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and brick. ,carpet to concrete floor,timber boxing,plaster
ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0091

Area Construction

Area Description
Electrics

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

116

Position

Leisure Centre00488
00329 Codsall Community High School 590

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, non asbestos vinyl and timber door head.

209
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0092

115

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

001

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 591

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, non asbestos vinyl and timber door head.

211
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0092

116

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Textured coating

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Type

Space
Area No

001

Position
Ceiling

Leisure Centre00488
00329 Codsall Community High School 592

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,concrete floor,timber boxing to walls and plaster ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0093

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Type

Space
Area No

096

Position

Leisure Centre00488
00329 Codsall Community High School 593

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and ceiling, timber boxing, carpet to concrete floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0094

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

G0094 is now part of G0093.

Type

Space
Area No

117

Position

Leisure Centre00488
00329 Codsall Community High School 594

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet to timber floor,non asbestos ceiling void

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0095

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

105

Position

Leisure Centre00488
00329 Codsall Community High School 595

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Metal ceiling,brick block walls and RSJ's

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0095

Area Construction

Area Description
Office void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

106

Position

Leisure Centre00488
00329 Codsall Community High School 596

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fixed metal ceiling and carpet to concrete floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0096

Area Construction

Area Description
Reception

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials. Part of G0001 as per AMP CAD

Type

Space
Area No

107

Position

Leisure Centre00488
00329 Codsall Community High School 597

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non Suspects: Ceiling, Walls, Skirtings, Floor Coverings

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0097

Area Construction

Area Description
Gym

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

New Build 2013.

Type

Space
Area No

411

Position

Leisure Centre00488
00329 Codsall Community High School 598

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber floor, timber ceiling, brick walls and fibreglass lagging

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0001

Area Construction

Area Description
Tank room

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Roof
Area No

048

Position

Leisure Centre00488
00329 Codsall Community High School 599

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos roofing felt, brick walls and plastic pipework

258
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0002

163

Area Construction

Area Description
Flat roof

Sample Type

Y

ACTUAL

Item/Product Description
Cement cowl

Area comments

Assesment comments

Assessment Photo

Recommendation

£500

Manage

Removal cost

Area photo

Type

Roof
Area No

050

Position
Above G0053 in between 2 skylights

Leisure Centre00488
00329 Codsall Community High School 600

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

3

1
0
0
1
2

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Asbestos re-inforced composites
Good condition: no visible damage
Composite materials containing asbestos: reinforced plastics, resins, vin
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance



N/A

Metal walls and roofing sheets and metal guttering

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0003

Area Construction

Area Description
Sloping roof

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Roof
Area No

053

Position

Leisure Centre00488
00329 Codsall Community High School 601

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber/metal walls, metal soffits and roofing sheets

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0004

Area Construction

Area Description
Flat roof

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Roof
Area No

054

Position

Leisure Centre00488
00329 Codsall Community High School 602

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick/wooden walls and plastic downpipes

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0005

Area Construction

Area Description
Flat roof to pool

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Roof
Area No

056

Position

INACCESSIBLE

Leisure Centre00488
00329 Codsall Community High School 603

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

Brick walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0006

Area Construction

Area Description
Flat roof to sports hall

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No access presumed condition remained the same (02/08/2017)sc

Type

Roof
Area No

057

Position

INACCESSIBLE

Leisure Centre00488
00329 Codsall Community High School 604

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

Likelyhood of Disturbance



N/A

Non asbestos roofing felt, brick walls and plastic guttering

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0007

Area Construction

Area Description
Flat roof

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Roof
Area No

071

Position

Leisure Centre00488
00329 Codsall Community High School 605

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, felt roof, timber soffits and fascias

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

R0008

Area Construction

Area Description
Flat roof

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Roof
Area No

075

Position

Leisure Centre00488
00329 Codsall Community High School 606

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling and timber floor beneath carpet

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

003

Position

Mobile00202
00329 Codsall Community High School 607

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling and carpet floor

197
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

104

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Insulation board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

004

Position
Wall behind radiator x4

Mobile00202
00329 Codsall Community High School 608

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling and carpet floor

198
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

105

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Floor vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

004

Position
Beneath carpet

Mobile00202
00329 Codsall Community High School 609

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and fibreboard ceiling

175
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

087

Area Construction

Area Description
Store

Sample Type

N

REFERRED

Item/Product Description
Grey floor tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

002

Position
Floor

Mobile00202
00329 Codsall Community High School 610

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and fibreboard ceiling

176
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

089

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Insulating board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

002

Position
Wall behind radiator

Mobile00202
00329 Codsall Community High School 611

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and fibreboard ceiling

177
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

090

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Bituminous patch

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

002

Position
Underside of sink

Mobile00202
00329 Codsall Community High School 612

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and fibreboard ceiling

178
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

091

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

002

Position
To doors and behind fuse box

Mobile00202
00329 Codsall Community High School 613

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet floor,plaster beams and fibreboard ceiling

173
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

087

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Grey floor tile

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

001

Position
Floor

Mobile00202
00329 Codsall Community High School 614

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,carpet floor,plaster beams and fibreboard ceiling

174
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

088

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Insulation board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

001

Position
Wall behind radiator x 4

Mobile00202
00329 Codsall Community High School 615

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls and fibreboard ceiling

187
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

092

Area Construction

Area Description
Circ

Sample Type

N

REFERRED

Item/Product Description
Cream vinyl covering

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12.

Type

Space
Area No

004

Position
Floor beneath carpet

Mobile00489
00329 Codsall Community High School 616

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and fibreboard ceiling

182
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

092

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Cream vinyl covering

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

002

Position
Floor beneath carpet

Mobile00489
00329 Codsall Community High School 617

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and fibreboard ceiling

183
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

093

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Insulating board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

002

Position
Wall behind radiator x 5

Mobile00489
00329 Codsall Community High School 618

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and fibreboard ceiling

184
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

094

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Bitumous patch

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

002

Position
Underside of sink

Mobile00489
00329 Codsall Community High School 619

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster board, fibreboard ceiling and non asbestos vinyl flooring

185
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

095

Area Construction

Area Description
Store

Sample Type

Y

ACTUAL

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES July'12, Order P191171.sc.

Building Demolished July'12

Type

Space
Area No

003

Position
Fuses in fuse box to wall

Mobile00489
00329 Codsall Community High School 620

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

3
0
2
1
6

0

1

2
0

0
0
0

0
0
1

Likelyhood of Disturbance

Thermal insulation (eg. pipe and boiler lagging), sprayed asbestos, lo
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Chrysotile

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Plaster board, fibreboard ceiling and non asbestos vinyl flooring

186
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

096

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Insulating board panels

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

003

Position
To door and back of fuse box

Mobile00489
00329 Codsall Community High School 621

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling

179
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

092

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Cream vinyl covering

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

001

Position
Floor beneath carpet

Mobile00489
00329 Codsall Community High School 622

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling

180
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

093

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Insulating board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

001

Position
Wall behind radiator x 5

Mobile00489
00329 Codsall Community High School 623

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling

181
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

094

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Bitumous patch

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

001

Position
Underside of sink

Mobile00489
00329 Codsall Community High School 624

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber and plaster walls,Timber floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

002

Position

Mobile00490
00329 Codsall Community High School 625

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling and timber floor

188
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

097

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Insulating board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

003

Position
Wall behind radiator x4

Mobile00490
00329 Codsall Community High School 626

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster wall,fibreboard ceiling and wooden floor

189
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

098

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Sink pad

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

004

Position
Under sink

Mobile00490
00329 Codsall Community High School 627

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster wall,fibreboard ceiling and wooden floor

190
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

099

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Floor vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

004

Position
Floor

Mobile00490
00329 Codsall Community High School 628

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster wall,fibreboard ceiling and wooden floor

191
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

100

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Boarding to inside of fusebox

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

004

Position
Wall

Mobile00490
00329 Codsall Community High School 629

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber walls and floor beneath carpet and fibreboard ceiling panels

267
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

169

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Insulating board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

001

Position
Wall behind radiator x4

Mobile00490
00329 Codsall Community High School 630

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster/timber walls, vinyl floor beneath carpet and fibreboard ceiling
panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Circ

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

004

Position

Mobile00491
00329 Codsall Community High School 631

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster and timber walls,fibreboard  ceiling and carpet floor

199
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

106

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Vinyl floor covering

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

001

Position
Beneath carpet

Mobile00491
00329 Codsall Community High School 632

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster and timber walls,fibreboard  ceiling and carpet floor

200
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

107

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Radiator panels

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

001

Position
Wall behind radiators x4

Mobile00491
00329 Codsall Community High School 633

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling and vinyl floor

201
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

108

Area Construction

Area Description
Store

Sample Type

N

ACTUAL

Item/Product Description
Insulating board

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12.

Type

Space
Area No

002

Position
Wall and door inside fuse box

Mobile00491
00329 Codsall Community High School 634

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling and vinyl floor

202
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

109

Area Construction

Area Description
Store

Sample Type

Y

PRESUMED

Item/Product Description
Woven seal

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES July'12, Order P191171.sc.

Building Demolished July'12.

Type

Space
Area No

002

Position
Fuses inside fuse box

Mobile00491
00329 Codsall Community High School 635

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
3
3
8

0

1

2
0

0
2
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed laggings and sprays.
Crocidolite

Rare disturbance

Rooms up to 100m2
Usually inaccessible or unlikely to be disturbed
<= 10m2 or <=10m pipe run

None
Weekly
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Plaster/timber walls, timber floor beneath carpet and fibreboard
ceiling

203
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

107

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Radiator panels

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

003

Position
Wall behind radiators x 4

Mobile00491
00329 Codsall Community High School 636

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos ceiling tiles

193
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

102

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Floor vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

003

Position
Floor

Mobile00492
00329 Codsall Community High School 637

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,foam ceiling panels,timber fire break.

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Void
Area No

004

Position

Mobile00492
00329 Codsall Community High School 638

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls ,non asbestos ceiling tiles,Wooden floor and timber
beams

192
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

101

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Radiator panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

001

Position
Wall behind radiator x1

Mobile00492
00329 Codsall Community High School 639

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls ,foil covered foam ceiling panels and timber fire breaks

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Void
Area No

002

Position

Mobile00492
00329 Codsall Community High School 640

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos ceiling tiles and timber floor beneath
carpet

195
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

101

Area Construction

Area Description
Store

Sample Type

N

REFERRED

Item/Product Description
Radiator panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

007

Position
Wall behind radiator x1

Mobile00492
00329 Codsall Community High School 641

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos ceiling tiles and timber floor beneath
carpet

196
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

103

Area Construction

Area Description
Store

Sample Type

Y

ACTUAL

Item/Product Description
Board to inside of fuse box and doors

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES July'12, Order P191171.sc.

Building Demolished July'12

Type

Space
Area No

007

Position
Wall

Mobile00492
00329 Codsall Community High School 642

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
2
2
6

1

0

1
1

1
3
0

0
0
2

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Amphibole

Low disturbance

Large room or well ventilated areas
Occassionally
Small amounts/items(e.g. strings, gaskets)

1 to 3
Daily
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Foam ceiling panels,plaster walls and timber fire break

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

Area Construction

Area Description
Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Void
Area No

008

Position

Mobile00492
00329 Codsall Community High School 643

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos ceiling tiles and timber floor

194
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

101

Area Construction

Area Description
Teaching

Sample Type

N

REFERRED

Item/Product Description
Radiator panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

005

Position
Wall behind radiator x1

Mobile00492
00329 Codsall Community High School 644

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Foam ceiling panels,plaster walls and timber fire break

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Void
Area No

006

Position

Mobile00492
00329 Codsall Community High School 645

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos ceiling tiles and carpet floor

205
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

111

Area Construction

Area Description
Circ

Sample Type

N

ACTUAL

Item/Product Description
Floor vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

003

Position
Floor beneath carpet

Mobile00493
00329 Codsall Community High School 646

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls and foam panels on ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Circ void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Void
Area No

004

Position

Mobile00493
00329 Codsall Community High School 647

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,non asbestos ceiling tiles and timber floor

204
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

110

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Radiator panels x4

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

001

Position
Wall behind radiator

Mobile00493
00329 Codsall Community High School 648

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Foam ceiling and plaster walls

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Void
Area No

002

Position

Mobile00493
00329 Codsall Community High School 649

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber floor beneath carpet, plaster walls and non asbestos ceiling
tiles

294
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

187

Area Construction

Area Description
Store

Sample Type

N

REFERRED

Item/Product Description
Insulating board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

007

Position
Wall behind radiators x4

Mobile00493
00329 Codsall Community High School 650

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber floor beneath carpet, plaster walls and non asbestos ceiling
tiles

295
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

188

Area Construction

Area Description
Store

Sample Type

Y

ACTUAL

Item/Product Description
Insulating board panels

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Removed by BES July'12, Order P191171.sc.

Building Demolished July'12

Type

Space
Area No

007

Position
To back of doors and internal surround

Mobile00493
00329 Codsall Community High School 651

ASBESTOS RISK ASSESSMENT

SECTION 5.

Extent of Damage/Deterioation
Surface Treatment
Asbestos Type

Product Type

Material Assessment Total

Material Assessment Scores

Location
Accessibility

Priority Assessment Scores

Extent/Amount

Human Exposure Potential
Number of Occupants
Frequency of use of area
Average time area in use

Maintenance activity
Type of maintenance activity
Frequency of maint activity
Priority Assessment Total

Total Risk Score

Normal Occupant Activity

0

2
0
2
2
6

1

1

1
1

1
0
0

0
0
1

Likelyhood of Disturbance

Asbestos insulating board, mill boards, other low density insulation boa
Good condition: no visible damage
Unsealed asbestos insulating board, or encapsulated lagging and spray
Amphibole

Low disturbance

Large room or well ventilated areas
Occassionally
<= 10m2 or <=10m pipe run

1 to 3
Infrequent
< 1 hour

Minor disturbance
ACM unlikely to be disturbed for maintenance

REMOVED



N/A

Wooden walls and foil covered foam ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

Area Construction

Area Description
Store void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Void
Area No

008

Position

Mobile00493
00329 Codsall Community High School 652

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber floor beneath carpet, plaster walls and non asbestos ceiling
tiles

293
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

187

Area Construction

Area Description
Teaching

Sample Type

N

ACTUAL

Item/Product Description
Insulating board panel

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Building Demolished July'12

Type

Space
Area No

005

Position
Wall behind radiators x4

Mobile00493
00329 Codsall Community High School 653

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Wooden walls and foil covered foam ceiling panels

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

Area Construction

Area Description
Teaching void

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

Building Demolished July'12

Type

Void
Area No

006

Position

Mobile00493
00329 Codsall Community High School 654

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Brick walls, concrete floor, timber ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Garage

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

001

Position

Garage00494
00329 Codsall Community High School 655

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling carpet to timber floorboards

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0001

Area Construction

Area Description
Stairs

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

009

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 656

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling and timber floor

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0002

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials (F0002 now part of F0009). sc

Type

Space
Area No

010

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 657

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Ceramic walls,fibreboard ceiling,carpet to timber floor boards and
ceramic cistern

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0003

Area Construction

Area Description
Classroom

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

011

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 658

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling carpet to timber floor boards

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0004

Area Construction

Area Description
Laundry

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

012

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 659

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling carpet to timber floor boards

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0005

Area Construction

Area Description
Boiler

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

013

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 660

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster and timber walls,fibreboard ceiling and timber floor boards

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0006

Area Construction

Area Description
Circulation

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

015

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 661

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber ceiling ,non asbestos roofing tiles,loose fibreglass lagging
and plastic cistern

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0006

Area Construction

Area Description
Loft

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Void
Area No

018

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 662

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling carpet to timber floor boards

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0007

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

016

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 663

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber and plaster walls,timber floor,fibreglass lagging to tank and
plastic cistern

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0008

Area Construction

Area Description
Bathroom

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

017

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 664

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls,fibreboard ceiling and timber floor boards

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

F0009

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

014

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 665

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling, carpet floors and floor boards

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0001

Area Construction

Area Description
Circulation

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

001

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 666

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling, carpet floor

206
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0002

112

Area Construction

Area Description
Classroom

Sample Type

N

ACTUAL

Item/Product Description
Floor tiles

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

No Suspect Materials

Type

Space
Area No

002

Position
Beneath carpet

Hair Academy (former School House)09487
00329 Codsall Community High School 667

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling, carpet to timber floorboards

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0003

Area Construction

Area Description
Store

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

003

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 668

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling and ceramic tiles beneath non
asbestos floor covering

207
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0004

113

Area Construction

Area Description
Dis/WC

Sample Type

N

ACTUAL

Item/Product Description
Sink pads

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

No Suspect Materials

Type

Space
Area No

004

Position
Underneath sink and draining board

Hair Academy (former School House)09487
00329 Codsall Community High School 669

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Plaster walls, fibreboard ceiling and non asbestos vinyl flooring

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0005

Area Construction

Area Description
Classroom

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

005

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 670

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Non asbestos vinyl floor, brick walls and timber ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0006

Area Construction

Area Description
Office

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials

Type

Space
Area No

006

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 671

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber boards under window, concrete floor and plaster ceiling

208
Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0007

114

Area Construction

Area Description
Conservatory (Demolished)

Sample Type

N

ACTUAL

Item/Product Description
Blue and green floor vinyl

Area comments

Assesment comments

Assessment Photo

Recommendation

£0

None

Removal cost

Area photo

Conservatory now demolished. sc

Type

Space
Area No

007

Position
Floor

Hair Academy (former School House)09487
00329 Codsall Community High School 672

ASBESTOS RISK ASSESSMENT

SECTION 5.



N/A

Timber walls floor and ceiling

Assess No

Sample No

Asbestos (Y/N)

Date of Survey

20/12/2006
Room/Area Ref

G0008

Area Construction

Area Description
Dis/WC

Sample Type

N

Item/Product Description

Area comments

Assesment comments

Assessment Photo

Recommendation

Removal cost

Area photo

No suspect materials (G0008 now part of G0004). sc

Type

Space
Area No

008

Position

Hair Academy (former School House)09487
00329 Codsall Community High School 673

ASBESTOS RISK ASSESSMENT

SECTION 5.


