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Asbestos Material & Priority Assessment  

Report 

at 

  

007 - Orchard Hills TAJ55 

 

 

 
 
 

  
Survey Conducted by: Riverside Environmental Services Ltd 
Date: 8/12/2016 
Survey Report Number J099849 
Organisation O2 
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Orchard Hills TAJ55 

Sample Record Number: Presumptive Sample 74 
Building External Element 
Position Location :Roof edging of main house 

  

Inspection Date 

16/9/2016 

Component: 

Cement soffits 

Sample No. 

Presumptive Sample 74 

Survey Type 

Type 2 

Surveyor 

Richard Farmer 

Asbestos type 

Chrysotile, Crocidolite 

Quantity of Material 

70lm 

  
Material Assessment 
Material 

1  Extent of Damage 

0 

Surface Treatment 

0  Asbestos Type 

3 

Material Assessment Total: 

4  C 

  

Comments: 
Incorporate ACM into management plan until 

removal. 

 

 

  

Priority Assessment 
Main Type of Activity 

0  Extent of Material 

2 

Maintenance Activity 

0  Location 

0 

Accessibility 

0  Number of Occupants 

0 

Frequency of use 

0  Average time is in use 

0 

Frequency of maintenance activity 

0  Risk Assessment Total: 

1 

Total Score: 

5 Sound 

  

Actions Arising 

Due Date 

Est. Cost 

Label & Manage 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 



[bookmark: 3][image: ]

[image: ]

Orchard Hills TAJ55 

Sample Record Number: FP002040 
Building External Element 
Position Location :Entrance canopy to bungalow 

  

Inspection Date 

16/9/2016 
Insulating Board 

Component: 

Sample No. 

FP002040 

Residue 

Survey Type 

Management 

Surveyor 

Richard Farmer 

Asbestos type 

Amosite 

Quantity of Material 

1lm 

  
Material Assessment 
Material 

2  Extent of Damage 

2 

Surface Treatment 

2  Asbestos Type 

2 

Material Assessment Total: 

8  B 

  

Comments: 
Residue to silicon seal to edge of uPVC tracking 

and wall where canopy has been previously 
removed. 

 

 

  

Priority Assessment 
Main Type of Activity 

1  Extent of Material 

0 

Maintenance Activity 

0  Location 

0 

Accessibility 

1  Number of Occupants 

0 

Frequency of use 

3  Average time is in use 

0 

Frequency of maintenance activity 

0  Risk Assessment Total: 

2 

Total Score: 

10  Slight Risk 

  

Actions Arising 

Due Date 

Est. Cost 

Removal by Licensed Contractor 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: FU000348 
Ground Floor G, Meter Room TAJAGG-OH-G-18 
Position Location :To pipe flanges 

  

Inspection Date 

16/9/2016 

Component: 

Gaskets 

Sample No. 

FU000348 

Survey Type 

Type 2 

Surveyor 

Richard Farmer 

Asbestos type 

Chrysotile 

Quantity of Material 

4Nº 

  
Material Assessment 
Material 

1  Extent of Damage 

0 

Surface Treatment 

0  Asbestos Type 

1 

Material Assessment Total: 

2  D 

  

Comments: 
Incorporate ACM into management plan until 

removal. No access during 2016 re-inspection as 
access key could be located. 

 

 

  

Priority Assessment 
Main Type of Activity 

0  Extent of Material 

0 

Maintenance Activity 

0  Location 

3 

Accessibility 

0  Number of Occupants 

0 

Frequency of use 

0  Average time is in use 

0 

Frequency of maintenance activity 

1  Risk Assessment Total: 

2 

Total Score: 

4 Sound 

  

Actions Arising 

Due Date 

Est. Cost 

Label & Manage 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: PS51 
Ground Floor G, Plant Room TAJAGG-OH-G-23 
Position Location :To electrical switch 

  

Inspection Date 

16/9/2016 

Component: 

Flash Guards 

Sample No. 

PS51 

Survey Type 

Type 2 

Surveyor 

Richard Farmer 

Asbestos type 

Chrysotile 

Quantity of Material 

2Nº 

  
Material Assessment 
Material 

2  Extent of Damage 

0 

Surface Treatment 

1  Asbestos Type 

1 

Material Assessment Total: 

4  C 

  

Comments: 
Incorporate ACM into management plan until 

removal. 

 

 

  

Priority Assessment 
Main Type of Activity 

0  Extent of Material 

0 

Maintenance Activity 

0  Location 

2 

Accessibility 

0  Number of Occupants 

0 

Frequency of use 

0  Average time is in use 

0 

Frequency of maintenance activity 

0  Risk Assessment Total: 

1 

Total Score: 

5 Sound 

  

Actions Arising 

Due Date 

Est. Cost 

Label & Manage 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: PS52 
Ground Floor G, Plant Room TAJAGG-OH-G-23 
Position Location :To main feed cable 

  

Inspection Date 

16/9/2016 

Component: 

Cable Wrap 

Sample No. 

PS52 

Survey Type 

Type 2 

Surveyor 

Richard Farmer 

Asbestos type 

Chrysotile 

Quantity of Material 

1lm 

  
Material Assessment 
Material 

2  Extent of Damage 

0 

Surface Treatment 

1  Asbestos Type 

1 

Material Assessment Total: 

4  C 

  

Comments: 
Label and manage. This material requires no 

immediate attention. 

 

 

  

Priority Assessment 
Main Type of Activity 

0  Extent of Material 

0 

Maintenance Activity 

0  Location 

2 

Accessibility 

0  Number of Occupants 

0 

Frequency of use 

0  Average time is in use 

0 

Frequency of maintenance activity 

0  Risk Assessment Total: 

1 

Total Score: 

5 Sound 

  

Actions Arising 

Due Date 

Est. Cost 

Label & Manage 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: FU000345 
Ground Floor G, Office TAJAGG-OH-G-24 
Position Location :Entrance Step 

  

Inspection Date 

16/9/2016 

Component: 

White Stair Nosing 

Sample No. 

FU000345 

Survey Type 

Type 2 

Surveyor 

Richard Farmer 

Asbestos type 

Chrysotile 

Quantity of Material 

1lm 

  
Material Assessment 
Material 

1  Extent of Damage 

1 

Surface Treatment 

0  Asbestos Type 

1 

Material Assessment Total: 

3  D 

  

Comments: 
Incorporate ACM into management plan until 

removal. 

 

 

  

Priority Assessment 
Main Type of Activity 

1  Extent of Material 

0 

Maintenance Activity 

0  Location 

2 

Accessibility 

1  Number of Occupants 

1 

Frequency of use 

3  Average time is in use 

2 

Frequency of maintenance activity 

0  Risk Assessment Total: 

4 

Total Score: 

7 Sound 

  

Actions Arising 

Due Date 

Est. Cost 

Label & Manage 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: FU000346 
Ground Floor G, Circulation – Corridor TAJAGG-OH-G-C6 
Position Location :Floor at base of ramp 

  

Inspection Date 

16/9/2016 

Component: 

White Floor Tiles 

Sample No. 

FU000346 

Survey Type 

Type 2 

Surveyor 

Richard Farmer 

Asbestos type 

Chrysotile 

Quantity of Material 

3m² 

  
Material Assessment 
Material 

1  Extent of Damage 

1 

Surface Treatment 

0  Asbestos Type 

1 

Material Assessment Total: 

3  D 

  

Comments: 
Small area of damage to tiles. Incorporate ACM 

into management plan until removal. 

 

 

  

Priority Assessment 
Main Type of Activity 

1  Extent of Material 

1 

Maintenance Activity 

0  Location 

2 

Accessibility 

1  Number of Occupants 

1 

Frequency of use 

3  Average time is in use 

1 

Frequency of maintenance activity 

0  Risk Assessment Total: 

4 

Total Score: 

7 Sound 

  

Actions Arising 

Due Date 

Est. Cost 

Label & Manage 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: VCFU000349a 
Basement B, Circulation – Corridor TAJAGG-OH-(-1)-01 
Position Location :To wall adjacent stairs 

  

Inspection Date 

16/9/2016 

Component: 

Insulation Residues 

Sample No. 

VCFU000349a 

Survey Type 

Type 2 

Surveyor 

Richard Farmer 

Asbestos type 

Chrysotile 

Quantity of Material 

4lm 

  
Material Assessment 
Material 

3  Extent of Damage 

3 

Surface Treatment 

3  Asbestos Type 

1 

Material Assessment Total: 

10  A 

  

Comments: 
Restrict access and remove the material as soon as 

is practicable. 

 

 

  

Priority Assessment 
Main Type of Activity 

0  Extent of Material 

1 

Maintenance Activity 

0  Location 

2 

Accessibility 

2  Number of Occupants 

0 

Frequency of use 

0  Average time is in use 

0 

Frequency of maintenance activity 

0  Risk Assessment Total: 

2 

Total Score: 

12  Slight Risk 

  

Actions Arising 

Due Date 

Est. Cost 

Removal by Licensed Contractor 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: FP002042 
Basement B, Circulation – Corridor TAJAGG-OH-(-1)-01 
Position Location :To wall  

  

Inspection Date 

16/9/2016 

Component: 

Insulation Residues 

Sample No. 

FP002042 

Survey Type 

Management 

Surveyor 

Richard Farmer 

Asbestos type 

Amosite, Chrysotile 

Quantity of Material 

5m² 

  
Material Assessment 
Material 

3  Extent of Damage 

3 

Surface Treatment 

3  Asbestos Type 

2 

Material Assessment Total: 

11   

  

Comments: 
Residues to wall where apperture to adjacent area 

has been made to wall. 

 

 

  

Priority Assessment 
Main Type of Activity 

0  Extent of Material 

1 

Maintenance Activity 

0  Location 

2 

Accessibility 

2  Number of Occupants 

0 

Frequency of use 

0  Average time is in use 

0 

Frequency of maintenance activity 

0  Risk Assessment Total: 

2 

Total Score: 

13  Moderate Risk 

  

Actions Arising 

Due Date 

Est. Cost 

Remove under Controlled Conditions by Approved 

Contractor. 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: FU000350 
Basement B, Void TAJAGG-OH-(-1)-02 
Position Location :To pipe flanges 

  

Inspection Date 

16/9/2016 

Component: 

Gaskets 

Sample No. 

FU000350 

Survey Type 

Type 2 

Surveyor 

Richard Farmer 

Asbestos type 

Chrysotile 

Quantity of Material 

8Nº 

  
Material Assessment 
Material 

1  Extent of Damage 

1 

Surface Treatment 

0  Asbestos Type 

1 

Material Assessment Total: 

3  D 

  

Comments: 
Incorporate ACM into management plan until 

removal. 

 

 

  

Priority Assessment 
Main Type of Activity 

0  Extent of Material 

0 

Maintenance Activity 

0  Location 

2 

Accessibility 

0  Number of Occupants 

0 

Frequency of use 

0  Average time is in use 

0 

Frequency of maintenance activity 

0  Risk Assessment Total: 

1 

Total Score: 

4 Sound 

  

Actions Arising 

Due Date 

Est. Cost 

Label & Manage 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: FU000351 
Basement B, Void TAJAGG-OH-(-1)-02 
Position Location :To electrical switch 

  

Inspection Date 

16/9/2016 

Component: 

Flash Guards 

Sample No. 

FU000351 

Survey Type 

Type 2 

Surveyor 

Richard Farmer 

Asbestos type 

Chrysotile 

Quantity of Material 

1Nº 

  
Material Assessment 
Material 

1  Extent of Damage 

1 

Surface Treatment 

1  Asbestos Type 

1 

Material Assessment Total: 

4  C 

  

Comments: 
Flash guard removed as sample. Residues 

remain. 

 

 

  

Priority Assessment 
Main Type of Activity 

0  Extent of Material 

0 

Maintenance Activity 

0  Location 

2 

Accessibility 

0  Number of Occupants 

0 

Frequency of use 

0  Average time is in use 

0 

Frequency of maintenance activity 

0  Risk Assessment Total: 

1 

Total Score: 

5 Sound 

  

Actions Arising 

Due Date 

Est. Cost 

Remove under Controlled Conditions by Approved 

Contractor. 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: VCFU000349b 
Basement B, Circulation – Stairs TAJAGG-OH-(-1)-S1 
Position Location :To right hand wall 

  

Inspection Date 

16/9/2016 

Component: 

Insulation Residues 

Sample No. 

VCFU000349b 

Survey Type 

Type 2 

Surveyor 

Richard Farmer 

Asbestos type 

Chrysotile 

Quantity of Material 

3lm 

  
Material Assessment 
Material 

3  Extent of Damage 

3 

Surface Treatment 

3  Asbestos Type 

1 

Material Assessment Total: 

10  A 

  

Comments: 
Management plan states removed. Further 

samples taken. Restrict access and remove the 
material as soon as is practicable. 

 

 

  

Priority Assessment 
Main Type of Activity 

0  Extent of Material 

1 

Maintenance Activity 

0  Location 

2 

Accessibility 

2  Number of Occupants 

0 

Frequency of use 

0  Average time is in use 

0 

Frequency of maintenance activity 

0  Risk Assessment Total: 

2 

Total Score: 

12  Slight Risk 

  

Actions Arising 

Due Date 

Est. Cost 

Remove under Controlled Conditions by Approved 

Contractor. 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Orchard Hills TAJ55 

Sample Record Number: FP002041 
Basement B, Circulation – Stairs TAJAGG-OH-(-1)-S1 
Position Location :To right hand wall 

  

Inspection Date 

16/9/2016 

Component: 

Insulation Residues 

Sample No. 

FP002041 

Survey Type 

Management 

Surveyor 

Richard Farmer 

Asbestos type 

Amosite, Chrysotile 

Quantity of Material 

10m² 

  
Material Assessment 
Material 

3  Extent of Damage 

3 

Surface Treatment 

3  Asbestos Type 

2 

Material Assessment Total: 

11   

  

Comments: 
Insulation residues to right hand wall where 

residues were found on a previous survey. 

 

 

  

Priority Assessment 
Main Type of Activity 

0  Extent of Material 

1 

Maintenance Activity 

0  Location 

2 

Accessibility 

2  Number of Occupants 

0 

Frequency of use 

0  Average time is in use 

0 

Frequency of maintenance activity 

0  Risk Assessment Total: 

2 

Total Score: 

13  Moderate Risk 

  

Actions Arising 

Due Date 

Est. Cost 

Remove under Controlled Conditions by Approved 

Contractor. 

9-11-2016 

£0 

  
Re-Inspection Schedule: 

Status 

Due Date 

 

   Due after six Months 

16-9-2017 
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Bulk Analysis Report 

  
  

Client: Organisation O2 
Address: 007 - Orchard Hills TAJ55 
Date: 08/12/2016 
Survey Report Number J099849 
  

Sample Ref. 

Sample Location 

Sample Description 

Asbestos Types 

No. 

Presumptive  Orchard Hills TAJ55 

Cement soffits 

Chrysotile 

Sample 74 

Crocidolite 

 

FP002040 

Orchard Hills TAJ55 

Insulating Board Residue 

Amosite 

 

FU000348 

Meter Room TAJAGG-OH-G- Gaskets 

18 

Chrysotile 

 

PS51 

Plant Room TAJAGG-OH-G-

Flash Guards 

23 

Chrysotile 

 

PS52 

Plant Room TAJAGG-OH-G-

Cable Wrap 

23 

Chrysotile 

 

FU000345 

Office TAJAGG-OH-G-24 

White Stair Nosing 

Chrysotile 

 

FU000346 

Circulation – Corridor 

White Floor Tiles 

Chrysotile 

TAJAGG-OH-G-C6 

 

VCFU000349a  Circulation – Corridor 

Insulation Residues 

TAJAGG-OH-(-1)-01 

Chrysotile 

 

FP002042 

Circulation – Corridor 

Insulation Residues 

Amosite 

TAJAGG-OH-(-1)-01 

Chrysotile 

 

FU000350 

Void TAJAGG-OH-(-1)-02 

Gaskets 

Chrysotile 

 

FU000351 

Void TAJAGG-OH-(-1)-02 

Flash Guards 

Chrysotile 

 

VCFU000349b  Circulation – Stairs TAJAGG- Insulation Residues 

OH-(-1)-S1 

Chrysotile 

 

FP002041 

Circulation – Stairs TAJAGG- Insulation Residues 

Amosite 

OH-(-1)-S1 

Chrysotile 

 

  

Sample analysis was conducted in accordance with in house procedures and the methodology 
contained in MDSHS77 (Asbestos in bulk materials. Sampling and identification by polarised light 
microscopy. June 1994). The information provided concerning sample locations is as provided by the 
client no liability can be accepted for the accuracy of this information Comments, Opinions, 
Recommendations are outside the scope of our UKAS accreditation. Determination of concentration is 
outside the scope of laboratory accreditaion  
Key = Chysotile: White Asbetsos Amosite: Brown Asbestos Crocidolite: Blue Asbestos NAD: No 
Asbestos Detected  
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Areas With No Suspect Materials 

Within the Definition of this type of Survey 

  
007 - Orchard Hills 

TAJ55 

  

 

Orchard Hills 

TAJ55 

Basement 

B 

Ground Floor 

G 

First Floor 

01 

Attic Space 

02 

  

 

Daisy Bank 

TAJ55 

Ground Floor 

G 
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Asbestos Re-Inspection Schedule 

Date: 8/12/2016 

Survey Report Number J099849 

In Chronological Order 

  

Due after six Months 

  

Sample Location 

Description  Comments 

Due Date 

Status 

Orchard Hills 

Cement 

 

16/9/2017  Due after six 

 

soffits 

Months 

Orchard Hills 

Insulating 

 

16/9/2017  Due after six 

 

Board 

Months 

Residue 

Orchard Hills,Ground 

Gaskets 

 

16/9/2017  Due after six 

 

Floor,Meter Room,TAJAGG-

Months 

OH-G-18 

Orchard Hills,Ground 

Flash 

 

16/9/2017  Due after six 

 

Floor,Plant Room,TAJAGG-

Guards 

Months 

OH-G-23 

Orchard Hills,Ground 

Cable Wrap   

16/9/2017  Due after six 

 

Floor,Plant Room,TAJAGG-

Months 

OH-G-23 

Orchard Hills,Ground 

White Stair   

16/9/2017  Due after six 

 

Floor,Office,TAJAGG-OH-G-

Nosing 

Months 

24 

Orchard Hills,Ground 

White Floor   

16/9/2017  Due after six 

 

Floor,Circulation – 

Tiles 

Months 

Corridor,TAJAGG-OH-G-C6 

Orchard 

Insulation 

 

16/9/2017  Due after six 

 

Hills,Basement,Circulation –  Residues 

Months 

Corridor,TAJAGG-OH-(-1)-01 

Orchard 

Insulation 

 

16/9/2017  Due after six 

 

Hills,Basement,Circulation –  Residues 

Months 

Corridor,TAJAGG-OH-(-1)-01 

Orchard 

Gaskets 

 

16/9/2017  Due after six 

 

Hills,Basement,Void,TAJAGG-

Months 

OH-(-1)-02 

Orchard 

Flash 

 

16/9/2017  Due after six 

 

Hills,Basement,Void,TAJAGG- Guards 

Months 

OH-(-1)-02 

Orchard 

Insulation 

 

16/9/2017  Due after six 

 

Hills,Basement,Circulation –  Residues 

Months 

Stairs,TAJAGG-OH-(-1)-S1 

Orchard 

Insulation 

 

16/9/2017  Due after six 

 

Hills,Basement,Circulation –  Residues 

Months 

Stairs,TAJAGG-OH-(-1)-S1 
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Due after six Months 

  

Sample Location 

Description  Comments 

Due 

Status 

Date 

No Historical Events Pending 

 



[bookmark: 19]

[bookmark: 20]

[bookmark: 21]


    

  

  
