
AHU2 SERVING AREAS TO RIGHT AND
BELOW MAIN RECEPTION (7300mm

LONG x 3000mm WIDE x 1115mm

HIGH, 2900kg)

AHU1 SERVING AREAS TO LEFT OF MAIN
RECEPTION (5300mm LONG x 1150mm WIDE

x 1715mm HIGH, 1400kg)

DIRTY EXTRACT FAN 1
(1500mm LONG x 1200mm

WIDE x 700mm HIGH, 165kg)

POTENTIAL CONDENSING UNIT
SERVING AHU (2100mm WIDE x

1100mm DEEP x 1350mm HIGH,

650kg)

DIRTY EXTRACT FAN 2 (1500mm LONG
x 1200mm WIDE x 700mm HIGH,

165kg)

153 No. ROOF-MOUNTED PV PANELS.
EACH PANEL 994mm WIDE x 1318mm

LONG, MOUNTED ON SOUTH FACING

FRAME AT 30°.

POTENTIAL CONDENSING UNIT SERVING
AHU (2100mm WIDE x 1100mm DEEP x

1350mm HIGH, 650kg)

AREA ALLOCATED FOR FLUE
PENETRATIONS (2 No. BALANCED FLUES

FROM BOILERS, 1 No. BALANCED FLUE

FROM GAS-FIRED WATER HEATER)
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