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Homes & Communities Agency

J116205 FC7

HMS DaedalusBroom Way, Lee-on-Solent, Hampshire, PO13 9YA
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Leaks                                                                                   
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02/03/17
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Building 147 Greenville - 2nd Floor - East of the airlock
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Homes & Communities Agency

J116205 FC7

HMS DaedalusBroom Way, Lee-on-Solent, Hampshire, PO13 9YA
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On Operative - Scott Atkins
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On Operative - Adam Woolmer
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On Operative - James Woolmer

1308

1402

2.0

2.0

2.0

108

100

4.0

0.018

<0.09

FC7

AP2

JB3

M6

10

10

22.5

JB

17

10

1009

4

-

HK65 NFR

4

FM 31

NA

100

-

4

Personal air monitoring was undertaken to establish the airborne fiber concentration is less then the reported result while RHI operatives removed plasterboard ceiling panels with chrystoile textured
coating within the North-East dormitory under semi controlled conditions. Textured coating remains to the columns across the ceiling. The operatives are wearing p3 mask, overalls, and cleanable
safety boots
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J116205 FC7
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The removal of chrysotile
textured coating to the
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ceiling within the
dormitory.

AIB suspended ceiling
panels above the bath/
shower cubicles, to be
removed under fully
controlled conditions
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