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1st floor, centre of room at top of stairs during the removal of
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plasterboard and textured coating residues to old ceiling.

1st floor, landing at top of stairs during the removal of textured
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coating residue in room off landing.

Ground floor Boiler Room, during environmental clean around
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boiler prior to cut of insulated pipe.

1st floor, centre of old toilet during the removal of plasterboard
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and textured coating residues to old ceiling.

1st floor, landing at top of stairs during the removal of textured

10:58

11:28

16.0

16.0

16.0

480

200

0.5

0.001

<0.01

5

MS3

A1

coating residue in room off landing.

Ground Floor, Boiler Room after the removal of lagged pipe by
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cut & Wrap.
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Reassurance air monitoring carried out to determine the airborne fibre concentration during the removal of residues of textured coating to plasterboard ceiling .
Results satisfactory.
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Boiler Room, after wrap and cut of section of pipe with asbestos insulation. 06/01/2017.

R H Insulation Services Ltd
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1.3- dust remains on site as demolition is in progress; no visible ACMs remain within inspected area.
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Homes & Communities Agency (Bristol)

HMS Daedalus, Building 14, Broom Way, Lee-On-The-Solent, PO13 9YA

Boiler Room, after wrap and cut of section of pipe with asbestos insulation. 06/01/2017.

R H Insulation Services Ltd

Rob Gould
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1.3- dust remains on site as demolition is in progress; no visible ACMs remain within inspected area.
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Reassurance air testing and visual inspection carried out to all rooms on 1st floor after the removal of textured coating
residue to walls/ceiling joists.

Reassurance air test and visual inspection carried out within ground floor boiler room after the removal of asbestos
insulated pipe. Section of pipe was wrapped and then cut. Floor and boiler were sheeted over for the duration of works.
Dust disturbance was carried out on walls and surfaces not sheeted over during duration of works.
MMMF insulation remains to some sections of pipe in boiler room.
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