


Homes and Communities Agency

HMS Deadalus, Broom Way, Lee-on-Solent, PO13 9YA

J112047 FC6

Background

15/12/16

FC1 FU4 RC17
On ground floor at bottom of the stairs of building 142. 09:35 10:35 8.0 8.0 8.0 480 200 3 0.002 <0.01

FC3 24 RC22
On ground floor outside of mess room 4 of building 142. 10:40 11:40 8.0 8.0 8.0 480 200 2 0.001 <0.01

FC4 FU4 RC7
On ground floor at bottom of the stairs of building 142. 11:50 12:50 8.0 8.0 8.0 480 200 2 0.001 <0.01

FC5 24 RC22
On ground floor outside of mess room 4 of building 142. 12:55 13:55 8.0 8.0 8.0 480 200 1 0.001 <0.01
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Background air monitoring during the monitoring of the removal of artex ceilings from the frobisher building 142. Air tests satisfactory.
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