
  
  
    [image: WhatDoTheyKnow]
  

  
    Download original attachment
    
(PDF file)
  

  
    This is an HTML version of an attachment to the Freedom of Information request
    'Planning reference 19/00215/LBC'.
  




  
    
      
[bookmark: 1]Existing blocked up

window opening
shown dotted.

Boiler flue min
600 mm above
parapet level

Trai l l Pav i l ion

Existing perspex secondary

Existing perspex secondary

glazing system to be removed

Existing building paintwork to be

glazing system to be removed

and cleaned. existing original

powerwashed / cleaned as

and cleaned. existing original

windows to be overhauled and

required and building to be

windows to be overhauled and

repainted as required before

repainted in matching colours.

repainted as required before

secondary glazing system is

secondary glazing system is

refitted.

refitted.

East (Front) Elevation  - Scale 1.50

South (Side) Elevation  - Scale 1.50

0

0.5

1

1.5

2

2.5

3

3.5

4

4.5

5

Elevations Scale 1cm = 0.5m

SVS
Removed

RWP

RWP

Serving
window for
ice cream

New stainless steel
kitchen formed as
indicated.

New partition wall

Existing partitions

Store

shown dotted to be

Kitchen

Existing perspex secondary

removed and all

Existing building paintwork to be

glazing system to be removed

finishes made good.

powerwashed / cleaned as

Ice

Kitchen

and cleaned. existing original

cream

Extract system

required and building to be

windows to be overhauled and

fridge

fitted over.

repainted in matching colours.

repainted as required before
secondary glazing system is

Snug Eating Area

Existing store

refitted.

shown dotted to be

Existing door

removed.

opening to be
framed up to

New door

Existing

match existing.

opening to be

Ramp up

formed as

Opening section of existing

Existing blocked up door

indicated.

1565

window to be utilised as

opening and electric meter

ice cream serving counter.

position.

Existing opening to

Existing water fountain to be

be framed up to

removed and new arch

Unisex WC

match existing.

formed within existing
paneled partition, stained
glass over to remain in
place.

Existing door opening

New partition wall

to be framed up as
indicated.

Unisex WC

West (Rear) Elevation  - Scale 1.50

New opening
to be formed.
New lintels over.

New partition wall

Hall

Unisex WC

Existing bench seating to remain in place

2000

New partition wall

Serving Counter

Unisex WC

Existing roof

SVS

terrace access
door.

New access and
serving counter

New wood

formed.

burning stove

Existing saloon

Main Eating Area

doors to be

DO NOT SCALE FROM DRAWINGS

removed and new

security roller

shutter screen

fitted over.

Gift Shop

Existing

Chartered Architect & Surveyors

Existing kitchen

Trai l l Pav i l ion

units to be

disabled WC

9 Macgregor Street, Brechin

removed and gift

shop area formed.

Tel: 01356 622125       Fax: 622644

Email :- xxxx@xxxxxxxxxxxxxxx.xxx

Job Title:

Existing bench seating to remain in place

Baby Change Unit

Existing

Proposed Alterations to

entrance doors

Existing perspex secondary

the Triall Pavilion, Traill Drive, Montrose

glazing system to be removed

for Mr N Braes

and cleaned. existing original
windows to be overhauled and
repainted as required before
secondary glazing system is

Scale

Date

refitted.

1:50 @ A1

February 2019

Drawing Title

Drawn By

Proposed Floor Plans

SWP

Drawing No.

Checked By

2019/TPM/05

Ground Floor Plan  as Proposed - Scale 1.50

Revisions:

North (Side) Elevation  - Scale 1.50

0

0.5

1

1.5

2

2.5

3

3.5

4

4.5

5

Plan Scale 1cm = 0.5m

Crown Copyright and Database Right
All Rights Reserved Ordnance Survey Licence no. LIG0171




    

  

  
