(M WalkerFire

TRUSTED <A=Err mumn-u [ Mewwso fas suncs |

Certificate of Inspection

Walker Fire

Unit 81 Roman Way Industrial Estate
Preston

Lancashire

Customer (141170)

Nhs Highland

Assynt House

Accounts Payable, 2nd Floor
Beechwood Business Park
Inverness

V2 3BW

Job
Our reference

Start date

End date

Version
1.22.28

Compliance report

1251008

07-11-2022 09:12

18-11-2022 13:35

Telephone - 01772 693777
Email - uk@walkerfire.com

Site (193314)

Raigmore Hospital

Rg-H28

Old Perth Road

Inbhir Nis / Inverness, Inverness-shire
V2 3UJ

Engineer
Name Callum Ross
Number 100890

FIRE SAFETY
REGISTER |

Fire Extinguisher
Service Provider

Fire Alarm System
Service Provider

Provider ([SP205) |

Fire Risk Assessment

Compliant

We hereby certify that the fire extinguisher appliances as listed have beeninstalled [ inspected / recharged and / or serviced in accordance with
British standard BS5306 part 3. Fire hose reels to BS EN 671-1, risers and hydrants to BS 9990. Walker Fire gives no guarantee that fire blankets
making reference to European Standard EN 1869:1997 is an effective or safe way to extinguish fire involving oil or grease.

Inspected
Extended Service
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Extinguisher
Brand: Moyne
Medium: CO2
Size: 2 Kg
Extinguisher 306 9
Brand: Moyne

Medium: Foam

Size: 6L

Extinguisher 4 0
Brand: Moyne

Medium: CO2

Size: 5 Kg

Extinguisher 8 1
Brand: Moyne

Medium: Powder

ABC

Size: 6 Kg

Extinguisher M 7
Brand: Other

Medium: CO2

Size: 2 Kg

Recharged
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Total on site
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0 3 0 0 0 4 0
0 9 0 0 0 0 0
0 0 0 0 0 0 0
0 1 0 0 0 0 0
0 7 0 0 0 0 0

Hydraulic Test

No Access to Complete

Service

Not fit for purpose

o

Inlet Damaged

o

Inlet Missing
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Fire Blanket

Extinguisher
Brand: Other
Medium: Foam
Size: 6L

Extinguisher
Brand: Jewel
Saffire
Medium: CO2
Size: 2 Kg

Extinguisher
Brand: Moyne
Medium: Wet
Chemical
Size: 6L

Extinguisher

Brand: Moyne

Medium: Foam
Size: 9L

Extinguisher
Brand: Chubb
Medium: CO2
Size: 2 Kg

Extinguisher
Brand: Moyne
Medium: Powder
ABC

Size: 2 Kg
Usage
1.00x 02110206

12.00x 02130206
39.00x 02140802

200x 02150006
1.00x 03010113
1.00x 09010506
3.00x 10010101
1.00x 10010105
698.00x10010201
125.00x 10010202
466.00x10010701
371.00x 10010703
1.00x 10010704
4.00x 10010706
1.00x 13010209
9.00x 23010203
1.00x 50140002

46.00x 51000009
150.00x 51010001
317.00x 51010015
1.00x 51020006
1.00x 51020010
73.00x 51040001
54.00x 51060001
1.00x 51060004
826.00x51060009
822.00x51280002
1.00x 97140802
55.00x 99000026
317.00x 99000029

150 0 0 0 147 0
5 4 0 0 1 0
43 22 0 0 20 0
6 0 0 2 4 0
1 0 0 0 1 0
3 0 0 0 3 4]
4 0 0 0 4 0

Mp6 6kg Abc Powder Extinguisher
Mf60 Bl Afff Foam Extinguisher

Mc2e 2kg Co?2 Fire Extinguisher
MwfB0 6 L Wet Chemical Extinguisher
Single Extinguisher Stand 2 Piece

J Hanging Bracket

Mr Ok Seal Pin

4mm Safety Pin (MR Universal)

Cap Tamper Seal (Tooth Seal)

Plastic Tamper Seal

O-Ring for Swivel Horn (12 X 1.5)
Hose O-Ring [ Seal (Small)

Large O-Ring / Seal

Washer for Hose & Horn

CO2 ID Sign (P) 220 x 80mm

2kg Co2 Frost Free Swivel Horn

2kg Co2 10 Year Hydraulic Test & Valve
Discharge Testfinternal Inspection
Fire Blanket Inspection

Extinguisher Gauge Test

Fitting Charge (Extinguisher) (E)
Fitting of a Sign

Environmental Disposal of Extinguisher

Extinguisher Unit Maintenance to Bs5306 - C

Attendance/administration

Extinguisher Unit Maintenance to Bs5306
Torque Test

Mc2r 2kg Co2 Extinguisher Refill
Maintenance Label

Gauge Dot

23



Signature Remarks and comments

18-11-2022 13:35 Ticket remark
Steven Mackenzie Not all cans present on site. Police interrogation unit not allowed in due to
been in use. Not key access for grounds work sheds.

V.

Waste Transfer Notification: As part of our service Walker Fire (UK) Limited will remove condemned end-of-life products in accordance with
European Waste Classification code 16 05 05 from customer premises unless requested otherwise. Fire extinguisher sizes and quantities as listed on
this certificate as condemned will be removed as loose metal containers with their contents in Walker Fire service vehicles by 4.00pm on the day of
the service and transferred to Walker Fire (UK) Limited, Unit 81, Roman Way Industrial Estate, Preston. PR2 5BB.

Walker Fire (UK) Limited Preston and all regional centers are registered exempt from The environmental permitting regulations under S2 Storage of
Waste in a secure place Reg.No.WEX243206 (England and Wales) and Reg.No. WML/XS/1096657 (Scotland).

Walker Fire (UK) Limited is registered as an Upper Tier Carrier Broker Dealer under The Waste (England and Wales) Regulations 2011 Regulation 28.
Reg.No. CBDU215423

By signing this certificate customers indicate that they have fulfilled their duty as the current holder of waste by applying the waste hierarchy as
required by Regulation 12 of The Waste (England and Wales) Regulations 2011 or The Waste (Scotland) Regulations 2011 and that the information
overleaf has been completed correctly and that the service engineer has been advised of any special handling requirements. Please inform Walker
Fire (UK) Limited if you are the holder of an environmental permit, have a registered waste exemption or are registered as a waste carrier. Waste
transfer notification should be retained for at least two years.

Transferor Standard Industrial Classification code: ...

PLEASE NOTE - To fully complete the waste transfer notification it is the responsibility of the client to advise Walker Fire (UK) Ltd of their
Standard Industrial Classification (SIC) code.



